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1 INTRODUCTION 
Future electricity distribution networks with large amount of distributed energy 
resources (DER), including distributed generation (DG), electricity storages, 
electric vehicles and customers with smart energy meters and controllable loads, 
require creation of a totally new smart grid architecture. This new architecture 
will take advantage of the properties of DER together with new intelligent 
management functions and hence allows the potential of DER to be realized for 
different interest groups such as distribution system operators (DSOs), DG 
producers, service providers, consumers and society. In the development of the 
smart grid architecture microgrids with momentary island operation possibility 
should be seen as basic blocks of the architecture. The term microgrid is typically 
used from the low-voltage (LV) network smart grid with an island operation 
capability. One traditional definition for microgrid is by Hatziargyriou et al. 
(2006): 
“Microgrids comprise low-voltage distribution systems with distributed 
energy sources, such as micro-turbines, fuel cells, photovoltaics, etc., 
together with storage devices, i.e. flywheels, energy capacitors and 
batteries, and controllable loads, offering considerable control capabilities 
over the network operation. These systems are interconnected to the 
medium-voltage distribution network, but they can be also operated isolated 
from the main grid, in case of faults in the upstream network. From the 
customer point of view, microgrids provide both thermal and electricity 
needs, and in addition enhance local reliability, reduce emissions, improve 
power quality by supporting voltage and reducing voltage dips, and 
potentially lower costs of energy supply.” 
However, in the future the microgrid could be defined in a more general way as a 
part of smart distribution grid with an island operation capability. In that case 
microgrid would mean a certain part of distribution network with DER that is 
managed as a whole with an intelligent microgrid management system (MMS). 
Microgrid can be one of the following as shown in Figure 1: 
1. Separate island grid 
2. Small household LV microgrid or LV customer microgrid 
3. LV microgrid consisting of all LV feeders connected to a MV/LV distribution 
transformer 
4. Medium-voltage (MV) network feeder microgrid or HV/MV substation 
microgrid consisting of all MV feeders. 
In general, the role of the microgrid management system can be seen as a 
transition of distribution management system (DMS) intelligence also into the 
lower voltage levels in distribution networks (Figure 1). In other words, this 
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means that the microgrid management system could be responsible from the 
lower level operations in the future hierarchical management of smart distribution 
networks. In addition, there are three common microgrid features (Marnay & 
Firestone 2007): 
– Total system energy requirements are achieved efficiently, usually by 
combined heat and power (CHP) technology for heating and/or cooling of 
buildings 
– Heterogeneous levels of electricity security, quality, reliability and 
availability, that match the requirements of different customers, can be 
provided and 
– It appears to the utility grid as a controlled entity. 
 
Figure 1.  Different possible microgrid configurations. 
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The biggest impact of microgrids will be in providing higher reliability electricity 
distribution and better power quality to the customers. Microgrids can also 
provide additional benefits to the local utility by providing dispatchable power for 
use during peak power conditions and postponing distribution system upgrades 
(Kroposki et al. 2008). 
Microgrids are expected to form an essential part of future smart grids with a self-
healing feature. Most of the time microgrids will be operated normally parallel 
with utility grid. In addition to this, microgrids have a special self-healing 
capability, because they can continue operation also in island mode during 
disturbances, such as utility grid outages. Thereby, the microgrid concept can 
allow the reliability benefit of distributed energy resources to be realized and also 
fulfill the future energy efficiency requirements. In this thesis mainly technical 
aspects of LV microgrids are discussed. Technical choices made in the microgrid 
concept must be such that they can be justified by the needs of normal operation, 
but at the same time allowing and supporting the solutions needed for 
implementation of island operation. 
1.1 Main objectives of the thesis 
Microgrids related research has been very active for over the last five years 
around the world and many technical innovations have been developed, but very 
often the simultaneous interaction of them with each other has not been 
considered further. One significant distinctive feature of this thesis has been the 
aim to propose a total technical concept for future LV microgrids. The target has 
been that all the developed technical solutions will be compatible with each other 
so that in the end they could create a complete LV microgrid concept. However, it 
is not enough that the developed technical solutions only fit together. 
Additionally, the developed LV microgrid concept should take into account 
distinct features and needs of the society, DSOs, markets and customers as well as 
the behavior of the grid. This would ensure that LV microgrids with island 
operation capability could be a natural part of the future smart grids. Therefore, 
one of the objectives taken into consideration during the development of the LV 
microgrid concept has been on the capability of the concept to be integrated into 
the future smart grids in a justified way. 
As mentioned above the development of the solutions to key technical challenges 
of the LV microgrid concept has been the main objective in this thesis. The 
detailed development of the technical solutions was carried out by multiple 
simulations with PSCAD power system simulation software. PSCAD has been 
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developed by the Manitoba HVDC Research Centre and it can be used for design 
and verification of power quality studies, power electronic design, distributed 
generation, and transmission planning (Simoes et al. 2007). PSCAD is also 
known as PSCAD/EMTDC because EMTDC is the simulation engine, which is 
now the integral part of PSCAD graphical user interface. PSCAD simulation 
software was chosen because it is very suitable for analysis, design and 
verification of electrical power systems. PSCAD was also found by Simoes et al. 
(2007) to be the best and most suitable from different software packages tested 
and analyzed for microgrid modeling and simulation studies. 
In general, the operation and control of island operated LV microgrid is a very 
complex issue because there are number of things that will have influence on the 
behavior of microgrid in different ways. For example the dynamic behavior of 
islanded microgrid is totally different when compared to the normal utility grid 
connected operation. Islanded microgrid is much more sensitive to disturbances 
and successful island operation requires fast, accurate and stable control. 
However, the DER unit control and configuration must be suitable for both island 
and normal operation. 
During this Ph.D. project a number of suitable PSCAD simulation models for LV 
microgrid compatible DER units have been developed. The target has been to 
develop models which are suitable for the study of stability, power quality and 
protection requirements of LV microgrids as precisely as possible. Some parts 
from a model library created previously in a joint project between University of 
Vaasa and VTT have been used in the developed simulation models. However, 
the stable operation of converter based DER units also after transition to island 
operation as well as during and after disturbances required major modifications to 
be made to the control and configuration of the corresponding simulation models. 
Therefore, issues like synchronization method, current sensor location, negative 
sequence compensation, filter type, switching frequency, modulation method, 
were also examined. Component costs minimization and specification of optimal 
control principles for these DER units has not been the target in this thesis. To 
reduce the required simulation time with very accurate DER unit models, only 
quite large capacity three-phase DER units connected to AC low-voltage 
microgrids were examined in this thesis. This means that single-phase DER units 
as well as DC microgrids were outside the scope of this thesis. In addition, the 
communication between different microgrid devices has not been simulated and 
detailed definition of the needed communication architecture has been left for the 
future studies. 
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1.2 Scientific contribution 
The main scientific contribution of this thesis has been the development and 
specification of the most feasible total technical low-voltage microgrid concept 
for future smart grids. The proposed concept can provide extremely reliable and 
high-quality electricity supply to the microgrid customers in the future smart 
grids. Previous microgrid related research has been mainly focused on the 
development of single device control and behavior, but the simultaneous 
interaction of several different microgrid connected devices has been rare. In this 
thesis the simultaneous interaction of several devices has been taken into account 
thoroughly when technical solutions have been developed. In addition, the 
integration of microgrids, so that they could be operated as natural part of smart 
grids, has not been previously considered to the same extent as in this thesis. 
Essential part of the total technical concept development has been in the 
development of solutions and operation principles to the key technical challenges 
of low-voltage microgrids so that all these solutions would also be compatible 
with each other. The key technical challenges of LV microgrids were defined in 
this thesis as follows: 
1. Successful transition to island operation 
– Stability issues 
2. Power quality management during normal and island operation 
– Power and energy balance management 
– Voltage and frequency control 
– Microgrid voltage quality management during island operation including 
voltage level, harmonics, unbalanced voltages 
3. Microgrid protection during island operation and normal operation. 
In this thesis solutions to these key technical challenges have been developed by 
taking into account the simultaneous interaction of several devices as well as the 
dependencies between the developed solutions, so that in the end they were also 
compatible with each other. This means that studies with multiple component 
configurations were required to find out for example the impact of 
– Directly connected synchronous generator based DG unit when compared to 
case with only converter based DER units (technical challenges 1, 2 and 3) 
– Filter type and switching frequency as well as modulation and synchronization 
method on converter based DER units (technical challenges 1 and 2) 
– R/X-ratio on the LV feeders, load unbalance and different type of loads 
(technical challenges 1, 2 and 3) 
To ensure that LV microgrids could be natural part of future smart grids the 
distinct features and needs of different interest groups were also taken into 
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account in the development of the technical LV microgrid concept. Therefore, 
choices for the proposed LV microgrid concept were made so that they can also 
be justified by the needs of the normal utility grid connected operation. This 
means that the concept can for example support the likely future smart grid 
market and management structures. 
The studies related to the key technical challenges were carried out with PSCAD 
so that the same simulation models, developed at first for the stability and power 
quality studies, were also utilized in the development of the new protection 
system. PSCAD enabled the examination of a simultaneous interaction of 
different types of DER units and loads during the microgrid island operation 
when power quality and stability were studied. This information from simulations 
with multiple component configurations was essential when the technical 
solutions were developed and these studies could not have been undertaken to this 
extent in a laboratory environment without major investments in facilities and 
personnel. The development work related to the three key technical challenges as 
part of the technical concept development is summarized in the following: 
Technical challenge 1 
– Relationships and key issues affecting the stability of an island operated LV 
microgrid after transition to island operation were identified and conclusions 
were stated. 
– Summary of the possibilities to ensure stability of LV microgrid after 
transition to island operation due to fault in the utility grid were presented and 
methods to improve stability were developed through simulations. 
Technical challenge 2 
– Simulations revealed the possibility of power quality deterioration after 
transition to island operation. Reasons for the increased voltage total harmonic 
distortion (THD) were found and main principles to ensure low voltage THD 
during island operation of LV microgrid were stated. 
– Alternative, power quality compensator based, central energy storage 
configuration for the LV microgrid was proposed. Control principles for the 
series and shunt converters of the power quality compensator in different 
operation modes were developed. The shunt converter was implemented in 
simulations with an adaptive configuration and control system to obtain the 
best possible power quality in the microgrid also during island operation. 
– In addition to power quality management during island operation, the 
operation principles were also developed for the voltage control of smart grids 
as well as hierarchy of the voltage control in which active utilization of central 
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energy storage based master unit during normal operation parallel with utility 
grid will play an important role. 
Technical challenge 3 
– Smart protection system for LV microgrid, in which the protection 
adaptability and utilization of high-speed communication will be essential, 
was developed and also extensions to the concept were determined e.g. 
considering different LV microgrid configurations. 
– Fault behavior of converter based DG units was studied by simulations in 
context of LV microgrid protection during island operation and as a 
conclusion recommendations about their suitable behavior during faults were 
stated. 
– Sequence of actions for the microgrid blackstart operation as well as control 
principles of some DG units during blackstart were defined and developed 
through simulations. 
– Different functions to enable synchronized re-connection were developed and 
successfully simulated. 
The developed technical solutions and findings for the total LV microgrid concept 
presented in this thesis can be utilized as basis when grid codes for future low-
voltage microgrids and plans for real-life pilot installations are carried out. The 
proposed technical choices as well as operation and planning principles of the 
developed LV microgrid concept can also be taken into account in the 
development of LV microgrid compatible protection devices (PDs), DER units, 
microgrid management systems and future market structures. The development of 
future market structures for microgrids as part of smart grids cannot be done 
without knowledge about the influence of the LV microgrid technical choices to 
the behavior of the system and to the restrictions that they can make to the 
corresponding market model. 
1.3 Summary of publications 
Figure 2 presents a summary of the main issues that have been taken into account 
in this thesis during development of the proposed LV microgrid concept for future 
smart grids. This concept has been created through multiple simulations and it 
includes technical solutions to the three major technical challenges of LV 
microgrids shown in Figure 2. 
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Issues related to the fundamental structural choices A) in Figure 2 are: 
– One central energy storage based DER unit at MV/LV substation, 
– Connection principles of large DER units, 
– Network configuration (radially operated LV feeders), 
– Microgrid management system integrated at MV/LV substation and 
– High-speed communication between microgrid management system, DER 
units, protection devices and controllable loads (i.e. smart meters or load 
switches). 
 
 
Figure 2. Summary from the main issues and their dependencies taken into 
account in creation of technical LV microgrid concept for the future 
smart grids. 
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Similarly, issues related to DER unit configuration to support premium power 
quality and LV microgrid protection system B) in Figure 2 consist of 
– Fault or Low-Voltage Ride-Through ability, 
– Fault behavior,  
– Filter type and 
– Control adaptability of the DER unit. 
The structural choices for the operation speed requirements of LV microgrid 
protection to provide aimed power quality level C) in Figure 2 includes: 
– Number of protection zones, 
– Customers sensitivity to voltage dips and 
– Stability after disturbances. 
Finally, alternative configurations for central energy storage at MV/LV 
substation D) in Figure 2 means 
– Power quality compensator concept, 
– Size of the energy storage and 
– Possible other configurations such as usage of two energy storages when large 
share of LV microgrid production is based on renewable energy sources. 
This thesis consists of nine publications. Publications I and II are mainly related 
to the solving of technical challenge 1 (Figure 2). Issues related to the technical 
challenge 2 (Figure 2) has been studied and solutions have been developed in 
Publications III and IV. In Publications V, VI, VII, VIII and IX different aspects 
of technical challenge 3 have been studied and new protection system has been 
developed (Figure 2). The author of this thesis is the primary author of all 
publications. 
Publication I Voltage and Frequency Control of Low Voltage Microgrid with 
Converter Based DG Units 
Publication I is based on multiple PSCAD simulation studies on how different 
converter modulation methods, switching frequencies and filter types and sizes 
affected the voltage total harmonic distortion and frequency stability in islanded 
LV microgrid after intentional islanding during power balance or unbalance with 
different DG unit configurations and line impedances. When voltage total 
harmonic distortion increases too high during island operation, the frequency 
stability of LV microgrid could be lost. This is due to possible unstable operation 
of Phase-Locked-Loop (PLL) component and Proportional-Integral (PI)-
controllers on converter based DER units. Inertia of directly connected rotating 
machines was found to help DER unit converter controllers to stay stable, because 
they reduced the speed of the oscillations after sudden changes. However, most of 
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the problems related to high voltage THD could be avoided on converter based 
DER units by using appropriate switching frequency and LCL-filters instead of L-
filters. Large impedance variation depending on the state of operation of LV 
microgrid, either normal or island operation, was also found to be a challenging 
task for the control of DER unit converters and grid filter design in terms of 
stability. Therefore, converter control parameters should be such that they work 
both in normal and island operation or they should be adaptive. Key relationships 
and issues affecting the stability of an islanded microgrid were also summarized 
based on literature and simulation studies done in Publication I. The most 
challenging issue in terms of directly connected synchronous generator (SG) and 
DG unit converter control stability was found to be the transfer of microgrid from 
normal to island operation, especially when there is a voltage dip before 
unintentional islanding. 
Publication II Stability of Microgrid with Different Configurations after 
Islanding Due to Fault in the Utility Grid 
Publication II studied the stability of LV microgrid just after transition to island 
operation due to a fault in the utility grid with different configurations and 
multiple simulations. In addition, this publication presented alternative options to 
maintain the stability of an islanded microgrid by reduction of voltage dip 
duration or magnitude. On the other hand, the stability and the fault-ride-through 
improvement of the converter based distributed generation units with different 
synchronization method modifications were also studied by simulations. In 
conclusion, based on the simulations, a summary of the possibilities to ensure 
stability of the LV microgrid after islanding due to fault in the utility grid was 
presented. The stability can be improved by different choices of voltage dip 
compensation methods in the connection point of microgrid and by different 
synchronization principles applied on the converters. The transition speed to 
island operation depends on the microgrid dynamics and the type of DG units 
connected as well as on the sensitivity class of the microgrid customers. For 
different sensitivity class of customers different features needed are defined in 
and also the possible operation curves for voltage dependent speed of transition to 
island operation for these different sensitivity class customers are shown. 
Depending on the sensitivity class of the microgrid customers the fault-ride-
through needs of the DG units and loads can be defined respectively with 
sufficient margin to the voltage dependent speed of islanding curves. 
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Publication III New Concept for Power Quality Management in Microgrid with 
Energy Storage Based Power Quality Compensator 
Publication III presents a new advanced concept to improve the power quality 
within the microgrid and also the quality of currents flowing between the 
microgrid and the utility grid. Nowadays the amount of converter based DG units 
and sensitive loads like computers and electronic data processing equipment 
which have low immunity to power quality problems such as voltage dips, is 
increasing in distribution networks. These devices will also be present in future 
LV microgrids and therefore it is important to limit power quality disturbances 
like harmonics coming from power electronic devices. The developed concept 
utilizes power quality compensator with energy storage for power quality 
management in microgrid. Power quality compensator consists of a shunt and a 
series converter. The shunt converter is implemented in PSCAD with an adaptive 
configuration and control system to obtain the best possible power quality in the 
microgrid during island operation. The main points of the developed power 
quality compensator control principles and power flows in different operation 
modes are presented in Publication III together with the results from simulations. 
The simulation results showed how the power quality compensator with energy 
storage can solve many of the power quality problems such as: 
– The shunt converter of the power quality compensator can compensate the 
microgrid current harmonics and reactive power 
– The series converter of the power quality compensator can eliminate utility 
grid voltage dips and utility grid voltage imbalance and 
– The developed adaptive configuration and control system of the power quality 
compensator shunt converter enables instantaneous voltage control and power 
balance management with low harmonic distortion in islanded microgrid. 
Simulation results confirmed that power quality in LV microgrid during normal 
utility grid connected operation can be easily kept within the standard limits. 
However, it was found that the utility grid background harmonic voltage may 
resonate with harmonic currents coming from DG unit converters. Therefore 
proper filtering of the DG unit converter currents is necessary in both normal and 
island operation of LV microgrid. 
Publication IV Voltage and Current THD in Microgrid with Different DG Unit 
and Load Configurations 
Publication IV studied the voltage and current total harmonic distortion, in LV 
microgrid before and after transition from normal to island operation with 
different DG unit and load configurations. Simulations were also made by 
applying negative sequence filtering in control system of converters to reduce the 
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voltage and current total harmonic distortion in microgrid during unbalanced 
load. Based on the simulation results it was obvious that voltage total harmonic 
distortion behavior cannot be foreseen from the current total harmonic distortion 
contribution of the converter during normal parallel operation with utility grid. 
They are affected by the particular system harmonic impedance in that point and 
the harmonics coming from other devices, i.e. background harmonic voltages, 
which are dependent on the configuration, control system and parameters of these 
devices. When LV microgrid transfers from normal to islanded operation the grid 
impedances and harmonic voltages will change. Therefore, during the island 
operation of the microgrid there is a risk that some higher order harmonics near 
the switching frequency of the converter may resonate with the changed system 
harmonic impedance and even without resonances the harmonic currents 
produced by converters and possible distorting loads will generate much higher 
harmonic voltages during island operation. Short summary about the key issues 
which ensure high power quality in island operated LV microgrid is also 
presented in the end as follows: 
– LCL-filters must be used, e.g. instead of L-filters, with converter based DG 
units in LV microgrid to reduce the amount of current harmonics fed to LV 
microgrid and to avoid possible resonance between system harmonic 
impedance and higher order harmonics near converter switching frequency 
during island operation, 
– The amount of thyristor rectifier loads connected to LV microgrid should be 
for example 15–20 % of the total load, 
– Space vector pulse width modulation (SVPWM or SVM) is preferred when 
compared to sine-triangle pulse width modulation (PWM) and 
– Use of negative sequence filtering in the control system of DG unit converters 
is beneficial during unbalanced phase voltages in island operation of LV 
microgrid due to unbalanced loads or unbalanced faults. 
Publication V Control Principles for Blackstart and Island Operation of 
Microgrid 
Publication V presented strategies to handle some problematic situations, like 
instability after transition of LV microgrid to island operation or after fault during 
the island operation of the microgrid. To execute these strategies efficiently some 
centralized intelligence with communication capability will be needed in LV 
microgrid. This intelligence should be included in microgrid management system 
which in turn could be integrated for example into microgrid interconnection 
switch or central energy storage at MV/LV distribution substation. In case of 
instability, a blackstart operation strategy will also be needed as part of microgrid 
management. 
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The control of microgrid voltage and frequency during LV microgrid blackstart 
was not possible without an energy storage unit. In Publication V, sequence of 
actions for the microgrid blackstart operation as well as control principles of some 
DG units during blackstart were defined and simulated with two different 
microgrid configurations. The developed sequence of actions needed to execute 
the LV microgrid blackstart strategy was also successfully simulated. Based on 
these simulations, dimensioning principles for the necessary energy storage and 
size of simultaneously controlled loads were drawn. In addition, it was found that 
it is logical to connect the most oscillating and disturbing loads, i.e. rotating 
machines and thyristor rectifiers, at the end of the blackstart sequence. Also the 
connection interval between rotating machines should be long enough so that a 
steady state can be reached before next event. On the other hand, it was stated that 
it would be beneficial if all the larger rotating machines were connected to the LV 
microgrid through frequency converters. 
Publication VI Smart Protection Concept for LV Microgrid 
Publication VI presented a new smart protection system for LV microgrid which 
was developed based on extensive simulation studies. The conventional 
protection of distribution network is designed to operate for high fault current 
levels in radial networks, but during island operation of the microgrid high fault 
currents from the utility grid are not present. Also most of the DG units that will 
be connected to the LV microgrid in the future are converter interfaced and have 
limited fault current feeding capabilities. This means that the traditional fuse 
protection of LV network alone is no longer applicable and new protection 
methods must be developed. 
In the development of the new protection scheme for LV microgrids many things 
must be considered including number of protection zones in LV microgrid, speed 
requirements for microgrid protection in different operation states and 
configurations and protection principles for parallel and island operation of the 
microgrid. In addition, the developed protection scheme for microgrid must be 
supported by the technical choices made in the microgrid operation and control 
issues. In the new LV microgrid protection system developed in Publication VI 
for example LV feeders are protected with protection relays that have adaptive 
multi-criteria algorithms and fast communication capabilities instead of 
traditional fuses. Adaptability means that the protection device of LV feeder takes 
into account the number and type of DG units at the corresponding LV feeder and 
also their fault current feeding capability. Fast and selective operation between 
different PDs is achieved by intelligent utilization of high-speed communication. 
One of the most important issues is to ensure that the behavior that is required 
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from DG units, including fault-ride-through needs, during faults in microgrid 
during normal and island operation is compatible with the developed microgrid 
protection system. 
Publication VII DG Unit Fault Behavior and Protection of LV Microgrid 
Publication VII studied the effect of DG unit fault behavior to LV microgrid 
protection during island operation in some specific cases with PSCAD 
simulations. When the protection of island operated microgrid is designed one of 
the most important questions is how converter based DG units will contribute to 
the fault current feeding. In the simulation studies, different control strategies of 
converter connected DG units during faults were investigated with various DG 
unit configurations. Also the role of energy storages was examined to find out 
their effect to the microgrid voltages and currents that are measured by the 
protection devices. The increased reactive power feeding with converter based 
DG units was found to be beneficial for the possible over-current protection based 
LV microgrid protection. However, due to resistive character of LV lines, the 
magnitude of the voltage dip during fault was not reduced. On the other hand, it 
means that reactive power feeding did not significantly reduce the usability of 
under-voltage based protection. 
Based on the simulation studies of Publication VII, it was also found out that 
significant reactive power feeding during fault may be challenging, e.g. for the 
DC-link voltage control of DG unit during fault. Also in general, the reactive 
power feeding of many DG units seemed to increase the possibility for angle 
stability problems after fault clearance. Therefore, the increased reactive power 
feeding of converter connected DG units during faults in island operation was not 
recommended. However, it is essential from the point of view of island operated 
LV microgrid stability and protection to take into account how the reactive power 
of each DG unit behaves and is controlled. Simulations also showed that the 
nominal power of directly connected SG, which is not located at the MV/LV 
distribution substation like the energy storage based master unit, should be 
substantially smaller than the nominal power of master unit to ensure stability 
after fault in island operated LV microgrid. Attention should be paid also to the 
excitation control of directly connected SGs so that their operation would be more 
stable during sudden changes in island operation. It is also important from 
stability perspective that the control systems of different DER units are 
compatible with each other. It was also pointed out that standardization of DG 
unit fault behavior in island operated LV microgrid is absolutely necessary for the 
development of future smart grids to reduce complexity and to avoid the need for 
too many alternative, case specific, protection solutions. 
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Publication VIII Synchronized Re-Connection of Island Operated LV Microgrid 
Back to Utility Grid 
Publication VIII studied LV microgrid re-connection back to utility grid and 
different functions to enable synchronized re-connection were developed through 
simulations. Realization of future Smart LV Grids with island operation 
capability requires that possible problems related to the synchronized re-
connection of island operated LV microgrid back to utility grid are solved. Island 
operated LV microgrid may be in synchronism with utility grid right after 
transition to island operation. After a while, due to LV microgrid load and 
production changes, the active and reactive power flows inside the microgrid will 
change. Thereby, also the voltage phase angle difference across microgrid 
interconnection switch will change. 
Simulation results of Publication VIII clearly showed that synchronized re-
connection is not necessarily a significant issue with small (less than 10°) phase 
difference across microgrid interconnection switch when there are only converter 
based DG units, because their control system will draw converters into phase with 
the utility grid frequency after re-connection. However, with directly connected 
synchronous generators even small phase difference across microgrid 
interconnection switch during re-connection is problematic. Therefore, re-
synchronization functions for minimizing phase angle difference and possibly 
also voltage unbalance before re-connection are needed. In practice these 
functions should be co-ordinated by microgrid management system before LV 
microgrid re-connection. 
Publication IX Protection Principles for Future Microgrids 
Publication IX discussed protection issues and principles for LV microgrids and 
new additions to the novel protection system presented in Publication VI were 
developed by considering also protection of long LV feeders with section circuit 
breakers (CBs), connection of large DG units to LV microgrid and protection 
issues related to possible ring operation of LV feeders. From the simulation 
results of Publication IX it also became clear that selective operation of LV feeder 
protection at the beginning of LV feeders during normal operation of ring 
connected LV microgrid is not possible without utilization of high-speed 
communication. However, during island operation of LV microgrid the ring 
operation of LV feeders must be changed to radial operation of LV feeders to 
ensure selective operation of microgrid protection. In addition, it was stated that 
large DG units should be connected either directly or with own LV feeder to the 
MV/LV distribution substation, because connection of large DG units with high 
fault current feeding capability directly to LV feeders may in some cases make it 
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challenging to achieve selective protection during island operation of LV 
microgrid even though adaptive protection devices developed in Publication VI at 
the beginning of LV feeders were used. 
1.4 Structure of the thesis 
Chapter 2 introduces different aspects of microgrids, such as possible benefits and 
applications of microgrids, properties of LV microgrids including main LV 
microgrid components and control principles as well as description of different 
functions and properties needed from microgrid management systems. Also, 
issues related to technical and regulatory challenges and need for new market 
structures are mentioned briefly in Chapter 2. In Chapter 3, the simulation models 
used and developed in this thesis are presented in brief. Chapters 4, 5 and 6 
review the main technical solutions for the LV microgrid concept for the future 
smart grids that has been developed in this thesis. Chapter 4 describes the issues 
related to the solving of the technical challenge of transition to island operation, 
and in Chapter 5 the developed solutions to the power quality management during 
normal and island operation of LV microgrid are presented. In Chapter 6, a 
review of different aspects related to the protection of LV microgrid is given and 
the developed new protection system is presented. Chapter 7 concludes the 
contents of this thesis and presents proposals for possible further studies. 
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2 MICROGRID – ESSENTIAL COMPONENT IN 
 FUTURE SMART GRIDS 
In this chapter different aspects related to microgrids are shortly presented. These 
aspects include for example role of microgrids in future smart grids, potential of 
microgrids and properties of LV microgrids. Also issues related to technical and 
regulatory challenges as well as need for new market structures are shortly 
discussed. 
2.1 Structure of future electricity distribution networks 
In the future it is likely that more and more attention will be paid to the total 
harmfulness of different commodities for individuals, society and the globe 
including for example the carbon footprint, environmental friendliness and health 
effects of the particular commodity. This may lead to global agreements about 
actions, e.g. taxes and regulation, to encourage the use of climate friendly, locally 
produced, not harmful commodities like for example locally produced organic 
food. Similar approach may also be realized in the future in the electricity 
production and distribution.  This would significantly improve the profitability of 
DG based on renewable energy sources and bring out the real benefits of them. 
DER units connected close to the customer or the end use have potential to reduce 
the demand for distribution and transmission network capacity, reduce losses and 
also increase the reliability of electricity supply to the customers. However, the 
increased DG based on renewable energy sources in the distribution networks 
together with possible large penetration of electric vehicles will cause needs for 
active, intelligent management of distribution networks and DER units. The 
active management enables the reliable electricity distribution, energy efficiently 
without additional investments into network capacity. Realization of this active 
management of future electricity distribution networks is only possible with 
smarter distribution networks i.e. smart grids. In Figure 3 the essential role of 
energy policy into the structure of future electricity distribution networks is 
roughly demonstrated. 
The utilization of microgrid concept with island operation capability as part of 
future smart grid architecture allows the reliability benefit of DER to be realized 
as well as the energy efficiency aspects to be fulfilled. For example in the report 
European SmartGrids Technology Platform – Vision and Strategy for Europe’s 
Electricity Networks of the Future (European Commission 2006) microgrids were 
viewed as one key potential technical concept to realize the active distribution 
networks of the future. Also in Finnish Visionary Network 2030 – Technology 
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vision for future distribution network project report by Kumpulainen et al. (2006) 
the DER resources, including microgrids, were found to be major option when 
aging infrastructure needs to be renewed by more reliable and efficient 
applications which are based on renewable energy sources and sustainable 
practices. In addition, related to the coupling of microgrids and smart grids, it was 
mentioned by Schwaegerl et al. (2009) that critical signals for possible 
implementation of microgrids in the future are cost reduction of renewable energy 
sources (RES) and energy storages as well as large-scale adoption of smart grids, 
automated meter management (AMM) devices and plug-in electric vehicles 
(EVs). 
 
 
Figure 3. Role of energy policy to the structure of future electricity distribu-
tion networks. 
2.2 Potential of microgrids 
The potential benefits and costs of DER integration depends on factors like level 
of DER penetration, customer density of distribution network and correlation 
between DG production and customer load profiles. Actively managed DER units 
located near the loads will reduce losses and release the network capacity and 
therefore they can be used to delay future network reinforcement needs due to 
load growth (Marnay et al. 2008). From the point of view of reliability the active 
management of DER units as part of microgrid operation is most beneficial in 
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countries with low power quality or in regions or for customer segments with 
comparably high outage costs (Schwaegerl et al. 2009). 
2.2.1 Possible benefits and applications 
The increased integration of DER units to the LV networks with island operation 
capability will bring many opportunities and benefits in the future, but also 
challenges. In Figure 4 the possible benefits of microgrids for different parties 
involved (customers, utility, society) are summarized. The challenges and barriers 
of today are presented later in Section 2.4. 
 
 
Figure 4. Possible benefits of microgrids to customers, utilities and society in 
the post industrial economies. 
Potential applications for microgrids can be such as shopping or office centres, 
universities or high schools, hospitals, power for essential and critical services 
(police, fire, water treatment facilities), farms, remote power (islands, rural areas, 
villages), suburbs and blocks not connected to centralized district heating systems 
and military installations. From DSOs and distribution network management 
perspective microgrids can be designed to be corresponding to the configurations 
presented in Figure 1 on page 2. 
Also in developing countries and rapidly industrializing economies the microgrid 
concept can be interesting option to meet the local challenges with electricity 
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distribution and generation, which are quite different from those described in 
Figure 4 for post industrial economies. In developing economies the reach of the 
transmission grid is geographically limited and it is not profitable to build more 
transmission grid due to lack of purchasing power and low levels of average 
consumption among the unserved populations. Instead small remote hybrid 
systems based on operating diesel engine generators together with solar and/or 
wind power systems have been used as separate island grids. In developing 
economies like India electricity supply is a key enabling factor for realizing 
broader development targets like education, healthcare, and trade. Balijepalli, 
Khaparde & Dobariya (2010) have discussed different issues, enabling 
technologies and economics for encouraging the deployment of microgrids in 
India with more details.  (Venkataramanan & Marnay 2008) 
Schwaegerl et al. (2009) have defined expected economic and technical benefits 
and also roadmap for microgrid development and needed action recommendations 
for policy makers, regulators, DSOs. According to Schwaegerl et al. (2009) 
possible benefits can be achieved through 
– Recognition of local energy trading within a microgrid 
– Application of real-time import and export prices for microgrids 
– RES support scheme and favorable tariffs 
– Optimal dimensioning and allocation of DER units and  
– Co-ordinated and active control of many DER units based on real-time grid 
conditions. 
In order to optimally realize the benefits of microgrids to all interest groups 
through intelligent and co-ordinated operation of DER units, adequate legislative 
and regulatory framework should be formulated by political decisions. 
2.3 Properties of LV microgrids 
LV Microgrids are in many ways very different from the traditional power 
systems consisting of high-, medium- and low-voltage networks. The main 
reasons for this by Katiraei et al. (2008) are: 
– Steady-state and dynamic characteristics of DER units, particularly units with 
converter based power electronic interfaces, are different from those of the 
traditional large turbine-generator units 
– In a microgrid a significant degree of unbalance due to the presence of single-
phase loads and/or DER units may exist 
– A considerable part of supply within a microgrid can be from non-controllable 
sources such as wind power units or PV cells 
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– Short- and long-term energy storage units can play a major role in control and 
operation of a microgrid 
– Due to economic reasons a microgrid must be ready to connect and disconnect 
DER units and loads while maintaining its operation 
– In addition to electrical energy, a microgrid may also be responsible for 
generating and supplying heat to all or parts of its customers 
2.3.1 Main LV microgrid components and control principles 
Typically LV microgrid consists of several basic components such as converter 
based DER units, interconnection switches, and control systems. DG technologies 
typically include PV, wind, fuel cells, microturbines, and reciprocating internal 
combustion engines with generators. These systems may be powered by 
renewable or in some cases fossil fuels. Few types of DGs, for example 
microturbines and fuel cells, can also provide combined heat and power which 
will increase the overall efficiency of the corresponding DG units. Most of the 
DG technologies used in LV microgrids will require a power electronic interface 
to convert the energy into AC power. These converters may include both a 
AC/DC rectifier and a DC/AC converter or just the DC/AC converter. The DG 
unit converter also contains output filters and may contain protection functions 
for the DG unit and the LV microgrid. (Katiraei et al. 2008; Kroposki et al. 2008) 
The frequency response of larger systems is based on rotating masses and these 
are regarded as essential for the natural stability of these systems. In contrast, 
microgrids are mainly converter dominated without or with only few directly 
connected rotating masses. Because some potential DG technologies, like 
microturbines and fuel cells, have slow response to control signals and have no 
inertia, island operation is technically demanding and will cause power balance 
and voltage control challenges. Therefore, energy storages are needed to manage 
these problems. Energy storage capacity can be justified in terms of medium- and 
long-term or in terms of short- and very short-term needs. Energy storage 
improves the overall performance of LV microgrid by stabilizing and permitting 
DG units to run at a constant and stable output despite load fluctuations. Energy 
storage also provides the ride-through capability when there are dynamic 
variations in primary energy sources like in sun, wind, or hydropower. (Kroposki 
et al. 2008) 
There are different energy storage technologies available which could be used in 
LV microgrids.  The most common technologies are batteries, supercapacitors 
and flywheels. It should be noted that a DER unit can also be a hybrid which 
means that it includes both a primary energy source and a storage. A hybrid DER 
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unit is often interfaced to the microgrid through a converter system that includes 
bi-directional AC/DC- and DC/DC -converters. (Katiraei et al. 2008; Kroposki et 
al. 2008) 
Battery is by far the most widely applicable storage option for DER units in a 
microgrid. Current research activities are mainly focused on lead acid, nickel 
metal hydrate, and lithium-ion batteries. Schwaegerl et al. (2009) have expected 
that the technology development and costs reduction of battery units to smart grid 
applications will be accelerated through development and introduction of battery 
based EVs. 
The energy storage units and microgrid interconnection switches are essential 
during transition from utility grid connected normal mode to islanded mode. The 
energy storage is needed for instant voltage control due to the challenging 
dynamics during the islanding of the microgrid and slow controllability of some 
DG units. To ensure stable operation of microgrid after transition to island 
operation, the microgrid interconnection switch must operate very fast. The 
interconnection switch is located in the connection point between the microgrid 
and the utility grid like for example at MV/LV distribution substation. When 
power is restored on the utility grid, the interconnection switch or microgrid 
breaker (MB) must not be closed unless the utility and island are synchronized. 
This synchronization can be confirmed by measuring voltages on both sides of the 
interconnection switch. The control of the interconnection switch can be designed 
to be technology neutral and so it can be used with a circuit breaker as well as 
with faster semiconductor-based static switches like thyristors and integrated gate 
bipolar transistors (IGBTs). (Kroposki et al. 2008) 
Control strategies for DER units are selected based on the required functions and 
possible operational scenarios. The main control functions for a DER unit are 
voltage and frequency control and active/reactive power control. The major 
control functions of a DER unit can be divided into the grid-following and grid-
forming controls. A grid-forming master unit within a microgrid can regulate 
voltage at the point of connection and set the system frequency. This master unit 
should have relatively large capacity to be able to manage the possible power 
balance inside microgrid. If two or more DER units actively participate in grid 
stabilization and voltage regulation, then frequency- and voltage-droop control 
strategies can be used to share real and reactive power components. A grid-
following unit controls the active and reactive power based on the reference 
signals from the microgrid management system. It is worth mentioning that DG 
units like PV cells and wind turbines are not able to control their active and 
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reactive power without usage of a storage unit due to variable nature of their 
primary energy sources. (Katiraei et al. 2008) 
LV microgrid concepts without one grid-forming master unit or central storage 
unit presented, e.g. by Engler (2005) and Piagi & Lasseter (2006), need additional 
batteries to be connected to the DC-link of the converter connected DER units to 
enable power balance and voltage control during island operation with 
conventional active power/frequency (P/f)- and reactive power/voltage (Q/U) -
droops which are common in large directly connected SG based power plants 
connected in high-voltage (HV) networks. These concepts without one grid-
forming central storage unit are also planned to be controlled without any 
communication. One challenging issue for this kind of concept is that how can it 
be integrated to the present grid or future smart grids in economically feasible 
way. This is due to the fact that the management of it seems to be developed more 
from the point of view of DER unit converter control than from the point of view 
of utility grid integration. In addition, P/f- and Q/U -droop based concepts 
presented by Engler (2005), Osika (2005), Guerrero et al. (2006), Piagi & 
Lasseter (2006), Prodanovic & Green (2006), Barklund et al. (2008), Mohamed & 
El-Saadany (2008) and Li & Kao (2009) for LV microgrids lack from sensible 
voltage control, because Q/U-droops require huge amount of reactive power to 
control voltage in LV network (Engler 2005; Demirok et al. 2009). This reactive 
power feeding or absorbing requires more capacity from DG unit grid-side 
converters (Demirok et al. 2009). Also additional energy storage in the DC-link of 
the DG unit will be needed to provide the required rapid active power control 
response during sudden changes. Other shortcoming that multi-master and P/f- & 
Q/U -droop based solutions has suffered is the lack of feasible protection system 
which is even to some extent compatible with present LV network or the one that 
will be used in normal, parallel, operation of future smart LV networks. 
Microgrid concepts without one grid-forming central energy storage has been 
planned to be controlled without communication, but for example synchronized 
re-connection procedure is not possible without communication (Nuñez, Gil de 
Muro & Oyarzabal 2010). Recently Vandoorn et al. (2011b) have also suggested 
a PU-droop, instead of P/f-droop, control based method for the control of LV 
microgrid connected converter based DER units in which proper power sharing 
between units has been done without communication. 
Based partly on the above mentioned issues, it has been chosen, in this thesis, to 
examine technical LV microgrid concept that takes more into account the needs 
and behavior of the grid, so that island operation of LV network could be natural 
part of future smart grids. The role of one grid-forming energy storage based 
master unit and the location of it is very important from the point of view of LV 
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microgrid management and protection. The voltage total harmonic distortion 
should be as low as possible to provide high quality power to microgrid 
customers during island operation as well. But before it is feasible to optimize the 
components and control of converter based DER units, specified grid codes are 
needed to state what kind of behavior is expected from them during normal and 
island operation as well as during faults. 
2.3.2 Microgrid management system 
Development of hierarchical smart grid concept capable in island operation 
requires a new hierarchical management and protection system as an essential 
part of the concept. Strauss (2009) has stated that effective utilization of DER 
units needs a management system which ensures suitable control and co-
ordination between different devices and hence will speed up the development of 
microgrids, because reasonable co-ordination between DER units and loads even 
during island operation needs communication and intelligence. For example in 
LV microgrid the needed intelligence could be located in the microgrid 
management system (MMS) at the MV/LV distribution substation or directly in 
the intelligent microgrid interconnection switch, as suggested in Publication V, so 
that the interconnection switch would act as a microgrid central controller (Figure 
5). Generally the microgrid management system will be responsible for the total 
economic and energy effective operation of microgrid taking into account the 
technical boundary conditions in both normal and island operation. 
Microgrid management system entitled microgrid central controller (MGCC) by 
Schwaegerl et al. (2009) is responsible for the maximization of the microgrid 
value and the optimization of its operation. The optimization procedure depends 
on the market policy adopted in the microgrid operation. In general, the basic 
characteristics required from microgrid management system are the following: 
– Real-time bi-directional communication with  
– Distribution management system 
– Energy storage and 
– Microgrid interconnection switch (possibly also with other protective 
devices) 
– Information exchange with DG units and loads including 
– Measured parameters 
– Status of units and 
– Control commands to DG units 
– Intelligence and adaptability 
– Built-in strategies for different possible situations. 
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Figure 5. LV network microgrid consisting of e.g. energy storages, DG units, 
loads, DMS and MMS with communication capabilities. 
Summary of the necessary functions of microgrid management system is 
presented in Figure 6.  
 
 
Figure 6. Summary of the necessary functions of microgrid management 
system. 
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LV microgrid operation strategies such as 
– Normal operation (utility grid connected) 
– Transition to island operation 
– Island operation 
– Blackstart 
– Fault management and  
– Synchronized re-connection 
will be integrated into the microgrid management system (Figure 6). 
The technical parameters of DG units, load groups and energy storages are stored 
into the database of MMS. MMS gives setpoint values for active power control 
capable DER units based on the stored information and present operation strategy. 
The transition of LV microgrid to island operation is based either on the 
protection settings and measurements of the microgrid interconnection switch or 
on the information received from the DMS (Figure 5). At the moment of 
transition to island operation it is necessary to have knowledge about status, 
present production and consumption levels of DG units and loads. Re-
synchronization after island operation is based on the measurements from both 
sides of the microgrid interconnection switch (Figure 5). 
Operation of a microgrid with more than two DER units requires also an energy 
management system (EMS) which could be integrated into the microgrid 
management system. The energy management system receives the forecasted 
values of load, generation and market information. Based on these forecasts 
appropriate control signals are sent to the utility grid, dispatchable DER units and 
controllable loads. The microgrid management system optimizes the power 
exchanged from microgrid with the utility grid by maximizing the local 
production depending on the market prices and security constraints (Katiraei et al. 
2008). Optimal production scheduling in microgrid may be based on economic, 
technical, or environmental aspects as described by Schwaegerl et al. (2009) in 
Figure 7. Microgrid management system also determines the limits in which the 
successful transition to island operation is possible, in other words, the amount of 
active and reactive power that can be transferred between utility grid and 
microgrid. 
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Figure 7. Microgrid operation strategies. (Schwaegerl et al. 2009) 
In Figure 8 a summary about different possible functions and information flows 
between microgrid management system, DER units, customers, DMS and 
electricity markets are presented. 
Figure 8. Summary about different possible functions of MMS and 
information flows between MMS, DER units (including customers 
with AMM), DMS and electricity markets. 
An example from the implementation of a MMS in a test facility has been 
presented in (Borghetti et al. 2007). In case there will be several LV microgrids 
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connected in future to distribution networks Schwaegerl et al. (2009) suggested 
centralized hierarchical control system for these multi-microgrids (MMGs) which 
is presented in Figure 9. Control level 2, central autonomous microgrid controller 
(CAMC) in Figure 9, can be viewed as comparable with the microgrid 
management system of MV feeder presented in Figure 1 (page 2). 
On the contrary Issicaba, Gil & Pecas Lopes (2010) have proposed a distributed 
control architecture for the management of microgrids. In the proposed 
architecture the distribution grid is divided into management and control blocks to 
be able to achieve more flexible and adaptive agent-based smart grid control 
concept. Issicaba, Gil & Pecas Lopes (2010) also stated that standards like IEC 
61850 (IEC 61850 standard 2003) and IEC 61499 (IEC 61499 standard 2005) can 
introduce a backbone for actual implementation of this kind of agent-based 
solutions in future smart grids. 
 
 
Figure 9. Control scheme of a multi-microgrid system. (Schwaegerl et al. 
2009) 
2.3.3 Fast real-time communication for operation and management of LV 
 microgrids 
Fast real-time communication will be needed between different LV microgrid 
components. This communication should be based on the same common standard. 
Van Overbeeke & Cobben (2010) stated that both suppliers of DER unit 
converters and management systems as well as DSOs require standardization of 
interfaces, communication protocols and converters. 
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Regarding the communication performance requirements for microgrids it was 
concluded in (Strauss 2009) that for microgrids and future smart grids 
communication performance requirements are quite demanding and in some cases 
the communication time between sending the control command and executing it 
is critical. In addition, the exact time synchronization of all DER units and 
protection devices is crucial to the operation of the microgrids. Therefore a time 
synchronization mechanism must also exist. (Strauss 2009) 
2.3.4 Role of electric vehicles in microgrids 
The fulfillment of promises about the environmental friendliness and energy 
efficiency of electrical vehicles, EVs, would be unquestionable if the primary 
energy source used in the charging is renewable, low emission and preferably 
local. From DSO's point of view plug-in EVs will have an effect on the voltage 
profile, losses and power quality i.e. current and voltage THD of the distribution 
network (Deilami et al. 2010), (Moses et al. 2010). It is possible that due to 
connection of large amount of EVs either investments in network capacities are 
necessary or active voltage control methods of distribution networks needs to be 
developed. If grid connected EVs are managed as controllable loads in future, 
restrictions in the charging may be included as part of the flexible distribution 
network voltage control. 
On the other hand, active utilization of microgrids as part of smart grid 
management could introduce much more flexibility into the voltage control of 
future distribution networks. This increased flexibility could also be utilized so 
that it allows more flexible charging of EVs without too many restrictions. In 
other words this means that when voltage control principles for smart grids are 
being developed, the active management of microgrids and charging of EVs 
should be integrated as a part of the control principles. 
Similarly to DER units, the standardization of the charging converters of EVs will 
be essential. The main reasons for this are that they must fulfill strict THD 
requirements, be equipped with fast communication capabilities and be capable of 
being controlled by MMS or DMS. From microgrid management system's point 
of view it is important to define the connection type (single- or three-phase), 
location, charging current, state-of-charging and capacity of EV, to be able to take 
it into account in voltage level and unbalance management during normal and 
island operation of LV microgrid. During island operation of LV microgrid it may 
be more reasonable to handle EVs by default as controllable loads instead of 
potential production units. This makes the total microgrid management little less 
complicated, e.g. from the point of view of the LV feeder protection settings. 
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However, in LV customer microgrids (Figure 1 on page 2) EV could act as 
energy storage based master unit during island operation. 
2.4 Regulatory challenges and barriers 
The regulatory challenges and barriers for microgrids exist because current 
regulation models have been created without taking the possibility of island 
operation into account. Traditional interconnection rules require DER units to 
disconnect during the occurrence of any disturbance, while the main idea of 
microgrid is that it will be able to island and ride through utility grid disturbances. 
The anti-islanding rules of existing European grid codes demand immediate 
disconnection of DER units to prevent potential safety threats to other network 
users and utility field crews, as well as to avoid operation and protection 
complexities. However, at the same time they allow intentional islanding of loads 
such as industrial plants, hospitals etc. Electricity utilities and distribution 
companies are natural monopolies and a common hypothesis is that utilities raise 
barriers to interconnection of distributed generation and also discourage energy 
efficiency investments due to risk of lost revenues and profits. In general, market 
mechanisms are still not mature enough to accommodate the participation of 
microgrid entities. (Marnay et al. 2008; Venkataramanan & Marnay 2008) 
Possible future barriers for generalization of microgrid were found by Schwaegerl 
et al. (2009) to be: 
– Deep connection charge applied to DER units 
– Forbiddance of local energy trading 
– Low electricity prices and time-invariant tariff 
– Negligence of locational, environmental, and efficiency value of small DER 
units and  
– Lack of information transparency concerning real-time network conditions. 
2.4.1 Need for new market structures 
Schwaegerl et al. (2009) have seen the microgrid concept as a key driver for 
realizing profitable operation of DG due to its capability of providing local 
identification and pricing of DG created values. Two potential sectors, retail and 
service markets, can be discussed in relation to the microgrid concept 
(Schwaegerl et al. 2009). 
The capability of having local retail market directly between DER units and end 
consumers is often presented as key part of microgrid concept which makes it 
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different when compared to other aggregator models such as virtual power plant 
(VPP) as shown in Figure 10. In microgrid concept technical aspects of the 
distribution can be considered in parallel with commercial aspects. The main 
challenge of location specific market may be the acceptance of it, because it goes 
against the common principle that energy produced from any generator in the grid 
should be available to any customer at any location of the grid. But local market 
is not necessarily a mandatory feature of microgrids, because technically a grid 
connected microgrid may be operated without problems even if local market is 
strictly banned. (Schwaegerl et al. 2009) 
However, in the future market models for smart grids with island operation 
capability the value of improved energy efficiency and reliability should be 
identified with a price signal, e.g. the part of load supplied from local DG should 
benefit from it when compared to the part of the load supplied from utility grid 
source. One possibility could be for example location specific distribution-use-of-
system (DUoS) charge. 
 
 
Figure 10. Illustration of differences between VPP and microgrid concept with 
local retail market. (Schwaegerl et al. 2009) 
There is also a second possibility of local market formulation between local DER 
units and LV distribution network i.e. local service market. As stated by 
Schwaegerl et al. (2009) this kind of local service market is essential for 
recognition of technical contribution of DER units to the LV microgrid in which 
they are connected. In Figure 11 the potential formulation of technical service 
markets introduced by Schwaegerl et al. (2009) is illustrated for DER units 
located at different voltage levels. It was also stated by Schwaegerl et al. (2009) 
that the most convenient approach will limit the contribution of the DER unit to 
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the voltage level to which it is connected. However, it could also be possible to 
allow an aggregated group of small DER units of corresponding microgrid to take 
part in the service market of a higher voltage level, as shown in Figure 11 with 
dotted lines. Schwaegerl et al. (2009) defined that in general five main types of 
technical services can be potentially traded between DSO and DER units in 
microgrid: 
1. Frequency support (load following) service via control of active power 
2. Voltage support service via control of reactive power 
3. Peak loading and power loss compensation service 
4. Islanding and blackstart support service and  
5. Balancing power supply service. 
 
 
Figure 11. Provision of technical services in present and future smart grids. 
(Schwaegerl et al. 2009) 
It is worth mentioning, that all types of DER units are not capable of providing all 
service types listed above. For example, PV and wind turbines are not capable of 
controlling their active power output. Only power curtailment i.e. active power 
reduction is possible due to limited availability of primary energy source. 
Therefore these DER units are not capable of providing any frequency, islanding, 
or balancing support services. (Schwaegerl et al. 2009) 
Future regulation, grid codes and market structure should be based on hierarchical 
architecture so that the real benefit of electricity production by DG units near the 
consumption and the use of DER in active management of distribution networks 
(i.e. energy efficiency aspect and matching principle) would be realized to 
different parties fairly. 
 Acta Wasaensia     33 
  
Schwaegerl et al. (2009) have also suggested a possible roadmap for microgrid 
development in Europe. This roadmap was based on the idea that the present 
barriers such as, cost, policy, and technology are subjected to considerable 
uncertainties in the future. It means that in the end they can possibly turn into key 
enablers, which could then lead to widespread adoption of microgrids across 
Europe. (Schwaegerl et al. 2009) 
2.5 Smart grid standards 
Several standardization efforts for smart grids in US and Europe are currently in 
progress, because standardization is seen as a key issue for a proper technical 
interoperability. Roadmaps about standardization of smart grids have been listed 
by Uslar et al. (2010). 
For example in US available DER and smart grid related IEEE standards include 
IEEE 1547 series of interconnection standards and IEEE P2030 series of smart 
grid interoperability standards. IEEE Standard 1547 defines mainly the electrical 
issues related to the interconnection of DER units while IEEE P2030 concentrates 
on the communication and control issues. In the following communication related 
smart grid standardization is briefly viewed in Section 2.5.1 and DER 
interconnection related in Section 2.5.2. Power quality standards are discussed 
later in Section 5.1.1. 
2.5.1 Communication 
The most important aspect is that a totally new kind of ICT infrastructure is 
required for smart grids (Uslar et al. 2010). For example over 100 IEC Standards 
have been identified as relevant to the smart grids. Below is a list of the core IEC 
standards for smart grids defined by IEC (2011): 
 
– IEC 62357: Service Oriented Architecture (SAO) 
– IEC 61970: Common Information Model (CIM) / Energy Management 
– IEC 61850: Substation Automation 
– IEC 61968: Common Information Model (CIM) / Distribution Management 
– IEC 62351: Security  
– IEC 62056: Data exchange for meter reading, tariff and load control 
– IEC 61508: Functional safety of electrical/electronic/programmable electronic 
safety-related systems 
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Standard IEEE P2030 – Draft Guide for Smart Grid Interoperability of Energy 
Technology and Information Technology Operation with the Electric Power 
System (EPS), and End-Use Applications and Loads consists from the following 
parts (IEEE SCC21 2011a): 
– IEEE P2030.1: Draft Guide for Electric-Sourced Transportation 
Infrastructure 
– IEEE P2030.2: Draft Guide for Energy Storage Systems Interoperability with 
Electric Power Infrastructure 
– IEEE P2030.3: Draft Standard for Tests Procedures for Electric Energy 
Storage Equipment and Systems for Electric Power Systems Applications 
The most promising standard for DER, microgrid and smart grid communications 
is IEC 61850. IEC 61850 is a part of the IEC Technical Committee 57 (TC57) 
reference architecture for electric power systems and originally a standard for the 
design of electrical substation automation (IEC 61850 standard 2003). The 
abstract data models defined in IEC 61850 can be mapped to a number of 
different protocols. Current protocol mappings in the IEC 61850 are for example 
for manufacturing message specification and Generic Object Oriented Substation 
Event (GOOSE). These protocols can run over TCP/IP (Transmission Control 
Protocol / Internet Protocol) -networks and/or substation local area networks 
using high-speed switched Ethernet to obtain the necessary response times of < 3 
ms for protective relaying. (Strauss 2009) 
Oyarzabal et al. (2009) have stated that communication architectures in future 
microgrids and smart grids should take advantage of all technologies available, 
like radio, Ethernet, power line carrier and services like GSM, GPRS or ISDN. 
This means that it will be necessary to develop new mappings of IEC 61850 to be 
able to make use of existing infrastructure other than Ethernet. (Oyarzabal et al. 
2009) 
IEC 61850 specifies for example: i) data models for DER devices and substations, 
ii) services for accessing the functions provided by the devices and iii) specific 
low level communications mapping (Oyarzabal et al. 2009). The range of devices 
which can be controlled includes gas turbines, diesel generators, converters, 
meters, load banks, switches, batteries etc. (Oyarzabal et al. 2009). More exactly 
IEC 61850-7-420 is the part of IEC 61850 which covers communications with 
DG units and also microgrids to some extent (Ringelstein & Nestle 2009). 
However, from the perspective of microgrids some technologies are still missing 
in IEC 61850-7-420 (Oyarzabal et al. 2009). Wind power has a separate standard 
named IEC 61400-25. Utilization of IEC 61850 based communication has also 
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been suggested to Loss-of-Mains (LoM) protection of DG units by Rintamäki & 
Kauhaniemi (2009). 
Usage of IEC 61850 has many advantages (Oudalov et al. 2009): 
– Can be applied to every type of electrical installation, 
– Guarantees interoperability between devices from different manufacturers, 
– Standardizes data models and protocol, 
– Provides scalability to the microgrids and 
– Provides higher performance than other protocols 
– GOOSE service of IEC 61850 makes the direct information exchange 
between intelligent electronic devices (IEDs) possible, accepting any type 
of data and transmitting the data in less than 3 ms. 
One of the main concerns at the time of considering IEC 61850 as a solution may 
be the cost of switches used for data transfer which were not necessary before. 
Switches allow organizing the data traffic within the network, taking into 
consideration several parameters like the priority of a message, or managing 
VLANs not to mix different traffics. Switches are necessary, but it is possible to 
have cheaper architectures by means of the integration of these switches within 
IEDs. (Oudalov et al. 2009) 
Strauss (2009) stated that the combination of IEEE 1547-2003 standard with the 
IEC 61850-7-420 could be the basis for standardization of the non standardized 
concepts, such as energy management systems, demand management systems, 
demand side management, generation control, demand control, ancillary services, 
interfacing structure for smart and multi-metering, market price signals, multi 
agent systems, blackstart and voltage control. 
In general, IEC 61850 seems to be the most sensible and economical option to 
meet the communication needs of future microgrids and smart grids. Also for 
example Ruiz-Alvarez et al. (2010) and Roman-Barri et al. (2010) have chosen to 
use IEC 61850 in microgrid test bed. 
2.5.2 DER interconnection 
Many national interconnection guidelines or grid codes for DG units are available 
today. In Europe CENELEC Standard EN 50438 Requirements for the connection 
of micro-generators in parallel with public low-voltage distribution networks 
defines protection principles for micro-generators. EN 50438 defines specific 
limits for each European country but also some common values are presented. 
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However, none of the European guidelines take into account microgrid or 
intentional island operation. (Oudalov et al. 2009) 
Standard EN 50438 is meant for production units rated up to 16 A per phase i.e. 
up to 11 kVA for three-phase and 3.7 kVA in single phase. CENELEC, through 
its technical committee TC8X (CLC/TC8X), is also preparing a technical 
specification called Requirements for the connection of generators above 16A per 
phase to the low voltage distribution system or to the medium voltage 
distribution. This standard aims at harmonizing at European level the technical 
requirements for the connection of distributed energy resource (DER) to the LV 
and MV networks. DER-Lab which is an EU funded project formed by 11 
Laboratories across Europe provides recommendations for CLC/TC8X on how to 
set harmonized European requirements for the connection of generators to LV 
and MV distribution system (see Strauss 2009). (Consortium 2009) 
US interconnection standard IEEE 1547-2003 IEEE Standard for Interconnecting 
Distributed Resources with Electric Power Systems includes at the moment the 
following parts (IEEE SCC21 2011b): 
– 1547.1-2005: Application Guide for IEEE Standard 1547, Interconnecting 
Distributed Resources with Electric Power Systems 
– 1547.2-2008: Application Guide for IEEE 1547 Standard for Interconnection 
of DR with EPS 
– 1547.3-2007: Guide For Monitoring, Information Exchange, and Control of 
Distributed Resources Interconnected With Electric Power Systems 
Standard IEEE 1547-2003 sets limitations and regulations for DG, disconnection 
times, synchronization rules, harmonics, DC injection, grounding and other 
protection aspects. However, the standard does not take into account intentional 
island operation. Guide for island operation, i.e. IEEE P1547.4 Draft Guide for 
Design, Operation, and Integration of Distributed Resource Island Systems with 
Electric Power Systems, is still under development. Also under development is a 
draft standard IEEE P1547.8 Recommended Practice for Establishing Methods 
and Procedures that Provide Supplemental Support for Implementation Strategies 
for Expanded Use of IEEE Standard 1547 which tries to establish a common 
technical platform to address functionality for the interconnection of distributed 
resources across the power grid. In USA UL 1741 standard, Inverters, 
Converters, and Controllers for Use in Independent Power Systems, for DER 
units etc. has been harmonized with IEEE 1547. 
In Section 6.3.1 fault behavior standardization and requirements of converter 
based DER units in LV microgrids will be discussed in more details after the 
proposed new LV microgrid protection system has been presented. 
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3 SIMULATION MODELS FOR LV MICROGRID 
 STUDIES 
In this thesis a number of suitable PSCAD simulation models for LV microgrid 
(Figure 12) compatible DER units have been developed based partly on previous 
studies by Laaksonen, Saari & Komulainen (2005), (2006a), (2006b) and 
Laaksonen & Kauhaniemi (2007a), (2007b). The target has been to develop 
models which are suitable for the study of stability, power quality and protection 
requirements of LV microgrids as precisely as possible. Simulation models for the 
DER units were developed in Publications I, II, III and IV to be able to study LV 
microgrid transition to island operation and power quality issues. These models 
were also used in simulation studies considering protection system development 
for LV microgrids in Publications V, VI, VII, VIII and IX. In this chapter, the 
developed PSCAD models will be presented. 
 
 
Figure 12. Example of LV microgrid with different kinds of DER units. 
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Stable operation of the converter based DER units in simulations after transition 
to island operation as well as during and after disturbances required examination 
and modifications to be made into the control system and configuration of the 
DER unit models. Therefore, issues like synchronization method, current sensor 
location, negative sequence compensation, filter type, switching frequency, 
modulation method, has been investigated. Component costs minimization and 
specification of optimal control principles for these DER units has not been the 
target in this thesis. 
In all Publications I–IX the studied LV microgrid has been mainly urban 
microgrid (see Figure 12). This is due to the fact that the fault level and R/X-ratio 
(ratio of resistance to reactance in the supply) of the feeding utility grid at the 20 
kV level has been 200 MVA and 0.1 respectively. This represents a strong 
connection to HV level during normal operation. Also the line parameters in most 
simulations with R/X-ratio 2.01 (AXMK 4x185S underground cable) represent 
strong urban LV network. However, studies have also been done with weaker LV 
network parameters e.g. AXMK 4x50S underground cable with R/X-ratio 7.28 or 
AMKA 3x35+50 overhead line with R/X-ratio 8.35. In simulation studies of 
Publication VI–IX also the service connections (MCMK 3x10+10 underground 
cable with R/X-ratio 20.80) of customer loads and smaller DER units has been 
included in the simulation models. In all Publications I–IX the LV feeders (Figure 
12) have been operated in radial configuration, except in Publication IX in which 
the operation LV microgrid protection during normal operation was studied with 
ring connected LV feeders. The load of the LV microgrid has been modeled in 
Publications I–IX to be: 
1. Mainly passive in all simulations 
– Balanced 3-phase and 
– Unbalanced 1-phase 
2. Partly induction motor based in some simulations and also 
3. Partly non-linear thyristor rectifier based in few simulations. 
More details about the studied network and load configurations can be found from 
Publications I–IX. 
3.1 Central energy storage based master unit 
As mentioned and discussed previously in Section 2.4.1, in this thesis it has been 
chosen to examine LV microgrid concept with one central energy storage based 
master unit. The role of this grid-forming central energy storage and the location 
of it is very important from the point of view of LV microgrid management and 
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protection if LV network island operation is planned to be natural part of future 
smart grids. 
3.1.1 Development of central energy storage model 
During islanding the central battery based energy storage unit (Figure 12) will act 
as the grid-forming master unit and it has the main responsibility to control the 
voltage and maintain frequency (Uf-control) in LV microgrid. The development 
of suitable converter based central energy storage model for LV microgrid was 
done in Publication I. In Publication I the effects of different technical issues 
related to the control and configuration of the energy storage unit converter were 
examined as part of power quality and stability studies after intentional transition 
to island operation with different DG unit configurations and line impedances. 
These issues included for example: 
– Converter modulation methods (sine-triangle of space-vector PWM), 
– Switching frequencies and 
– Filter types (L- or LCL) and sizes. 
It was shown in Publication I that, if voltage total harmonic distortion increases 
too high during island operation, the frequency stability of LV microgrid might be 
lost due to possible unstable operation of synchronization with PLL component 
and PI-controllers on converter based DER units. However, most of the problems 
related to high voltage total harmonic distortion could be avoided on converter 
based DER units by using appropriate switching frequency, and LCL-filters 
instead of L-filters. 
3.1.2 Central energy storage with negative sequence filtering 
The simulation model of the master unit used in Publications II–IX is based on 
studies done in Publications I, II and IV (Figure 13). The converter is modeled as 
three-phase, three-leg, space-vector modulated unit with LCL-filters. Switching 
frequency was chosen to be 8 kHz to achieve lower harmonic distortion during 
island operation. The used DC-link voltage of the converter was 0.65 kV in 
Publication I and 0.7 kV in Publications II–IX. The battery storage and bi-
directional DC/DC-buck-boost converter models which were created previously 
in a joint project between University of Vaasa and VTT were connected to the 
DC-link of the master unit (Figure 13). More detailed description of bi-directional 
DC/DC-buck-boost converter model can be found in Publication II. The same 
DC/DC converter model has been used in the DER unit models presented in 
following Sections 3.2 and 3.3 which has also been utilized in studies of 
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Publications I–IX. The control of this DC/DC converter could have been further 
developed in terms of stability and losses, but this kind of optimization work was 
found to be out of scope of this thesis. In most of the simulations of Publications 
II–IX the master unit converter model included delta-wye grounded transformer 
enabling neutral connection (Figure 13). Direct earthing of the microgrid side of 
the transformer ensures path for neutral current and high earth fault currents and 
provides galvanic isolation. 
 
 
Figure 13. PSCAD model of the master unit used in Publications II–IX. 
The developed control principles for the central energy storage based master unit 
during normal and island operation are presented in Figure 14. During normal 
operation the master unit control in Figure 14 a) ensures successful transition to 
island operation with zero active and reactive power flow from LV microgrid to 
MV network in Point-of-Common-Coupling (PCC) of LV microgrid , i.e. PPCC = 
0 and QPCC = 0. However, also other kinds of control principles during normal 
operation are possible. 
The master unit control shown Figure 14 is based on PI-controllers which are 
usually used in control of three-phase converter based DER units (PERES course 
2009). Specification of optimal control principles for the DER unit converters, 
e.g. from the point of view of practical implementation was out of scope of this 
thesis. However, it can be mentioned that it could have been possible to use, 
instead of linear PI-controller in dq-frame, linear Proportional-Resonant (PR) -
controller in !"-frame and obtain almost same kind of performance in terms of 
power quality during steady state operation (Timbus et al. 2006a). As stated in 
(Teodorescu et al. 2006) synchronous dq-frame PI-control in three-phase systems 
usually requires multiple frame transformations and lot of computational effort. 
The PR-controller can achieve the same performance as a synchronous PI-
controller with less computational burden (Teodorescu et al. 2006). Another 
advantage of the PR-controller is the possibility of implementing selective 
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harmonic compensation without requiring excessive computational resources 
when compared to PI-controller based harmonic compensation (Teodorescu et al. 
2006). Also non-linear hysteresis or dead beat controllers could have been used 
(Timbus et al. 2006a). Non-linear dead beat controller was found by Timbus et al. 
(2006a) to have the best behavior during grid faults when different DG unit 
converter control methods were compared. 
 
 
Figure 14. Control of master unit DC/AC-converter in a) normal utility grid 
connected operation and b) island operation. 
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Typically PI-controller parameters are tuned according to some rules in order to 
get the desired response and normally the tuning of the controller is dependent 
e.g. from the type of DER unit which is planned to be controlled (Timbus et al. 
2006a). However, the PI-controller parameters presented in Figure 14 and in 
Publications I–IX have been chosen through multiple test simulations with 
different LV microgrid configurations including many DER units simultaneously 
to obtain the desired response in rapid changes both in normal and in island 
operation. 
One important factor related to the stability of the master unit control is the 
current control stability, which is related to the point where the current (Imeas) is 
measured. In the converter simulation models used in this thesis, the current Imeas 
is sensed after the converter side inductance of the LCL-filter (Figure 13), 
because generally the current sensing from the grid side improves the stability 
margin of the system, but on the other hand the use of a LCL-filter makes the 
current control to be unstable if proper damping is not used (Liserre, Blaabjerg & 
Teodorescu 2005). LCL-filter parameter design can be made on a different basis 
and some principles has been presented, e.g. by Abdul-Magueed Hassan (2007) 
and Teodorescu & Blaabjerg (2004). Abdul-Magueed Hassan (2007) dimensioned 
the filter inductances so that the voltage drop across the inductances was limited 
to 10 % during normal operation and L2 is 0.4·L1. One important issue related to 
LCL-filter design is also the resonant frequencies which should always be 
considered when LCL-filter parameters are chosen. Abdul-Magueed Hassan 
(2007) suggested that the resonance frequency should be in the range between ten 
times the fundamental frequency and one half the switching frequency. 
Capacitance for a star-connected capacitor of LCL-filter can be calculated from 
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In fact, the LCL-filter has three resonance frequencies, but the parallel resonance 
frequency of Equation (2) has the biggest influence (Peltoniemi 2010). In 
Publication II, LCL-filter parameters have been chosen so that L2 is 0.5·L1, 
because in this way converter was found to produce lower current and voltage 
harmonics in the simulations. 
It is essential for the stability of the whole LV microgrid that during disturbances 
the control system of the master unit converter remains stable. However, PI-
controller parameters in the PU-control of master unit converter needed some 
modifications to ensure stability when microgrid dynamics was changed, e.g. due 
to addition of a directly connected synchronous generator into the LV microgrid 
instead of converter based DER unit. Filter and control parameters used in the 
simulations can be found from Publications I–IX. 
In Publication II the stability of LV microgrid just after transition to island 
operation due to a fault in the utility grid was simulated with different 
configurations. The fault-ride-through improvement of the converter based DER 
units by different synchronization method modifications was needed to ensure 
stability of the LV microgrid after transition to island operation. In these models 
the PLL component was used for synchronization of the DER units. In 
Publications II–IX the PLL component was used with positive sequence detector, 
as described by Lee, Kang & Sul (1999), to improve fault-ride-through capability 
of the converter based DER units especially during unbalanced faults. The 
implementation of negative sequence filtering, i.e. positive sequence detector 
(Figure 14a)) in PSCAD is shown in Figure 15. 
 
 
Figure 15. Implementation of positive sequence detector (negative sequence 
filtering) in PSCAD with the PLL component of the PSCAD master 
library. 
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Utilization of negative sequence filtering also for the current reference Iref in 
converter control system (Figure 14) reduced the current total harmonic distortion 
of the corresponding DER unit during normal operation and unbalanced faults in 
simulations done for Publication IV. Also during island operation of LV 
microgrid, especially when LV microgrid load was not balanced between all three 
phases, the total harmonic distortion of voltage and current were found to be 
lower. Therefore, negative sequence filtering from the current reference has been 
used in simulation studies of Publications VI–IX. However, the negative sequence 
filtering from current reference Iref does not remove the ripple from DC-link 
voltage during unbalanced fault. 
In simulations it was found that when the master unit active power output was 
less than 5 % from the total load, it could not keep up the frequency stability in 
island operated LV microgrid. Therefore, with the used master unit control 
principles the master unit active power should preferably be in a steady state, e.g. 
more than 15 % from the total load. In this way the PU-controlled energy storage 
based master unit would still have possibility to reduce active power rapidly due 
to sudden over-voltages without losing the frequency stability. However, other 
voltage control actions are then needed to restore the active power feeding of 
master unit back to over 15 % from the total load. 
The reactive power control of master unit can be viewed so that if there is a 
reactive power unbalance during island operation of LV microgrid and other DG 
units or controllable loads cannot change their reactive power production, then the 
master unit must produce the remaining reactive power needed. When the grid-
forming master unit at the same time produces the frequency reference for 
microgrid then the required phase difference between current and voltage, which 
defines the produced reactive power, will automatically settle to the desired value 
if the reactive power control is by-passed after transition to island operation and 
reactive power reference Ireact is changed to constant value zero (Figure 14). 
Regarding the fault behavior of the master unit during island operation it can be 
stated, that due to the selected control principles the fault current fed to microgrid 
by the master unit depends on the fault type and location, i.e. on the depth of the 
voltage dip caused by a fault in the island operated LV microgrid. 
When DER unit is connected to grid with delta-wye grounded transformer, the 
unbalance of phase voltages as well as the phase currents is unequal at different 
sides of the transformer (Figure 16). Due to unbalanced phase voltages, also 
active and reactive power fed to microgrid by converter connected DER unit will 
oscillate although phase currents fed to the microgrid were balanced on the 
converter side of the DER unit transformer (Figure 16 and 17). Equivalent 
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oscillations can be seen in the DC-link voltages of the DG unit converters (Figure 
17). However, these oscillations could be reduced by different control principles 
which have been presented for example by Rodriguez et al. (2007). 
 
 
Figure 16. Phase voltages and currents at converter side (a, c) and at microgrid 
side (b, d) of delta-wye grounded connection transformer of master 
unit (energy storage based DER unit) during island operation with 
unbalanced load and unbalanced 2-phase earth fault (F2). 
 
Figure 17. Master unit (energy storage based DG unit) DC-link voltage (a) and 
active and reactive power (b) during island operation with 
unbalanced load and unbalanced 2-phase earth fault (F2). 
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3.1.3 Central energy storage with unbalance compensation 
The possibility to use central energy storage unit for voltage unbalance 
compensation during microgrid island operation is presented in the later part of 
this thesis. Microgrid voltage unbalance compensation needed modifications to be 
made to the control system of the master unit (Figure 18 a) presented in Figure 18 
b). The voltage unbalance compensation shown in Figure 18 b) is based on 
presentation of Kim, Park & Hyun (2005). There are also other possible methods 
for voltage unbalance control like for example the one presented by Borup, Enjeti 
& Blaabjerg (2001).  
 
 
Figure 18. a) PSCAD simulation model of the master unit with the 
measurement of microgrid phase voltage and b) modified control of 
master unit converter for voltage unbalance compensation in island 
operation. 
The PSCAD implementation of the negative sequence voltages (Ua_n, Ub_n, Uc_n) 
calculation is based on 
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where j corresponds to the 90 degrees phase shift in the model shown in Figure 
19. 
 
 
Figure 19. Implementation of negative sequence detector in PSCAD. 
3.2 Central energy storage based master unit with 
 power quality compensator 
In Publication III it was presented a concept to improve the quality of power 
within the microgrid and also the quality of currents flowing between the 
microgrid and the utility grid (Figure 20). This concept was partly based on 
earlier preliminary studies done by Laaksonen, Saari & Komulainen (2006b) and 
Alanen et al. (2006) in which the basic idea of the power quality compensator in 
PCC of microgrid was first introduced. The developed concept utilizes the power 
quality compensator with energy storage for the power quality management in 
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microgrid. The power quality compensator (PQC) consists of a shunt and a series 
converter (Figure 20). 
With PQC, most of the power quality problems in distribution systems can be 
solved. The shunt converter is controlled by a PWM current control algorithm, 
while the series converter is controlled by a PWM voltage control algorithm 
similarly as in reference (Hu & Chen 2000). Due to the control scheme used, 
these two parts of PQC have different functions.  
As stated by Hu & Chen (2000) shunt converter can 
– Compensate the microgrid current harmonics, 
– Compensate the reactive power of the microgrid and 
– Regulate the capacitor voltage of the common DC-link. 
Series converter is capable of (Hu & Chen 2000) 
– Mitigating voltage dips and swells,  
– Reducing harmonic voltages and  
– Eliminating grid voltage unbalance. 
 
 
Figure 20. Energy storage (alone or parallel with some DG unit) connected to 
the DC-link of the power quality compensator in the PCC of 
microgrid. 
The operation principles and active/reactive power flows of the PQC with energy 
storage are shown in Figure 21. These selected operation principles were 
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developed in Publication III through multiple simulations. To avoid resonances 
during a normal (Figure 21 a)) and a battery charging (Figure 21 c)) operation 
which were detected in simulations, the coupling transformers of series converter 
were bypassed with bypass-switch (BS). In the normal interconnected operation 
(microgrid connected to utility grid) the shunt converter of the PQC produces 
reactive power needed by microgrid loads and compensates microgrid current 
harmonics with the active filtering feature of the shunt converter. At the same 
time the bi-directional DC/DC buck-boost converter controls the DC-link voltage. 
The active and reactive power flows during normal operation can be seen in 
Figure 21 a). 
 
 
Figure 21. Operation principles and power flows of the PQC with energy 
storage in different cases. 
The active and reactive power flows of the PQC in a voltage dip operation 
(voltage dip in utility grid) are shown in Figure 21 b). During the voltage dip 
operation the series converter of the PQC produces active and reactive power 
needed to compensate microgrid phase voltages. The shunt converter in active 
filtering mode was stopped during the voltage dip or imbalance compensation. 
The reason for this was that compensating currents of the series converter will 
increase the THD in the utility grid no matter how well the active filter 
compensates the microgrid current harmonics. 
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In Figure 21 c) the operation of the PQC with energy storage during the battery 
charging is presented. The battery is charged through the shunt converter and the 
DC/DC buck-boost converter, meanwhile the shunt converter also controls the 
DC-link voltage. 
In the islanded microgrid operation (Figure 21 d)) the microgrid breaker is 
opened. During the islanded microgrid operation the active and reactive power 
needed for rapid the voltage control, are fed from the battery storage through the 
shunt converter of the PQC. During the island operation of LV microgrid the PQC 
with energy storage is operated in single master operation mode, which in this 
case means that the shunt converter with the battery storage will act as the master 
unit and it has the main responsibility to control the voltage and maintain the 
frequency in microgrid (Figure 21 d)). The control system for the shunt converter 
during the islanded microgrid operation is the same as the one presented in Figure 
14 b). 
Especially the control system and filter type of the shunt converter of the PQC 
with energy storage needs to adapt to requirements of each of the different 
possible operation modes. The control system of the shunt converter in the normal 
operation is based on the presentation by Hu & Chen (2000) where hysteresis 
modulation and L-filter (Figure 22 a)) were used for active filtering. According to 
Tarkiainen (2005) this is typical approach for time-domain based active filtering. 
The use of LCL-filter in the time-domain based active filtering method would 
need a more complex control system with high dynamic performance (Tarkiainen 
2005) and as a result L-filter was used in the studies of Publication III. However, 
during the island operation of the microgrid the voltage control with hysteresis 
modulation was difficult to achieve and also harmonics level with L-filter 
increased too high. Therefore, the shunt converter needed to adapt to the island 
operation by changing to SVM modulation and LCL-filter configuration (Figure 
22 b)). The control system of the series converter in the normal operation is also 
based on presentation of Hu & Chen (2000). Active filtering typically needs a 
higher DC-link voltage when compared to line converters (Tarkiainen 2005). 
However, in real LV microgrid the DC-link voltage of PQC should probably be 
lower than the one used in Publication III. Some examples from the dimensioning 
of the PQC components can be found for instance from reference (Ng, Wong & 
Han 2004) without DER unit in DC-link and from reference (Han et al. 2006) 
with DG unit in DC-link of the PQC. Also in reference (Chen, Chen & Smedley 
2004) dimensioning principle for DC-link capacitor size of PQC unit has been 
presented when there is no DER unit connected to the DC-link. 
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Figure 22. Filter configuration of the PQC shunt converter in the a) normal and 
b) island operation. 
The main principles of the control algorithms for PQC shunt and series converters 
are presented in the following. More details about the control systems and used 
parameters can be found from Publication III and reference (Laaksonen, Saari & 
Komulainen 2006b). The control system of the shunt converter is shown in Figure 
23 where measured microgrid currents are transformed from abc-frame to dq-
frame. The dq-control structure as the one in Figure 23 uses the abc/dq-
transformation module to transform the control variables from their natural abc-
frame to a frame which synchronously rotates with the frequency of the microgrid 
voltage. As a consequence, the control variables will become dc-signals. The 
PSCAD implementation of the PQC shunt converter control system is presented 
in Figure 24. 
 
 
Figure 23. Control system of the PQC shunt converter (see also Figure 20). (Hu 
& Chen 2000) 
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Figure 24. Implementation of the control system of the PQC shunt converter in 
PSCAD. 
In hysteresis current control (Figure 23 and 24) the current of the shunt converter 
follows constantly the reference values so that, while error-signals are between 
hysteresis limits no switching commands for converter switches will be given. 
Hysteresis current control has quite rapid response and it is easy to implement, 
but on the other hand the switching frequency is not constant and it is mainly 
dependent on the width of the hysteresis (Figure 24). Due to variable switching 
frequency hysteresis current controlled converter may feed large amount of higher 
order harmonics and interharmonics to the grid, which can be difficult to filter out 
with traditional filters (Figure 22) and there is also a risk that some of the higher 
order harmonics may resonate, e.g. with grid impedances in island operation. 
In some simulation studies with PQC based master unit in PCC of LV microgrid, 
the 3rd harmonic found in microgrid currents was not filtered from utility grid 
currents with the active filter function of shunt converter based on control system 
shown in Figure 23 and 24. Changes in the high-pass-filter (HPF) of the shunt 
converter control system (Figure 24) removed this problem, but on the other hand 
they made the operation during battery charging (see Figure 21 c)) worse and 
therefore some further development with the control system of shunt converter 
could still be done. 
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The series converter is connected to the network through a coupling transformer 
(see Figure 20). The control system of the series converter is presented in Figure 
25. The PSCAD implementation of the PQC series converter control system is 
shown in Figure 26. 
 
 
Figure 25.  Control system of the PQC series converter (see also Figure 20). (Hu 
& Chen 2000) 
In general, it was found that the control performance and choice of parameter 
values of the PQC shunt and series converters could be further improved. For 
example the control of series converter could be done with hysteresis control as 
stated by Khadkikar et al. (2005), but this would also require changes for example 
to the filter parameters of the series converter. 
 
 
Figure 26. Implementation of the control system of the PQC series converter in 
PSCAD. 
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3.3 Simulation models for other DER units 
In Figure 27 it is presented the PSCAD simulation model of directly connected 
SG based DG unit was also based on DG unit model developed previously in a 
joint project between University of Vaasa and VTT. However, many parts of the 
previously created model, e.g. reactive power control and speed control (Figure 
27), have been modified to meet the needs of LV microgrid island operation. 
Details about the control and other parameters can be found for example in 
Publication VII. 
 
 
Figure 27. PSCAD simulation model for100 kVA directly connected 
synchronous generator (SG) based DG unit. 
The main purpose of the SG based DG unit model (Figure 27) was to compare the 
effect of it with the cases where only converter based DER units were connected 
to LV microgrid. It changed the dynamic behavior of island operated LV 
microgrid during steady state operation and after sudden changes. The SG based 
DG unit was used with constant speed and reactive power control and the aim was 
that it did not actively participate, e.g. on LV microgrid voltage control. It was 
decided in this thesis not to use the multi-mass interface of PSCAD with SG 
based DG unit (Figure 27). However, simulations were also done with multi-mass 
interface. But, during island operation significant difference in fault current 
feeding or in stability of SG after fault was not detected when simulation results 
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were compared. Only oscillations during island operation in the rotating speed of 
SG, microgrid frequency and active and reactive powers of SG were found to be 
higher. On the other hand, as a result of this over optimistic results from the 
stability of SG based DG unit will not be given. 
In Figure 28 there is shown the PSCAD simulation model of the PMSG with 
frequency converter and supercapacitor based DG unit that has been used in 
Publication VII. Supercapacitor has been added to the DC-link to provide FRT 
ability for the DG unit. 
 
 
 
Figure 28. PSCAD simulation model of the PMSG with frequency converter 
and supercapacitor based DG unit. 
During faults in island operation (Figure 28) the supercapacitor limits voltage rise 
in the DC-link by absorbing energy from the DC-link. The simulation results in 
Publication VII showed how the control of the voltage rise in the DC-link of the 
converter reduced the fault current fed by the corresponding DG unit. More 
details about the control parameters etc. can be found from Publication VII. 
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In the control system of frequency converter, PLL from the PSCAD master 
library has been used together with negative sequence filtering to enable the FRT 
ability (Figure 29).  
 
 
Figure 29. PSCAD simulation model of the the control system of the PMSG 
with frequency converter and supercapacitor based DG unit. 
 Acta Wasaensia     57 
  
Instead of DC/AC- grid side converter (Figure 29) the DC/DC-converter which 
connects the energy storage into the DC-link could also be in charge of 
controlling the DC-link voltage continuously during faults. In that case the active 
and reactive power control of grid side converter would become more flexible 
both during normal and fault states if battery based energy storage is also used 
instead of supercapacitor. 
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4 TECHNICAL SOLUTIONS – SUCCESSFUL 
 TRANSITION TO ISLAND OPERATION 
In this chapter the issues related to a successful transition of LV microgrid to 
island operation, i.e. islanding, are reviewed. This review is mainly based on the 
contents and the results of Publications I and II where more details can be found. 
Transition to island operation may take place either intentionally or 
unintentionally. Unintentional islanding usually refers to transition to island 
operation due to a fault in the utility grid. Intentional islanding usually occurs 
after a power balance inside LV microgrid has been reached. It means that active 
and reactive power flow between LV microgrid and the utility grid is controlled 
to be zero before the transition. Intentional islanding in power unbalance is not 
sensible, but to some extent it is comparable to unintentional islanding after 
voltage dip in the utility grid. Microgrid management system (MMS) monitors 
continuously the transition possibility. Transition is possible if the power 
unbalance inside LV microgrid after possible islanding will not be larger than the 
available control capacity. This control capacity consists of the central energy 
storage with rapid response and amount and state of controllable loads. Also the 
disconnection of these controllable loads must be very rapid. Fast response can be 
achieved by high-speed communication signal from MMS rapidly after transition 
to island operation. Speed, robustness, accuracy and adaptability of other DER 
unit controls will also have significant effect on the stability of LV microgrid 
after transition. On the other hand, if the transition to island operation takes place 
unintentionally the operation speed of the microgrid interconnection switch or 
breaker will also have significant influence on stability of islanded microgrid. 
The control of active and reactive power in the PCC of LV microgrid before 
intentional islanding can be based on different principles. The successful 
transition to island operation can be ensured by keeping constantly power balance 
inside LV microgrid during normal operation. This means that the active and 
reactive or only reactive power flows between LV microgrid and utility grid must 
be controlled to be zero. On the other hand, in the future, LV microgrid could take 
part on the voltage control of smart grids through technical service markets. In 
such case the active and reactive power in the PCC of microgrid will not be 
constantly zero. Therefore successful transition to island operation will require 
very fast and robust control from all DER units in LV microgrid. MMS will 
determine the limits for allowable active and reactive power flow between LV 
microgrid and utility grid based on technical boundaries such as voltage levels, 
state of central energy storage, other DER units and controllable loads etc., so that 
successful transition to island operation could be possible. 
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4.1 Frequency control principles in LV microgrid after 
 islanding 
Active and reactive power flow into the line at point A (Figure 30) can be 
described with the following equations 
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where R is line resistance, X is line reactance, ! is load angle, U1 is voltage at the 
beginning of the line and U2 is voltage at the end of the line. (Nagrath & Kothari 
1994: 148–152; De Brabandere et al. 2004a) 
 
 
Figure 30. a) Power flow through a line, b) phasor diagram (De Brabandere et 
al. 2004a) 
LV microgrids will be based on mainly resistive (R>>X) LV distribution network 
lines. Therefore, Equations (4) and (5) can be reduced in LV network to 
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by neglecting reactance X and assuming that the load angle ! is small, then 
sin(!)=! and cos(!)=1. (De Brabandere et al. 2004b) 
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From Equations (6) and (7) it can be seen that with mainly resistive lines the 
active power P depends mainly on voltage difference U1"U2. At the same time 
the load angle ! and thus also the frequency f depends mainly on reactive power 
Q. Therefore, the traditional frequency droop control through active power and 
voltage droop control through reactive power will not function very well on LV 
network based microgrid. For that reason it can be stated that the voltage control 
in converter and LV network based islanded microgrid should be implemented 
through active power control. However, in island operated LV microgrid with 
converter based DER units frequency is more or less fixed. This is the case 
especially if there is one grid-forming master unit which generates a frequency 
reference for the other generators to synchronize with. For example with UPS 
systems this is usually done with a frequency generator (crystal oscillator) in the 
controller. Therefore, reactive power control in island operated LV microgrid will 
affect mainly on the load angle ! (see Equation (7) and Figure 30). The active 
power/voltage (P/U) and reactive power/frequency (Q/f) dependency of LV 
microgrid with converter based DER units has also been presented in literature, 
e.g. by Laaksonen, Saari & Komulainen (2005), Sao & Lehn (2006) and 
Vandoorn et al. (2010), (2011a), (2011b). 
In traditional power systems large centralized synchronous generators are directly 
connected to the grid and there is a strong relationship between the generator 
rotor speed, the system frequency and the power balance in the system. The 
fundamental equation that governs the rotational dynamics of the synchronous 
generator is the swing equation 
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where #s is the synchronous speed in electrical units in rad/s, H is the inertia 
constant (the stored kinetic energy in MWs at synchronous speed per machine 
rating in MVA), !"44is the angular displacement of the rotor in rad, Pm is the shaft 
power input less rotational losses in pu, Pe is the electrical power crossing the air 
gap in pu, Pa is the accelerating power, f is frequency, Xtrans includes machine 
reactance  X’d and line reactance Xe when connected to infinite bus through it, and 
E
’ and Uinf are machine and infinite bus voltage values (Kundur 1994: 128–131; 
Nagrath & Kothari 1994: 486–495). It can be seen from Equation (8), that any 
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unbalance in active power (Pm 5 Pe) will result in non-zero accelerating power (Pa 
5 0), i.e. the rotor of the synchronous generators will either: accelerate 66
7
8
99
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< 0
2
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2
dt
d !
 
or decelerate 66
7
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99
:
;
= 0
2
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2
dt
d ! . (Reza et al. 2005) 
The inertia of the synchronous machines plays a significant role in maintaining 
the stability of the power system in an occurrence of a power unbalance. From 
Equation (8) we can see that, when the value of Pe alters and Pm remains constant, 
a higher inertia constant (H) of the synchronous generator, causes less 
acceleration or deceleration of the generator rotor. With synchronous generators 
connected to the LV network microgrid, the inertia constant can be quite small 
and so they can be sensitive to system disturbances. (Kundur 1994: 128–131; 
Nagrath & Kothari 1994: 486–495; Reza et al. 2005) 
The system frequency of a traditional power system is coupled with the rotor 
speed of the directly connected large synchronous generators. In these cases 
active power unbalance can be seen as a change in the system frequency. 
However, in island operated LV microgrid, all DG units can be connected to 
microgrid via converters. Hence, there is no inertia of rotating masses to affect the 
frequency. Therefore, power unbalance cannot be detected in the classical way. In 
such case, the active power unbalance can be detected from voltage deviations. 
4.2 Stability of LV microgrid after intentional islanding 
In normal utility grid connected operation DG unit converters are typically used 
as controlled current sources and they are synchronized to utility grid frequency 
with PLL component. In Figure 31 the traditional synchronous dq-frame PLL 
method is presented (Kaura & Blasko 1997; Blaabjerg et al. 2006). 
 
 
Figure 31. Control diagram of a traditional synchronous dq-frame PLL. 
(Blaabjerg et al. 2006) 
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The traditional PLL component may fail with grid synchronization due to faults, 
grid voltage unbalance or high harmonic distortion, if voltage negative sequence 
component is not filtered out from the PLL input signal (Blaabjerg et al. 2006; 
Rolim, Rodrigues da Costa & Aredes 2006). Also the sudden change in the 
network stiffness and dynamics after transition to island operation is challenging 
for the DER unit converter control and grid filter design from the point of view of 
stability. This sudden change may lead to stability problems around the current 
controller bandwidth frequency as well as around the LCL-filter resonance 
frequency (Liserre, Teodorescu & Blaabjerg 2004). Therefore, converter control 
parameters should be such that they work both in normal and island operation or 
they must be adaptive. Proper selection of converter sampling frequency is also 
essential for the system stability (Karlsson, Björnstedt & Ström 2005). 
In this thesis it was chosen that there is one grid-forming central energy storage 
based master unit which had the main responsibility to control the voltage and 
frequency in island operated LV microgrid. Simulations done in Publication I 
showed how different converter modulation methods, switching frequencies and 
filter types affected the voltage THD and stability after intentional islanding in 
power balance or unbalance with different DG unit configurations and line 
impedances. When the voltage THD increased too much during island operation, 
the frequency stability of the LV microgrid was lost due to unstable operation of 
synchronization component, PLL, and PI-controllers on converter based DER 
units. However, the inertia of the directly connected rotating machines helped the 
DER unit converter controllers to remain stable because they decreased the speed 
of oscillations after sudden changes. Most of the problems related to high voltage 
THD could be avoided by using appropriate switching frequency and LCL-filters 
instead of L-filters on converter based DER units. In Figure 32 some relationships 
and key issues affecting the stability of an islanded microgrid are summarized 
based on literature and simulation studies done and presented in Publication I. 
The most challenging issue in terms of DG unit stability is the transition to island 
operation due to fault in the utility grid. Stability after unintentional islanding 
depends mainly on depth and duration of the voltage dip resulting from fault as 
well as from the PLL configuration and DG unit control system. Particularly 
sensitive to voltage dips before islanding are directly and through frequency 
converter connected rotating machines like synchronous generators and induction 
motors. During transition to island operation the stability of the rotating machines 
should be maintained (FRT) and their own protection devices should not 
disconnect them from the microgrid. If rotating machines are equipped with 
frequency converter interfaces, they can be designed to be more flexible in terms 
of low-voltage-ride-through (LVRT) requirements. 
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Figure 32. Relationships and key issues affecting the stability of an islanded 
microgrid. 
4.3 Stability of LV microgrid after unintentional 
 islanding 
Unintentional islanding is the most challenging issue in terms of LV microgrid 
stability. In Publication II the stability of LV microgrid after transition to island 
operation due to a fault in the utility grid was studied with different 
configurations. In addition, alternative possibilities to maintain the stability by 
reduction of voltage dip duration or magnitude before transition to island 
operation were presented in Publication II. The required transition speed to island 
operation depends on the microgrid dynamics and type of DG units connected as 
well as on the sensitivity class of the microgrid customers. Successful transition 
to island operation due to fault in the utility grid creates simultaneously minimum 
requirements to the operation speed of the microgrid interconnection switch / 
breaker. In Publication II a summary of the possibilities to ensure stability of the 
LV microgrid after islanding due to fault in the utility grid was presented. 
Utility grid faults may be classified into two main types: 1) balanced faults where 
all three grid phase voltages register the same drop in amplitude but the system 
remains balanced and 2) unbalanced faults where the three grid voltages register 
unequal drop of amplitudes. The occurrence of balanced faults is very rare in 
power systems. More commonly the faults are unbalanced when one or two 
phases will be shorted to ground or to each other, which also results into a phase 
shift between the phases. 
64      Acta Wasaensia 
4.3.1 Stability of rotating machines and converter based DG units after 
 voltage dip 
During a voltage dip with zero remaining voltage the active power of the directly 
connected SG cannot be fed to the grid, so Pe becomes smaller while Pm remains 
constant and generator accelerates (see Equation (8) on page 60). Smaller voltage 
dip causes less acceleration. Therefore it is important to minimize the duration 
and magnitude of the voltage dip. 
On the other hand, an induction motor may stall during a voltage dip, and may not 
be able to accelerate its load when the supply voltage is restored back to normal. 
Loads with high-inertia and varying load torque may undergo a limited amount of 
retardation and may be able to reaccelerate on voltage recovery. A balanced 3-
phase fault will result in the worst condition and IM contribution goes to zero 
within a few cycles. Unbalanced, 2-phases to earth, 2-phase, and 1-phase to earth 
faults will give less severe conditions of stability in the corresponding order. For 
unbalanced faults, IM contribution to the positive-sequence voltage can remain to 
be present even 300 milliseconds after fault initiation. (Das 1990; Bollen, Hager 
& Roxenius 2003) 
Voltage dips may also lead to tripping of the frequency converter based drives. 
For example if control is based on constant power control, then sudden decrease 
in grid voltage causes an increase in the current of a voltage source converter 
(VSC) based DG unit. This may lead to tripping of the VSC due to operation of 
over-current protection which is used to protect the IGBTs. In addition, 
unbalanced voltage dips can produce current harmonics and current unbalance, 
which may also cause the current protection to trip. Characteristic to the 
unbalanced fault is the appearance of the negative-sequence component in the 
grid voltages, which gives rise to double-frequency oscillations or second 
harmonic ripple in the system. This can be seen as ripple in the DC-link voltage 
and output power and such oscillations can lead to a system trip if the maximum 
DC-link voltage is exceeded. The second harmonic ripple will propagate into 
different sections of the DG unit converter controller and can have a negative 
influence on the controller by producing a non-sinusoidal current reference which 
will make the power quality of the converter poor even leading to trip out of the 
system.  (Sannino, Bollen & Svensson 2005; Timbus et al. 2006b; Abdul-
Magueed Hassan 2007; Rodriguez et al. 2007) 
To deal with above mentioned problems during unbalanced voltage dips the 
control of the DG unit converter plays the main role. Many controllers have 
already been developed and proposed for a VSC system, e.g. by Abdul-Magueed 
Hassan (2007), to deal with grid voltage unbalance. During unbalanced 
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conditions, it is possible to cancel out active and reactive power oscillations only 
by accepting highly distorted currents. One solution proposed by Rodriguez et al. 
(2007) allows having sinusoidal grid currents by compensating for the oscillation 
in the active power only, while oscillations are present in the reactive one. 
To handle the problem with second harmonic ripple, improved PLL algorithms 
have been developed. They are able to filter out the negative sequence and to 
provide a clean synchronization signal. One developed solution is presented by 
Timbus et al. (2006b). Along with the conventional PI controller in the PLL 
structure, the proposed algorithm employs a repetitive controller to deal with the 
second harmonic (Timbus et al. 2006b). Another possible solution to deal with the 
voltage unbalance is the usage of positive sequence detector as presented by Lee, 
Kang & Sul (1999). This detector eliminates negative sequences from the phase 
voltages (Ua, Ub, Uc) of the grid. The positive sequence voltages (Ua_p, Ub_p, Uc_p) 
can be calculated from 
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where 2321 ja '.&  and Ua_p+Ub_p+Uc_p=0. 
Digital implementation of (10) is possible by combining all-pass 90º phase-shifter 
and constant gain (Lee, Kang & Sul 1999). In Publication II the PLL component 
with positive sequence detector, as described by Lee, Kang & Sul (1999), was 
implemented to improve fault-ride-through capability of the converter based DG 
units during unbalanced faults (see Figure 15 in Chapter 3 on page 43). The only 
problem with the use of the positive sequence voltages is the ripple of the DC-link 
voltage during unbalanced faults. This ripple also affects the active power 
reference and both active and reactive power will experience double-frequency 
oscillations over the whole fault period (Blaabjerg et al. 2006). 
In Figure 33 an example from Publication II is presented to show how the usage 
of the positive sequence detector with the PLL on all converter based DER units 
improved the frequency and voltage stability when compared to case without 
positive sequence detector. Stability was lost without the utilization of the 
positive sequence detectors in the control of the DER units after 750 ms 2-phase-
earth-fault before transition to island operation (Figure 33). Respectively it can be 
seen from Figure 33 how the usage of positive sequence detector with PLL 
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improved the low-voltage-ride-through capability of the DER units during 
unbalanced 2-phase-earth-fault and the stability after islanding. 
 
 
Figure 33. The effect of the use of PLL with positive sequence detector on a) 
frequency , b) voltage and c) master unit DC-link voltage stability in 
microgrid after islanding due to 2-phase earth fault in the utility grid. 
Other advanced methods for grid synchronization under unbalanced and distorted 
conditions also exist, e.g. Dual Second Order Generalised Integrator – Frequency-
Locked Loop (DSOGI-FLL) method developed by Rodriguez et al. (2006). Also a 
sensorless synchronization method with virtual flux approach has been suggested 
by Kulka (2009) to deal with unbalanced grid voltage. 
4.3.2 Possibilities to reduce the effect of a voltage dip with master unit 
 configuration 
Different possible central energy storage based master unit configurations were 
presented in Publication II to reduce the effect of voltage dips to the stability of 
rotating machines. The base case was chosen to be voltage dip with 90 % 
magnitude and 200 ms duration before islanding. Alternatives to reduce the effect 
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of the voltage and to maintain stability in the island operated microgrid were the 
following (Figure 34): 
1. Significant reduction of the voltage dip duration (Case 1) or  
2. Substantial reduction of the voltage dip magnitude (Case 2) or  
3. Reduction of the voltage dip duration and magnitude (Case 3). 
 
Figure 34. Alternatives (cases 1–3) to maintain  stability of the  microgrid after 
islanding by compensating/reducing the effect of the voltage dip. 
These different alternatives (cases 1–3) in Figure 34 to compensate or reduce the 
duration of the voltage dip before islanding could be realized with different 
energy storage + switch -configurations. These configurations are (Figure 35): 
1. Fast static switch + energy storage (Case 1) or  
2. Breaker + energy storage based power quality compensator, PQC (Case2) or  
3. Fast Static Switch + energy storage based PQC (Case 3). 
 
 
Figure 35. Possible configurations to compensate or reduce the effect of the 
voltage dip as illustrated in Figure 34. 
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Based on the simulations done in Publication II a summary of the possibilities to 
ensure stability of the LV microgrid after islanding due to a fault in the utility grid 
is presented in Figure 36. As illustrated in Figure 36 the stability can be improved 
by different choices of voltage dip compensation methods in the connection point 
of microgrid and by different PLL configurations applied on the converters. The 
transition speed to island operation depends on the microgrid dynamics and type 
of DG units connected as well as on the sensitivity class of the microgrid 
customers. Depending on the sensitivity class of the microgrid customers the 
fault-ride-through needs of the DG units and loads can be defined respectively 
with sufficient margin to the voltage dependent speed of transition to island 
operation curves. 
 
 
Figure 36. Summary of the possibilities to ensure stability of the LV microgrid 
after unintentional islanding due to a fault in the utility grid. 
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5 TECHNICAL SOLUTIONS – POWER QUALITY 
 MANAGEMENT 
In this chapter different aspects related to the power quality management of the 
LV microgrid are viewed. In following the power quality management comprises 
of voltage total harmonic distortion, THD (Section 5.1), power balance, voltage 
level and voltage unbalance management (Section 5.2). The contents of Section 
5.1 is mainly based on Publications III and IV where more details can be found. 
5.1 Voltage THD management in LV microgrid 
High voltage THD and possible harmonics-caused resonances may damage or 
lead to maloperation of protection relays, metering devices, control and 
communication circuits as well as customer electronic equipments (Wakileh 
2001: 84). Due to triplen harmonics neutral wires may need to be overrated even 
if the loads are balanced in LV networks (Wakileh 2001: 84). Also from the point 
of view of energy efficiency, the amount of harmonics in LV networks should be 
minimized, because voltage distortion will increase copper, iron and dielectric 
losses (Wakileh 2001: 81) as well as equipment loss-of-life (Wakileh 2001: 84). 
Voltage harmonics are often neglected in simulations e.g. for electrical machines, 
transformers and converters to simplify design calculations (Wakileh 2001: 5). 
However, in real-life the voltage waveform is never purely sinusoidal (Wakileh 
2001: 5). Therefore, it is essential that LV microgrid components are modeled as 
detailed as possible when proposals and principles for LV microgrid technical 
solutions are developed. As an example it can be mentioned that if harmonics are 
present, then zero and negative sequence currents exist even if the system 
unbalance is compensated (Wakileh 2001: 15). 
Harmonic distortion in LV networks is mainly caused by nonlinear devices where 
the current is not proportional to the applied voltage. The response of the power 
system, i.e. the system impedance at each harmonic frequency, determines the 
impact of the nonlinear load on harmonic voltage distortion (Dugan et al. 2003: 
199). In future LV microgrids it is important to minimize the impact of non-linear 
loads and converter based DER units to voltage THD.  Cobben, Kling & Myrzik 
(2005) presented a real-life sample case where due to high amount of PV 
converters the harmonic distortion became significant in LV distribution network. 
Reason for the high harmonic distortion was the interaction between the harmonic 
currents of the PV converters and the background harmonic voltage multiplied by 
the resonant behavior of the grid and loads. Same kind of problem was also found 
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by Bollen, Yang & Hassan (2008) in which resonances between 1 and 2 kHz were 
measured in a residential area with large amounts of PV converters. To overcome 
this kind of problems in island operation, the use of proper filters with DG unit 
converters is very important. In addition, Van Overbeeke & Cobben (2010) found 
that with PV converters the voltage harmonics between 650 and 750 Hz can be 
amplified by the control systems of the converters. 
5.1.1 Standards for the current harmonic contribution of converter based 
 DER units 
Various organizations on the national and international level, like IEEE, IEC and 
EN (Wakileh 2001: 137), have made standards both for individual and total 
harmonic distortion of voltage in the LV networks. IEEE Standard 519-1992 
limits the THD to be less than 5 %. Standards IEC 61000-2-2 and EN 50160 
define that the supply voltage THD should be less than 8 % including all 
harmonics up to 40th order. Differences between the harmonic compatibility 
levels in standards EN 50160 and IEC 61000-2-2 are quite small (Figure 37). 
(Dugan et al. 2003: 282–293) 
Determined voltage distortion limits are usually tighter for DG units. For example 
standard IEC 61000-2-4/Class 2 which applies generally to PCCs of non-public 
power supplies and in-plant point of coupling in industrial environments takes 
into account the harmonics up to 50th order and the voltage and current THD 
should be less than 8 %. Interharmonics are also covered. (Iov & Blaabjerg 2007) 
In reference (Hanzelka & Bien 2004) it was also stated that according to the IEC 
recommendations the voltage interharmonics are limited to 0.2 % for the 
frequency range from dc-component to 2 kHz. 
Above mentioned standards do not take into account the possible harmonics near 
the converter switching frequency (e.g. 160th / 8 kHz). It is possible that these 
higher order harmonics may resonate with the system impedance, which in turn 
will cause voltage waveforms with multiple zero crossings that can disturb the 
timing circuits etc. (Dugan et al. 2003: 282). For example in (Strauss 2009) it is 
mentioned that in many DER converters, harmonic currents seem to have a 
significant dependency on the harmonic voltage content of the AC system 
voltage. In this respect, the current standard test conditions defined in the IEC 
standards are not sufficient, because they define that tests should be performed 
with an ideal grid. As a result of this, the measured currents in standard tests are 
often comparatively lower than the ones measured in the real system operation 
(Strauss 2009). Similarly, large number of converters connected on LV feeders 
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may result in power quality problems, even if the converters individually fulfill 
the harmonic emission standards (Strauss 2009). 
 
 
Figure 37. Voltage Harmonic compatibility levels as in EN 50160 and IEC 
61000-2-2. (Dugan et al. 2003: 282–293) 
Standards usually cover frequencies only up to 2–2.5 kHz. However, the 
frequency range from 2 to 150 kHz is not sufficiently covered in international 
standards. But when the number of converter based DER units will increase in 
distribution networks, the operating frequency band should be much more 
precisely defined (Bollen, Yang & Hassan 2008). The main reason for this is that 
usually the DER unit converters are operated at high switching frequencies. 
Therefore emission, compatibility and immunity levels should be defined in the 
future, because in the frequency range above 2 kHz, small DG units with 
converter connection will be a major source of distortion and as Bollen, Yang & 
Hassan (2008) have stated, even a very small number of DG units may cause 
distortion to increase over the allowable limits. In this respect, the power quality 
effect of the electric vehicles needs also careful consideration, because they will 
also have converter connection to the distribution network. 
5.1.2 Power quality compensator with energy storage for power quality 
 management in LV microgrid 
In Publication III a new concept to improve the quality of power within the 
microgrid and also the quality of currents flowing between the microgrid and the 
utility grid was presented. The developed concept utilizes power quality 
compensator (PQC), with energy storage for power quality management in 
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microgrid. PQC consists of a shunt and a series converter. The shunt converter 
was implemented in Publication III with an adaptive configuration and control 
system to obtain the best possible power quality in the microgrid during island 
operation. More detailed description about this concept can be found in Section 
3.2 on page 47 and in Publication III. 
Systems with low short-circuit ratios can experience high waveform distortion, 
because the inductance of the high system impedance may resonate with the 
reactive power compensating capacitors and with the harmonic filters at converter 
interface (Arrillaga et al. 2000: 173). These resonant frequencies can be low, 
possibly as low as the 2nd harmonic (Arrillaga et al. 2000: 173). In Publication III 
the magnitude of current and voltage THD in different points of microgrid were 
measured during different operation states of PQC based master unit to study 
interactions of different network components and to find out possible resonance 
problems. It was found out in Publication III that if series converter was 
connected during normal operation (see Section 3.2, Figure 21 a) on page 49), 
then the amount of lower order harmonics was increased. Reason for this was the 
coupling transformers of series converter which changed the system impedance 
and resonance frequencies. To avoid resonances during normal and battery 
charging operation (Section 3.2, Figure 21 on page 49) the coupling transformers 
of series converter were needed to be by-passed. However, the effect of different 
utility grid short circuit capacities and R/X-ratios (see Wakileh 2001: 33–34) to 
the system impedance at the connection point of PQC based energy storage was 
not further examined in Publication III. 
5.1.3 Voltage and current THD in LV microgrid with different DER unit and 
 load configurations 
When the LV microgrid transfers from the normal operation parallel with utility 
grid, to island operation, the grid impedances and the harmonic voltages will 
change. Therefore, during the island operation LV microgrid is much weaker and 
more sensitive to disturbances. Especially the harmonic currents produced by the 
converters and loads will generate much higher harmonic voltages. High voltage 
distortion can cause instability and influence converter fault behavior during 
island operation (Laaksonen & Kauhaniemi 2007a; Laaksonen & Kauhaniemi 
2007b). To overcome possible problems due to high voltage THD during island 
operation, the effects of different filter types, sizes and converter switching 
frequencies must be examined. 
In Publication IV, voltage and current THD before and after islanding were 
studied with PSCAD simulations. In Table 1 eight studied LV microgrid 
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configurations are presented, including the reference case 1. In reference case 1 
there were converter connected energy storage based master unit, 2 converter 
based DG units and balanced passive load connected to the microgrid (Figure 38). 
In addition, all converters in case 1 were space-vector modulated (SVM) with 8 
kHz switching frequency and equipped with passive LCL-filters as well as battery 
and DC/DC-converter connected to their DC-links to model the energy source. In 
case 1 the LV network lines of the microgrid were weak i.e. the R/X-ratio was 
high. Differences of each simulation case to the reference case 1 can be seen from 
Table 1. The voltage and current THD before and after islanding are also 
presented in Table 1. The voltage and current THD (%) results in each of the 
studied cases were compared with harmonics up to the order of 255 (12.75 kHz). 
Thus possible harmonics near the switching frequency of the DG unit converters 
were included in the THD values (those which are not filtered by passive filters 
between microgrid and DG unit converters). In this way also the possible 
harmonics caused by resonance between higher order harmonics coming from 
converters and the system impedance is included in THD values. 
 
 
Figure 38. Studied LV network based microgrid in Publication IV. 
In Figure 39 the voltage and current THD from different cases during island 
operation are shown as a bar graph. From Table 1 it can be seen that for example 
the reduction of switching frequency of converters from 8 to 4 kHz (case 2b) 
increases notably the voltage harmonic distortion both in normal and island 
operation with the used LCL-filter (see Publication IV). One can also see from 
Table 1 that the most significant increase in the voltage THD during normal and 
especially during island operation is experienced in case 6 when L-filters are used 
instead of LCL-filters. 
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Table 1. Studied microgrid configurations and voltage and current THD 
(255 harmonics) in microgrid with different configurations in 
Publication IV. 
Case 
Difference in  
microgrid configurations 
Normal Operation  
(UTHD
*
/ITHD
**
)
Island Operation  
(UTHD
*
/ITHD
**
)
1. Reference case 0.40 / 0.24 1.17 / 0.26 
2a. Lower (6 kHz) switching frequency  0.73 / 0.36 2.11 / 0.32 
2b. Lower (4kHz) switching frequency  2.00 / 1.08 5.08 / 0.61 
3. Lower R/X-ratio on LV network lines 0.42 / 0.27 1.17 / 0.26 
4. Thyristor rectifier (TR) load 0.58 / 1.23 5.39 / 3.02 
5. Induction motor (IM) load 0.41 / 0.27 1.16 / 0.29 
6. L-filters on converters 2.71 / 0.7 25.01 / 0.40 
7. PWM modulated converters 0.60 / 0.52 1.85 / 0.43 
8. 
Constant DC voltage source in the 
DC-link of converters 
0.44 / 0.36 1.37 / 0.33 
*)From phase C in connection point of master unit, **)From phase A in connection point of DG 
Unit 1 on feeder 1_1 
 
 
Figure 39. Voltage and current THD (%) in different cases (from Table 1) 
during island operation of microgrid. 
With L-filter especially the higher order harmonics are not filtered out from the 
output current of the converters very effectively. Another reason for the high 
voltage THD in case 6 can be seen from Figure 40 where the system harmonic 
impedances in point 1 (Figure 38) from few studied cases in Publication IV 
during normal and island operation are presented. Especially during island 
operation the high resonance peak in case 6 near the switching frequency of 
converters will increase the voltage THD very significantly while the current 
THD is reasonably low (Table 1). 
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Figure 40. System harmonic impedance during a) normal and b) island 
operation of microgrid in cases 1, 3, 5 and 6 presented in Publication 
IV. 
In general, the simulation results of Publication IV showed that the voltage THD 
behavior cannot be foreseen from the current THD contribution of the converter 
during normal parallel operation with utility grid. They are affected by the 
particular system harmonic impedance at that point and the harmonics coming 
from other devices (i.e. background harmonic voltages). Harmonics coming from 
other devices are dependent on the configuration, control system and parameters 
of the devices. During transition of LV microgrid from normal to island 
operation, the grid impedances and harmonic voltages will change. Therefore, 
during the island operation of microgrid there is a risk that some higher order 
harmonics near the converter switching frequency may resonate with the changed 
system harmonic impedance and even without resonances the harmonic currents 
produced by converters and possible distorting loads will generate much higher 
harmonic voltages during island operation. 
Summary from the findings of Publication IV to ensure high power quality in 
islanded microgrid is presented in Figure 41. In addition to the recommended 
usage of LCL-filters (Figure 41) possibly also so called hybrid filters (Peltoniemi 
2010), where L-filter is connected in parallel with LC series resonance circuit, 
could be an interesting option for LV microgrid connected DER units. Regarding 
the allowed amount of thyristor rectifier loads that can be connected to the 
microgrid (Figure 41) one should notice that possible compensation of lower 
order harmonics (e.g. 3rd, 5th and 7th) with master unit control have not been 
considered like in reference (Niiranen et al. 2010). In addition, the possible usage 
of hysteresis current control (see Section 3.2.1) or virtual direct-torque-control 
(DTC) principles with DER unit converters, where spread spectrum of harmonics 
is typical (Niiranen et al. 2010), has not been studied. 
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Figure 41. Summary from the findings to ensure high power quality in islanded 
microgrid. 
5.2 LV microgrid power balance management, voltage 
 control and role in smart grid voltage control 
Due to high R/X-ratio of LV network lines the voltage level in LV microgrid is 
mainly controlled through active power control as presented in Chapter 4 as well 
as by Geibel et al. (2009) and Braun & Notholt-Vergara (2008). Therefore, the 
voltage level and active power balance management in LV microgrids have a high 
correlation with each other. 
5.2.1 Power balance management with distributed energy resources in LV 
 microgrid 
In the following some issues related to long-term power balance management like 
central energy storage unit configuration, categorization of customer loads and 
DER units, are shortly discussed. Microgrid management system (MMS) of the 
LV microgrid will be responsible for the co-ordination of the power balance 
management. 
In addition to the central energy storage unit configurations presented in Chapter 
3, the configuration can be modified for different power balance management 
needs as follows: 
1. In case of possible long duration island operation the energy storage of the LV 
microgrid should have very large capacity or be capable of being charged 
through some primary energy source 
2. If large proportion of DG units in the microgrid are based on highly varying 
primary energy sources like solar and wind, then there could also be another 
energy storage for power balancing purposes. 
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– The microgrid power balance can be maintained by charging or 
discharging the energy storage as needed i.e. if control of the master unit 
cannot keep up the power balance 
– The addition of another energy storage near the interconnection point of 
the microgrid increases the reliability of microgrid if this energy storage 
based unit is also capable of acting as a master unit in case of a fault in the 
original master unit 
Some sizing principles for microgrid battery energy storages can be found, e.g. 
from paper by Chen & Gooi (2010). 
Also, one central energy storage unit configuration has been presented by Barnes 
& Binduhewa (2008) where the energy storage is integrated into the DC-link of 
the AC-DC-AC back-to-back converter. This has some advantages such as: 
– Microgrid re-synchronization functions are not needed (see Publication VIII), 
– Short voltage dips at utility network are not experienced by microgrid 
customers and 
– Possibility to connect DC energy source directly to DC-link. 
However, economical, energy efficiency and reliability issues such as system 
costs, system losses and reliability of power electronic converters are the main 
concerns in this kind of configuration presented by Barnes & Binduhewa (2008) 
and Niiranen et al. (2010), because all power between utility grid and microgrid is 
transferred through the converters. Although at least system losses could be 
reduced by the use of modular multilevel converters presented by Lesnicar & 
Marquardt (2003) and Peftitsis et al. (2010). Majumder et al. (2010) have also 
proposed methods for power flow control between utility and microgrid when 
microgrid is connected to utility grid through back-to-back converter. On the 
other hand, Shah et al. (2010) have proposed a dynamic power limiter, which 
consists of a high-frequency step-down transformer and three-phase to single-
phase matrix converters, to be used for the power flow control at the PCC of the 
microgrid. 
Utilization of demand side management as part of LV microgrid power balance 
management requires full adoption of smart metering and smart control of 
household, commercial, and agricultural loads within the microgrid. In addition, 
household MMSs or AMM devices should be able to directly control all 
dispatchable loads in the household. Fast load disconnection during island 
operation of LV microgrid requires utilization of high-speed communication. 
Depending on criticality of target load, dispatchable load can be (Schwaegerl et 
al. 2009): 
78      Acta Wasaensia 
– Shiftable, which means that a predefined task that can be completed with 
flexible time schedule in the course of a day (water pumps, electric water 
heating devices etc.) or  
– Interruptible, which refers to unessential or constant loads that can be reduced 
or switched off during supply constraints or emergency situations (standby 
devices with no near-term use plan and day-time lighting etc.). 
In the future, if existing dispatchable household loads are updated to be smart grid 
compatible, they could be connected to the LV network with new kind of load 
switches with standard IEC 61850 based object models (see Section 2.5.1 on page 
33) with different priorities included. However, these features should be 
integrated into new dispatchable devices in the future. It would then be possible to 
disconnect very rapidly loads of certain priority based on commands directly from 
LV microgrid MMS. 
DER units can also be categorized by their active power controllability, i.e. 
capability to take part in the power balance management of LV microgrid. DER 
unit can be able to: 
1. Control active power instantly (energy storage units),  
2. Control active power slowly (usually thermal driven CHP units with fuels 
such as natural gas, bio-fuels or hydrogen) or  
3. Not to control active power, i.e. is non-controllable (intermittent renewable 
energy sources like wind and solar power). 
In the future the controllability of the load or the DER unit will determine its 
capability to take part in the power balance management of LV microgrid which 
may be realized through local technical service markets (see Section 2.4.1 on 
page 30). 
5.2.2 Voltage control in LV microgrid 
Traditionally, voltage regulation on passively managed distribution networks has 
been done with transformer on-load-tap-changers (OLTC) at HV/MV substations 
and with fixed off-load transformer tap changers at MV/LV distribution 
substations. The expected increase in the connection of DG units and electric 
vehicles into LV networks will increase the voltage variations in the future. 
Active management of increased voltage variations in LV networks will require 
more intelligent methods than active power curtailment of DG units or huge 
amount of reactive power absorbing/feeding by DG unit to be used for better 
utilization of the LV network (Demirok et al. 2009). 
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It has been suggested by Oates, Barlow & Levi (2007) and Awad, Shafiu & 
Jenkins (2008) that current fixed off-load tap-changers at MV/LV distribution 
transformers should be changed to OLTCs to control LV network voltage level as 
part of active distribution network management due to increased production and 
consumption changes in future distribution networks. On the other hand, from LV 
microgrid concept's point of view, where one central energy storage based master 
unit is included, the central energy storage at MV/LV distribution substation 
should also have some functions during normal operation of LV network to be 
economically feasible. This means that it should not only enable possible 
momentary island operation or to provide enough fault current during island 
operation for protection purposes as presented by Van Overbeeke (2009). 
One solution to the above mentioned could be that instead of adding controllable 
OLTCs to distribution transformers, the central energy storage at MV/LV 
distribution substation would actively manage the voltage level of LV microgrid 
during normal grid connected operation. In addition, the LV microgrid could also 
take part in the MV feeder voltage control through co-ordinated management of 
the central energy storage, controllable DER units and dispatchable loads by 
MMS. The use of central energy storage unit in normal operation to active voltage 
control would make distribution networks more flexible and enable more DG 
capacity to be connected in LV networks. It will also enable better capacity 
utilization of existing LV network lines and thus improves the energy efficiency 
of the LV distribution networks. In the future smart grids, the local technical 
service markets are one possibility to implement these functions (see Figure 11 in 
Section 2.4.1) in reality. During the normal operation of LV microgrid operation 
modes of central energy storage unit could be for example: 
– Voltage level control in LV network – For example during high generation 
and low loading the rise of voltage level would be controlled by charging 
energy storage or during low voltage levels energy storage could be 
discharged so that it would increase the LV network voltage level 
– Power flow management from LV microgrid to MV network in PCC of LV 
microgrid, e.g. so that PPCC=0, QPCC=0 or based on control command from 
DMS of DSO about the allowable power flow limits for active and reactive 
power in PCC of LV microgrid etc. 
However, participation of LV microgrid in active management of MV feeder 
voltage control will be restricted by the technical boundaries and limits discussed 
in Chapter 4 which will ensure that successful transition to island operation is 
possible. This means that there is a reasonable limit which determines how much 
active and reactive power is allowed to flow in PCC of LV microgrid between 
utility grid and microgrid without losing the possibility to island operation. 
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During island operation the voltage level control of LV microgrid can be affected 
by changing the master unit reference voltage to deal with large voltage level 
differences between LV feeders, e.g. if one LV feeder is heavily loaded and 
another LV feeder is very lightly loaded with high amount of DG units. 
Active participation of LV microgrid to smart grid voltage control – Simulations 
Some PSCAD simulations were carried out to estimate the participation capability 
of the central energy storage unit to LV network voltage level management as 
well as the capability of LV microgrid to take part in the active voltage control of 
MV feeder. Therefore, the MV feeder was also modeled with more details and the 
LV microgrid was located 35 km away from the HV/MV substation (Figure 42). 
In the following simulations it has been studied mainly the ability of LV 
microgrid (Figure 42), especially the capability of the central energy storage unit 
connected directly to MV/LV distribution substation, to participate into the 
voltage control of MV feeder. 
 
Figure 42. Study system used in PSCAD simulation studies about active 
participation of LV microgrid to smart grid voltage control. 
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The studied two cases during normal grid connected operation of LV microgrid 
were: 
– A) HIGH LOAD – LOW PRODUCTION -CASE (NO SG): MV network load is high, 95 
% from HV/MV transformer nominal load and central battery based energy storage unit in the 
PCC of LV microgrid is controlled to support the voltage at the PCC of LV microgrid through 
active (P) and reactive power (Q) changes. 
– B) LOW LOAD – HIGH PRODUCTION -CASE (WITH SG): MV network load is low, 
35 % from HV/MV transformer nominal load, SG based DG unit connected to MV feeder 
near PCC of LV microgrid (P=1 MW, Q=0 MVAr which means that it does not take part in 
voltage control of MV feeder through reactive power control) and the central battery based 
energy storage unit in the PCC of LV microgrid is controlled to decrease the voltage at the 
PCC of LV microgrid through active (P) and reactive power (Q) changes. 
In Figure 43 a) the sequence of actions considering the behavior of the battery 
energy storage based central unit in the simulation of case A) is shown. In Figure 
43 b) the state-of-charge (SOC) and current of the battery energy storage in case 
A) are presented. Simultaneous effect of energy storage active and reactive power 
changes presented in Figure 43 a) on voltage level behavior in different locations 
at MV feeder in case A) can be seen from Figure 44 a) and correspondingly at LV 
microgrid side from Figure 44 b). 
 
Figure 43. a) Sequence of actions from active and reactive power changes and 
b) SOC and current of central battery energy storage unit in case A). 
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Figure 44. Voltage level changes on different locations at a) MV feeder 
simulation and b) simultaneously at LV microgrid side in case A) 
(see Figure 42). 
Correspondingly to case A), the Figure 45 a) shows the sequence of actions 
considering the active and reactive power changes of the battery energy storage 
unit in the simulation of case B).  
 
 
Figure 45. a) Sequence of actions from active and reactive power changes, b) 
SOC and current of central battery energy storage unit and c) active 
and reactive power behavior of SG based DG unit connected to MV 
feeder (see Figure 42) in case B). 
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In Figure 45 b) the SOC and current of the battery energy storage unit in case B) 
are shown. In addition, in Figure 45 c) the active and reactive power behavior of 
SG based DG unit which is connected to MV feeder (see Figure 42) is presented. 
Simultaneous effect of energy storage active and reactive power changes on 
voltage level behavior in different locations at MV feeder in case B) can be seen 
from Figure 46 a) and at LV microgrid side from Figure 46 b). 
 
 
Figure 46. Voltage level changes on different locations at a) MV feeder 
simulation and b) simultaneously at LV microgrid side in case B) 
(see Figure 42). 
The purpose of the PSCAD simulations was to estimate the participation 
capability of the central energy storage unit to LV network voltage level 
management as well as capability of LV microgrid to take part in active voltage 
control of MV feeder. Simulation results of case A) and B) (Figure 44 and 46) 
show how the voltage level can be affected both in MV and in LV network by 
active and reactive power changes of battery based energy storage unit which is 
connected directly to MV/LV distribution substation. One important fact in 
relation to the operation of the central energy storage unit is that when the active 
power of energy storage is zero (P=0 kW) and only reactive power is absorbed or 
fed to grid, the energy storage (battery) is neither charged or discharged (see 
Figure 43 and 45). Based on the previous simulations it can be concluded that the 
usage of central energy storage unit located at MV/LV distribution substation can 
be an effective and more precise way to control the voltage level when compared 
to the use of OLTC at MV/LV distribution substation. 
5.2.3 Voltage unbalance management in microgrid 
Due to  single-phase loads or single-phase PV cells there will always be some 
voltage unbalance in island operated microgrid. Depending on the connection and 
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control type of the converter based DG unit, unbalanced voltages in island 
operation may also cause oscillations in the active and reactive powers of the DG 
unit as well as in the DC-link voltages. The voltage unbalance may also cause 
overheating of induction and synchronous machines (Baggini 2008: 526). 
Therefore excessive voltage unbalance should be compensated through the 
control of single-phase DG units, energy storages, charging of electrical vehicles 
(EVs) or controllable loads. All these should be co-ordinated by MMS. On the 
other hand, voltage unbalance will be present to some extent in the island 
operated LV microgrid, because it is not necessarily feasible to try to constantly 
compensate it totally. In that case LV microgrid customer loads should have at 
least some tolerance against voltage unbalance. However, it must be ensured that 
voltage unbalance is not too high and does not overheat for example the 
connected three-phase rotating machines such as SGs and IMs. 
In general, from the LV microgrid concept's point of view it is essential that the 
chosen method for the compensation of excessive voltage unbalance in island 
operated LV microgrid is compatible with other chosen technical solutions of LV 
microgrid concept. These are for instance protection principles and settings, 
voltage level and voltage THD management as well as re-synchronization 
functions. In the next section the possibility to use the central energy storage unit 
for voltage unbalance compensation during microgrid island operation is studied 
with PSCAD simulations. 
Voltage unbalance compensation in LV microgrid – Simulations 
In the following simulation results are compared between two cases, so that 
during the simulated island operation the control of the central energy storage unit 
at MV/LV distribution substation is changed from the one presented in Figure 14 
b) (see Chapter 3, page 41) to another presented in Figure 18 b) (see Chapter 3, 
page 46) in which voltage unbalance compensation is included. The LV network 
that was used in the simulations of this section is presented in Figure 47. 
The study system shown in Figure 47 consists of one 800 kVA MV/LV-
transformer which normally feeds LV feeders 1 and 2. In the simulation studies 
the islanded LV microgrid is disconnected from MV network by the microgrid 
breaker. At the connection point of the microgrid, before the feeders 1 and 2, 
there is a converter connected central energy storage based master unit (battery, 
Sn=150 kVA). At the end of feeder 1 there is a converter connected DG Unit 1 
(Sn=120 kVA, in simulation P=100 kW, Q=30 kVAr and about I=150 A/phase). 
At the end of the feeder 2 there is also a converter connected DG Unit 2 (Sn=120 
kVA, in simulation P=100 kW, Q=0 kVAr). The load in the microgrid consists of 
four three-phase passive loads on each feeder and few single-phase passive loads 
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(Figure 47) on both feeders which means that the load between phases is 
unbalanced. Filter and control parameters of the converter based DG units used in 
the simulations can be found from Publication VIII. 
 
 
Figure 47. Studied LV microgrid. 
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In Figure 48 simulation results from microgrid phase voltages in PCC of master 
unit, voltage THD and phase difference between microgrid and utility grid 
voltages across microgrid breaker during island operation are presented. 
Transition to island operation takes place at time 1.5 s and the control of central 
energy storage based master unit is changed at time 2.0 s from the one presented 
in Figure 14 b) on page 41 to the voltage unbalance compensation control 
presented in Figure 18 b) on page 46. 
 
 
Figure 48. a) Microgrid voltage level (phase voltages in PCC of master unit), b) 
microgrid voltage THD and c) phase difference between microgrid 
and utility grid voltages across microgrid breaker (see Figure 47) 
during island operation. 
From simulation results of Figure 48 it can be seen that voltage unbalance 
compensation by master unit control compensates voltage magnitude asymmetry 
well (Figure 48 a)), but the voltage phase difference asymmetry across microgrid 
breaker or interconnection switch before re-connection of island operated LV 
microgrid back to utility grid is not totally removed (Figure 48 c)) with the master 
unit control used (see also Section 6.5 and Publication VIII). To be able to 
compensate the phase difference asymmetry as well, each phase should be 
controlled separately. From Figure 48 b) it can be seen that the voltage unbalance 
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compensation with central energy storage unit increases microgrid voltage THD 
level significantly, especially the amount of lower order (less than 31) harmonics 
in phase C, during island operation. However, in phase A the voltage THD is still 
under 3 % even with higher order (less than 255) harmonics included (Figure 48 
b)). This indicates that there may be some kind of resonance or saturation 
problem in phase C which could possibly be corrected by improved control of the 
master unit. 
In Figure 49 simulation results from active and reactive powers, phase currents 
and DC-link voltages of master unit and DG unit 2 during island operation are 
shown (transition to island operation takes place at time 1.5 s and the control of 
central energy storage based master unit is changed at time 2.0 s). 
 
 
Figure 49. a) Active and reactive powers, b) DC-link voltages and c) phase 
currents and of master unit and DG unit 2 during island operation. 
From simulation results of Figure 49 it can be seen that after the control change of 
master unit to voltage unbalance compensation control at t=2.0 s, there is a 
significant increase in oscillations of the active and reactive powers (Figure 49 a)) 
as well as in the DC-link voltage (Figure 49 b)) of the master unit. 
Simultaneously slightly reduced oscillations in the active / reactive powers and 
the DC-link voltage of the DG unit 2 can be seen in Figure 49. The deviation in 
the phase current magnitudes of the master unit (Figure 49 c)) naturally increases 
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after t=2.0 s, but no significant changes in the phase current magnitudes of the 
DG unit 2 will occur after t=2.0 s. 
Also, a two-phase-to-earth fault in the middle of LV feeder 1 was simulated. The 
fault occured during island operation and the PD of LV feeder 1 disconnected the 
feeder 1 (Figure 47). The possible effect of master unit voltage unbalance 
compensation control during the fault to microgrid protection behavior was also 
studied by comparing the microgrid voltages and master unit currents in two 
different cases. These two cases were a) without and b) with master unit voltage 
unbalance compensation. The simulation results showed that there was not 
notable difference in microgrid voltages and master unit phase currents between 
cases two-phase-to-earth fault in island operation. This means that the settings or 
operation principles of microgrid protection, which could be based on voltage 
and/or current measurements, are not affected by the control method of central 
energy storage in these cases. 
5.2.4 Future hierarchical smart grid voltage control scheme with LV 
 microgrids 
Proposal for future hierarchical smart grid voltage control scheme, which can 
make distribution networks much more flexible, and where active utilization of 
the central energy storage unit plays major role, is presented in Figure 50. 
Reactive power feeding or absorbing and active power absorbing of energy 
storage (charging) is primarily used to distribution network voltage control. 
Both active and reactive power control of the central energy storage unit at 
MV/LV distribution substation will simultaneously influence the MV feeder and 
LV microgrid voltage levels (Figure 50) which could be seen from simulation 
results of Section 5.2.2. However, the distance between the PCC of LV microgrid 
and HV/MV substation as well as the impedance of the MV feeder will have 
considerable effect on the magnitude of the voltage level change. In other words, 
this means that in weak or less stiff connection points at distribution networks the 
potential need for active voltage control will be more significant. It can be 
concluded that from the point of view of the central energy storage control, during 
parallel operation with utility grid, the reactive power control alone should always 
be preferred as first option if SOC level is sufficient, because it does not affect the 
battery SOC level as presented in Section 5.2.2. On the other hand, it is 
economically feasible to use active power absorbing to voltage control if SOC 
level is low especially if owner of the energy storage unit receives compensation 
from the local technical service markets so that it will make the charging price of 
the battery lower. 
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Figure 50. The future hierarchical smart grid voltage control scheme in which 
active utilization of the central energy storages at LV microgrids will 
play major role. 
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Different co-ordinated MV network voltage control schemes, in which the active 
management of OLTC plays a major role together with reactive power control of 
DG units connected to the MV network, have been studied over the last years and 
most recent studies e.g. by Kulmala et al. (2010) and Leisse, Samuelsson & 
Svensson (2010), has been done in the smart grid context. Regarding the voltage 
control hierarchy of Figure 50, the level 2 with control of OLTC could also be the 
first option before reactive power control. The main difference in the use of 
OLTC for MV network voltage control is that it affects all the MV feeders 
simultaneously, while with other voltage control methods the voltage level of the 
corresponding MV feeder can be more locally controlled. In principle, the overall 
voltage control scheme should be such that the needed control actions are 
performed as close as possible to the section of distribution network with voltage 
level problems. 
Simultaneous operation of LV microgrid central energy storage units, DER units 
and loads as part of smart grid voltage control (local technical service markets) as 
well as part of future energy markets seems to be quite difficult task to be 
realized, because these two markets have so large impact on each other due to 
technical characteristics of LV networks. Because of the strong active power (P) 
and voltage (U) dependency in LV networks, the active power increase of DG 
units or discharging of energy storages unit should be included only in energy 
markets, not on the local technical service markets (Figure 50). 
One possibility in future market structure could be that energy storages are owned 
by third party, other than DSOs, and they will participate in future energy markets 
by active power production (discharging) and in the active voltage control of 
distribution networks through possible local technical service markets. In such 
case the voltage control functions shown in Figure 50 which will participate in the 
local technical service markets are from hierarchy levels 1 and 3. DSOs will pay 
compensation through technical service markets to DER units from their reactive 
and/or active power control to active voltage level management of distribution 
network. However, the price of the compensation in the technical service markets 
for active power curtailment of DG units needs to be higher than the value of the 
produced power sold to the energy markets. Otherwise, there will be no benefit 
for DG unit owners to decrease their power production. In addition, by allowing 
disconnection or control of dispatchable loads (mainly active power consuming), 
e.g. electric water heaters, charging control of EVs or electric heating, LV 
network customers at voltage control hierarchy level 3 in Figure 50 can also take 
part in the future technical service markets. 
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New market structures should take into account the benefit of electricity 
production by DG units near the consumption and the use of DER in active 
management of distribution networks. The customers should benefit from using 
energy produced by the local DG when compared to the customers supplied from 
the utility grid source. 
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6 TECHNICAL SOLUTIONS – PROTECTION OF LV 
 MICROGRID 
Realization of future smart LV networks with island operation capability requires 
that the protection of LV microgrids during normal and island operation could 
also be solved. The conventional protection system in radial distribution networks 
is designed to operate for high fault current levels. However, during island 
operation of the LV microgrid high fault currents from the utility grid are not 
present. Also, most of the DER units that will be connected to LV microgrids will 
be converter interfaced and have limited fault current feeding capabilities. 
Traditional fuse based over-current protection with a single setting group will not 
be able to guarantee selective tripping for all type of faults that can occur. This 
means that the traditional protection of LV network will not be applicable for LV 
microgrids and therefore new adaptive protection system must be developed. 
However, the adaptive LV microgrid protection system must be economically 
feasible and therefore cannot be too complex (Oudalov et al. 2009). In (Oudalov 
et al. 2009) it was stated that the technical requirements to implement an adaptive 
protection system are the following: 
– Utilization of numerical relays (IEDs, Intelligent Electronic Devices) as 
protection devices instead of traditional fuses. At least a directional over-
current function will be needed to deal with bi-directional power flows, 
because simple over-current function will not be adequate. 
– Availability of more than one setting group which can be activated or 
deactivated locally or remotely, manually or automatically. 
– Communication between protection devices. Communication system can be 
centralized or de-centralized in which each IED takes its own decisions. 
As mentioned in (Chowdhury, Chowdhury & Crossley 2009: 95) the high-speed 
of operation of the protection devices is very crucial for reliable operation of the 
microgrid protection system. Utilization of high-speed telecommunication will be 
an essential part of future smart grid protection system to achieve fast and 
selective protection both in grid connected and islanded modes of operation. The 
same communication protocols and standards used in HV/MV network can be 
applied directly to the LV microgrids. However, due to the smaller scale of LV 
microgrid‘s, the costs of protection devices must also be lower than the cost of 
devices used in the HV/MV network. Protection and control functions of IEDs in 
LV microgrid will need real-time information about network topology, status of 
DER units (on or off), state of charge of storage systems, and also number and 
size of loads connected to the microgrid. These conditions have to be updated and 
checked continuously in order to guarantee that protection settings are suitable for 
current configuration. (Oudalov et al. 2009) 
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6.1 Grounding of LV microgrid and DER units 
International standard IEC 60364 specifies three types of grounding arrangements 
in the distribution network using two letter codes TN, TT and IT. The first letter 
indicates the connections between ground and the generator or transformer. T 
means a direct connection between a point and the earth and I means no point of 
connection between the point and the earth. The second letter defines the 
connection between ground and the electrical device, where T means direct 
connection with earth and N means the connection with earth is via supply 
system. Most of the European distribution systems use TN-S or TN-C-S system 
for reliable grounding (Norrga 2009). Jayawarna et al. (2005) have concluded that 
TN-C-S or TT grounding systems are the most suitable for neutral grounding of a 
LV microgrid. In TN-C-S grounding system part of the system uses combined 
PEN conductor while at some points PE and N conductors are separated like 
inside house wiring. The combined PEN conductor can be grounded at different 
points providing multiple grounds. This reduces the risk of broken neutral or 
ground conductors. 
One essential issue from the point of view of protection is the loss of neutral 
connection of MV/LV transformer during island operation when microgrid 
interconnection switch is located downstream from MV/LV transformer. When 
DER unit connection transformers are used, it is necessary to consider the 
connection type, i.e. delta-delta, delta-wye, of these transformers from microgrid 
protection's point of view particularly during earth faults in island operation. In 
many countries DG units are also required to be connected to the network through 
transformers for galvanic isolation. But because transformers decrease the overall 
efficiency of the DER unit, DER unit topologies especially for three-phase PV 
converters has been developed without transformers. With transformer-less DER 
units it is important to simultaneously take into account that ground leakage 
current through parasitic capacitances is kept low enough (Kerekes et al. 2007). 
Norrga (2009) compared three suitable converter topologies for DER unit 
connection to four-wire three-phase grids. The main outcome from the 
comparison of the topologies by Norrga (2009) was that the solution for handling 
the neutral connection will affect the cost and complexity of the converter in the 
following different ways, in: 
1. Transformer-less DER unit, the DC capacitor of the midpoint connected 
converter will need to be large if unbalanced loads are to be handled, 
2. Transformer-less DER unit, the cost of the additional phase leg with the four-
leg converter will have to be considered which is needed to smoothen the 
ground-mode ripple and 
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3. Transformer connected converter, the cost of the transformer will make up a 
significant portion of the overall system cost. 
It has also been stated in (Strauss 2009) that there is a concern that transformer-
less converter based DER units may inject sufficient DC current into LV 
networks which may cause distribution transformer saturation. However, the 
transformer offers several benefits in addition to providing the neutral connection 
and galvanic isolation which may be even necessary in many countries and 
applications (Norrga 2009). For example lower voltage at DG unit side of the 
transformer may reduce the component costs because they can be dimensioned to 
be smaller. 
In this thesis it was chosen that all DER units should be connected to LV 
microgrid with delta-wye grounded connection transformers. It means that 
microgrid side of the transformer is directly earthed which ensures a path for 
neutral current and high earth fault currents. 
6.2 Smart protection system for LV microgrid 
As stated by Chowdhury, Chowdhury & Crossley (2009: 79), the protection 
issues for microgrids cannot be properly resolved without a thorough 
understanding of microgrid dynamics before, during and after islanding. 
Therefore, utilization of simulation tools such as PSCAD provides great basis for 
protection system development before proceeding to real-life pilot and test 
installations. In Publication VI new smart protection system for LV microgrid 
was proposed based on extensive PSCAD simulations. 
6.2.1 Framework for microgrid protection 
In the development of the new protection scheme for LV microgrids several 
issues must be considered like for example 
– The number of protection zones in LV microgrid, 
– Speed requirements for microgrid protection in different operation states and 
configurations and 
– Protection principles for parallel and island operation of the microgrid. 
In addition, the developed protection scheme for microgrid must be supported by 
the technical choices made in the microgrid operation and control issues. In this 
section the key issues related to the LV microgrid protection are briefly reviewed 
based on Publication VI from which more detailed information can be found. 
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The size and number of LV microgrid protection zones will define the needed 
amount of PDs for microgrid protection. The size of microgrid protection zone 
must be such that it fulfills the customer requirements and is economically 
feasible. The protection zones used in this thesis are presented in Figure 51. Also 
the necessary protection devices (PD 1–4) for these protection zones are shown in 
Figure 51. Three basic fault types, F1, F2 and F3 can also be seen in Figure 51. 
Protection devices shown in Figure 51 are: 
– PD 1: Microgrid interconnection switch including relay and circuit-breaker or 
fast static-semiconductor-switch (SS) 
– PD 2: LV feeder protection including relay and circuit-breaker or static-switch 
(SS) 
– PD 3: Customer protection including fuse or low-voltage-/miniature- circuit-
breaker (LVCB/MCB) or in case of very sensitive customers LV customer 
microgrid (DC or AC) with SS may be needed 
– PD 4: DER unit protection 
 
 
Figure 51. Number of protection zones and devices in LV microgrid. 
Few fundamental structural choices will determine the speed requirements and 
operation principles of LV microgrid protection. On the other hand, these speed 
requirements will define certain structural choices needed to fulfill them. The two 
main reasons for the speed requirements are stability and customer sensitivity. 
Stability has to be maintained after sudden changes. The most challenging 
changes are transition to island operation due to fault in MV or fault in LV 
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microgrid during island operation. One essential issue related to the operation 
principles of LV microgrid protection is the control of converter based DER units 
during faults. It should be compatible with the proposed microgrid protection 
system. 
Especially directly connected rotating machines are very sensitive to lose stability 
in voltage dips caused by faults in island operated microgrid. Therefore, they may 
jeopardize the stability of the whole microgrid. Therefore, LV microgrid 
protection should operate rapidly for all types of faults. For example, if microgrid 
customers have fuse protection there is a risk that customer protection may 
operate too slowly in island operation due to low fault currents, which in turn may 
cause instability in island operated microgrid after fault clearance. 
Structural choices needed to fulfill the speed requirements may be divided into 
– Switch technology needed, 
– Communication technology needed, and 
– Capacity of the central energy storage based master unit. 
Naturally the speed requirements will create a demand to microgrid 
interconnection switch (PD 1) to operate very rapidly, which means that the 
traditional circuit cannot be used and instead PD 1 possibly needs to include fast 
static semiconductor based switch (Kroposki et al. 2007; Chowdhury, Chowdhury 
& Crossley 2009: 95). On the other hand, Degner & Valov (2009) reported that 
the total breaking time of some commercial low-voltage-circuit-breakers 
(LVCBs) was measured to be less than 15 ms after receiving switching-off 
command from an intelligent controller. It means that LVCBs could also be one 
possible option for PD 1. Silicon carbide (SiC) based power electronic 
components presented by Zhang et al. (2010) could also be possible solution in 
the future to be used in microgrid protection devices as well as in DER unit 
converters, due to potential improvements in power density, cooling 
requirements, system response times, overload capability, and reliability. In 
addition, PD 1 could be some of the combinations described in Publication II, e.g. 
LVCB/SS + PQC where power quality compensator compensates the depth of the 
voltage dip and that way allows longer operation time to PD 1. 
With larger capacity central energy storage unit it could be possible to survive 
from larger oscillations without losing stability. In addition, fault current feeding 
capability during island operation could be increased with larger energy storage to 
make customer fuses operate faster. DG unit converter control principle during 
fault has a major impact on fault detection in island operated microgrids (Brucoli 
& Green 2007) and standards and other regulations are needed to be set for 
converters fault behavior in the very beginning of the design process (Laaksonen 
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& Kauhaniemi 2007b). To ensure that protection operates as fast as possible the 
fault current fed by DG unit converter must be at least the rated current and the 
DG unit cannot be disconnected before microgrid protection has operated.  
Stability is also affected by many other things related to converter control which 
have been discussed in more detail in Publications I and II. 
6.2.2 Proposed LV microgrid protection system 
Due to lack of high fault currents, it has been proposed by Laaksonen & 
Kauhaniemi (2007b) and Al-Nasseri & Redfern (2007) that voltages could be 
used for protection of an islanded microgrid. However, it is difficult to realize 
selective microgrid protection during island operation with voltage or current 
relays alone (Oudalov & Fidigatti 2008). Nikkhajoei & Lasseter (2007) designed 
detection of unbalanced faults in LV microgrid based on current zero and 
negative sequence components. But, unbalanced load also produces zero and 
negative sequence components. Therefore, the determination of the detection 
limits may become difficult. It is also worth mentioning that structural choices 
made in the microgrid concept of Nikkhajoei & Lasseter (2007) were different 
when compared to the technical choices made in this thesis.  In this thesis, one 
central energy storage unit located at MV/LV distribution substation was chosen 
instead of integrating energy storages in each of the DER units. On the other 
hand, some of the proposed microgrid protection schemes are only applicable for 
MV feeder or HV/MV substation microgrids, as the one suggested by Sortomme, 
Venkata & Mitra (2010) for MV microgrid protection which was primarily based 
on differential protection. 
The main structural choices and functions of the proposed LV microgrid 
protection system are summarized in Figures 52 and 53. The chosen types of 
protection devices (PD 1–4) are shown in Figure 52. In Figure 53, functions 
needed from these PDs in normal and island operation are then summarized. 
Because active and reactive power measurements between utility grid and LV 
microgrid are required during normal operation (see Section 5.2.2 on page 78), 
phase current measurements are also needed from PD 1 and PD 4 (Figure 52). 
However, from the proposed protection system's point of view the current 
measurements at PD 1 and PD 4 are not necessarily needed. To be able to achieve 
selective protection for PD 2s during island operation, the protection algorithm of 
the devices was chosen to be multi-criteria based where both voltage and current 
measurements were utilized (Figure 52). In addition, the protection algorithm of 
PD 2s should be able to adapt to the current network configuration as well as to 
states of the DER units during island operation (Figure 52). In practice microgrid 
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management system (MMS) could be used to change settings and pick-up limits 
of PD 2s when microgrid configuration changes (Figure 53). 
After LV microgrid transition from normal to island operation MMS will send 
state-changed signal to different PDs so that they can adapt to the changed 
microgrid configuration (Figure 52). Microgrid interconnection switch, PD 1, is 
changed to be ready for LV microgrid synchronized re-connection back to utility 
grid. The re-synchronization requires that phase voltages are measured from both 
sides of the PD 1. Protection settings of PD 2s will adapt to the needs of island 
operation. To avoid malfunction of PD 2s, the protection settings of PD 2s are not 
changed from normal to island operation settings before all possible transients 
and oscillations due to islanding are stabilized. MMS will also send state-changed 
signals to PD 2s and PD 4s after successful LV microgrid re-connection back to 
utility grid (Figure 52). 
Role of MMS is also important in power balance management of island operated 
microgrid. For example after fault F2 at LV feeder, MMS must send after 
operation of PD 2, new set point values for those DER units which are still 
connected at the healthy part of the microgrid or alternatively a disconnection 
signal to less critical customer loads. 
To achieve selective protection and avoid unnecessary tripping of protection, 
possible oscillations due to sudden changes in microgrid configuration needs to 
be taken into account. This can be done by using communication based 
interlocking signals. In Figure 53 functions of the developed LV microgrid 
protection system during normal and island operation are illustrated. 
Fast real-time communication is needed for microgrid protection purposes 
between protection devices (PD 1 and 2) and also between master unit and DER 
units. In addition, MMS needs to be able to communicate in real-time with all 
these microgrid components including customer loads. In this thesis it is proposed 
that this communication should be based on common standard like IEC 61850 
(Figure 52) as discussed also in Sections 2.3.3 and 2.5.1. Utilization of phasor 
measurement units (PMUs) for time synchronized measurements with PDs inside 
LV microgrid is not needed, because according to Sortomme, Venkata & Mitra 
(2010) they may be only required with lines longer than 29 kilometers. 
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Figure 52. Type of protection devices (PD 1–4) needed in normal and island 
operation of LV microgrid for chosen number of protection zones. 
Active microgrid components in the PCC of LV microgrid, microgrid 
interconnection switch, central energy storage unit and MMS, are also responsible 
for synchronized re-connection of microgrid back to utility grid (Figure 52). To 
achieve cost efficient solutions integration should be done with the protection 
functions of new DER units (PD 4). Functions of PD 4 should be part of the 
control system so that separate protection relays would not be needed. However, 
with the already existing DER units it could be easier to install the IEC 61850 
DER object models to the new protection devices with direct link to the DER 
units instead of installing these models into the DER units themselves (Oudalov et 
al. 2009). 
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Figure 53. Functions needed from LV microgrid protection in normal and island 
operation based on local measurements and communication (see 
Figure 52). 
Operation curves of PDs in the proposed LV microgrid protection system 
Different kinds of protection methods and principles for microgrids have been 
proposed previously by Feero, Dawson & Stevens (2002), Jenkins et al. (2005), 
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Al-Nasseri & Redfern (2007), Brucoli & Green (2007), Driesen, Vermeyen & 
Belmans (2007), Nikkhajoei & Lasseter (2007), Tumilty et al. (2007), Al-Nasseri 
& Redfern (2008), Oudalov & Fidigatti (2008), Degner & Valov (2009) and Loix, 
Wijnhoven & Deconinck (2009). One problem in some of the proposed solutions 
for LV microgrid protection, e.g. by Al-Nasseri & Redfern (2008) and Loix, 
Wijnhoven & Deconinck (2009), is that their applicability is limited to microgrids 
with only converter connected DG units. Therefore, these solutions may for 
example overlook the protection operation speed requirements needed to maintain 
stability in LV microgrid equipped with directly connected rotating machines. 
Key fundamental properties required from the future LV microgrid protection 
systems include 
1. Adaptability, 
2. Utilization of fast standard based communication, 
3. Fast operation in deep voltage dips due to faults to maintain stability in 
healthy part of LV microgrid, 
4. Fast operation to fulfill needs of very sensitive customers, 
5. Selective operation in every kind of faults and 
6. Unnecessary operation of PDs and disconnection of DG units must be 
avoided. 
In following the operation curves for the PDs during LV microgrid normal and 
island operation are described. These operation curves were developed in 
Publication VI. Operation curves for PD 1 in normal and for PD 2 in island 
operation were created so that stability of LV microgrid or healthy part of LV 
microgrid could be maintained after fault clearance in every studied 
configuration. Therefore, these operation curves also represent FRT requirements 
for the DER units connected in LV microgrid. Voltage relay operation curve for 
PD 4 ensures selectivity with PD 1 in normal operation and with PD 2 in island 
operation to avoid unnecessary tripping of DER units. Frequency relay of PD 1 
and PD 4 is only used to protect microgrid customers from possible long-term 
frequency deviations, caused by disturbances due to power imbalance in HV 
network, which cannot be seen from phase voltage measurements. Operation 
curves for frequency relay of PD 4 will also represent frequency based FRT 
required from DG and energy storage units. Pick-up and operation limits for PD 
3s OC settings should be quite low, because their operation speed should be same 
also in island operation, where fault current level will be much lower than in 
normal operation. 
In Figure 54 and 55, requirements for the operation of microgrid protection 
devices during normal operation of microgrid are presented.  
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Figure 54. Operation curves for voltage relays (PD 1 in normal operation and 
PD 4 in normal and island operation). 
 
 
Figure 55. Operation curves frequency relays of PD 1 and PD 4 in normal and 
island operation of microgrid and operation curves for OC relays of 
PD 2 (directional low-set stage and non-directional high-set stage) in 
normal operation and PD 3 in normal and island operation. 
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The operation limits for low-set and high-set stages of PD 2 and PD 3a in Figure 
55 are instructional, based on simulation studies done in Publication VI. The 
protection of LV feeders with PD 2s in normal operation is based on directional 
OC relays (Figure 55). The direction of the current must be to corresponding LV 
feeder with such time delay that all possible F3 type of customer faults will be 
cleared with PD 3s before possible operation of PD 2. The chosen time delays in 
Figure 55 between PD 2 and PD 3a are quite small and selectivity between them 
may be hard to achieve in reality, without communication based interlocking 
signals from PD 3a. 
The operation curve for PD 4 must be time selective with other PDs so that it will 
never unnecessarily disconnect DER unit due to any type of fault. In Publication 
VI also an extra definition for PD 4 was specified. It stated that disconnection of 
DER unit with PD 4 based on under-voltage should only take place in less than 
150 ms after pick-up limit is reached if voltage in all three phases (A, B, C) is less 
than 5 % from nominal (see Figure 54) when voltages are measured from 
microgrid side of delta-wye grounded transformer. Fulfillment of the LV 
microgrid protection requires FRT ability from the DER units. In practice this 
means that converter based DER units require PLL with negative sequence 
filtering as discussed in Publications II and IV or alternatively some other stable 
and reliable synchronization method with FRT capability. Some examples have 
been presented by Blaabjerg et al. (2006) and Rodriguez et al. (2007). The main 
difference in the protection of LV microgrid during island operation is the 
required change in the protection algorithm of PD 2s. Based on the simulations 
adaptive multi-criteria algorithm for PD 2 (Figure 56) was developed in 
Publication VI. 
Adaptability of PD 2 (Figure 56) means that during island operation it takes into 
account the number and type of DG units at corresponding LV feeder and also 
their fault current feeding capability. In addition, multi-criteria algorithm of PD 2 
is based on both phase-to-earth voltage and current measurements. Fast and 
selective operation between different PD 2s during island operation is achieved 
by intelligent utilization of high-speed communication.  The protection of PD 3s 
and PD 4s remains unchanged during island operation of microgrid (see Figure 54 
and 55).The time delay in the multi-criteria algorithm of PD 2 (Figure 56) is 
dependent on the voltage dip which at the same time 
– Ensures stability after fault clearance, 
– Minimizes the effect of the voltage dip to other microgrid customers and 
– Prevents unnecessary operation due to connection of certain type of loads, e.g. 
induction motors. 
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Figure 56. Adaptive multi-criteria algorithm for PD 2 to achieve selective 
operation between PD 3a and PD 2 in customer faults (F3) and LV 
feeder faults (F2) during island operation of LV microgrid. 
Pick-up limit of the directional over-current (OC) measurement as part of the 
multi-criteria algorithm of PD 2 is adaptive so that it takes into account the 
number and type of DG units at corresponding LV feeder and also their fault 
current feeding capability. To ensure selectivity between PD 2s of LV feeders 
during island operation of microgrid, PD 2 should send an interlocking signal to 
other PD 2s after pick-up limits for voltage and directional OC values of it have 
been exceeded. Also short time delay could be used in the sending of the 
interlocking signal so that with higher currents the time delay of sending the 
interlocking signal would be shorter (see Figure 56). In this way the selectivity 
between PD 2s could be ensured even further. 
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To maintain stability during island operation at the remaining healthy part of LV 
microgrid after operation of PD 2 in 125 ms after a large voltage dip (Figure 56), 
the rated power of the central energy storage unit must be higher than the rating 
of the largest directly connected rotating DG. Shorter operation time, e.g. less 
than 60 ms could be beneficial from the DG unit’s and customers’ point of view, 
because then FRT requirements for DER units would be easier and voltage dips 
experienced by customers would be shorter. However, in that case the selectivity 
between PD 2 and PD 3a and PD 3b would be quite challenging to be realized, 
because then the devices would be required to operate in few tens of milliseconds. 
But if for example IEC 61850 based communication were also utilized on PD3a 
and PD 3b then the realization could be possible. The performance criteria 
specified by IEC 61850-5, Communication requirements for functions and device 
models, for the GOOSE messaging defines the transfer time to be less than 3 ms 
for a TRIP GOOSE command and 20 ms for a BLOCK GOOSE command 61850 
(IEC 61850 standard 2003). The BLOCK command means that it will block the 
other PDs from tripping by sending an interlocking signal. Hakala-Ranta, 
Rintamäki & Starck (2009) has also presented how the GOOSE commands of the 
IEC 61850 standard can be used with the blocking-based busbar protection 
schemes at MV level. 
Another option during island operation for only voltage relay based protection at 
PD 2s in radial LV feeders could be comparison of voltage measurements 
between PD 2s. This requires that PD 2 voltages are measured some distance 
away from MV/LV distribution substation at corresponding LV feeders with high 
speed communication to PD 2s. In this way lower phase voltages at the faulted 
LV feeder could be seen more clearly. 
The effect of higher R/X-ratio on LV feeders and the influence of it on protection 
settings of PD 2s and PD 3s were also simulated in Publication VI. Simulations 
showed that higher R/X-ratio reduces slightly both the fault currents measured by 
PD 2s and PD 3s and the magnitude of the voltage dip during fault. 
In all simulations of Publication VI fault resistance Rfault has been 0.005 $. In 
addition, it was simulated in Publication VI that how much larger can the fault 
resistance be in order to be cleared with the multi-criteria algorithm of PD 2 
(Figure 56). For example separation between connection of larger single-phase 
load and single-phase earth fault with Rfault=5 $ at LV feeder during island 
operation could not be made. The simulation showed that during 1-phase earth 
fault with Rfault=1 $ at the end of LV feeder 1 the multi-criteria algoritm of PD 2 
detects the fault. The simulations in Publication VI gave also reasons to determine 
the maximum size of single-phase load or DG unit that can be connected to 
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microgrid with island operation capability. This could be done for example in 
percents from capacity of master unit, so that the risk of unnecessary operation of 
PD 2 can be avoided during island operation. Regarding to this it should be 
mentioned here that the simulation studies in Publication VI were done without 
microgrid voltage unbalance compensation by central energy storage (see Section 
5.2.3). 
The under- or over-voltage-ride-through ability of customers is also determined 
by the protection settings and operation curves of microgrid protection described 
above. For example the same FRT requirements are valid for frequency converter 
connected induction motors. In cases where customer equipments are very 
sensitive to voltage dips or momentary overvoltages, customer specific solutions 
like UPS, LV customer DC microgrid, overvoltage protection etc. will be 
required. 
Additions to the proposed LV microgrid protection system 
In Publication IX few additions to the proposed LV microgrid system presented in 
Publication VI were further developed. In studies of Publication IX the protection 
of long LV feeders with section PDs, connection of large DG units to LV 
microgrid and protection issues related to possible ring operation of LV feeders 
were examined. 
With long radial LV feeders it may in some cases be beneficial to divide feeders 
into two protection zones (Figure 57). In addition, by adding PD 2ring (Figure 57), 
which is normally open, between LV feeders, the self-healing capability of LV 
microgrid could be increased. By closing PD 2ring instantaneously when PD 2a is 
opened (Figure 57), due to a fault at LV feeder section between PD 2a and PD 2b, 
the number of customers affected by the fault could be reduced. When PD 2a 
opens due to fault between PD 2a and PD 2b (Figure 57) it will send closing 
signal to PD 2ring and interlocking signal to other PD 2s. On the other hand, if 
fault occurs after PD 2b at corresponding LV feeder (Figure 57) PD 2a and PD 2b 
will detect the fault simultaneously. In this case, to ensure selectivity between PD 
2a and PD 2b, PD 2b must send interlocking signal immediately to PD 2a of the 
same LV feeder before PD 2a operates. In other words this means that when fault 
occurs after PD 2b, the time delay of PD 2a at the corresponding LV feeder must 
be such that interlocking signal from PD 2b can reach PD 2a before it will operate 
(Figure 57). In addition, to confirm selective operation of LV microgrid 
protection also during island operation, PD 2b could send measured phase voltage 
values with timestamp as an attachment of interlocking signal to PD 2a. If phase 
voltages measured by PD 2a at the same time are lower than the ones received 
from PD 2b, then PD 2a will be opened despite the interlocking signal received. 
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During normal and island operation also the selective operation of PD 2a and PD 
2b with PD 3 must always be ensured. 
 
 
Figure 57. Long LV feeders with section PDs, e.g. CBs, (PD 2b, PD2ring) and 
connection principles of large DG units. 
Connection of large DER units with relatively high fault current feeding 
capability, say greater than 50 kVA directly connected SGs, is discussed briefly in 
the following. Fault current feeding capability of directly connected SGs may be 
circa six times the nominal current (In) for a short duration. It could also be 
possible that in the future the fault current of converter connected DG units can be 
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even four times In under specific circumstances (Braun & Notholt-Vergara 2008). 
This converter overloading capability depends on several factors such as the pre-
fault steady state power, the duration of the fault and the design of the heat sink 
(Braun & Notholt-Vergara 2008). The most relevant factor found by Braun & 
Notholt-Vergara (2008) was the thermal loading of the power electronics 
components. A higher overload capability is possible but at the cost of a lower 
performance under part-load conditions, or in other cases, higher volumes, 
weights and costs (Braun & Notholt-Vergara 2008). The connection of large DG 
units with high fault current feeding capability directly into the LV feeders may in 
some cases make it challenging to achieve selective protection during island 
operation even if adaptive PDs were used. Therefore, large DG units should be 
connected either directly or with own LV feeder to the MV/LV distribution 
substation (Figure 57). Such a DG unit connection is also beneficial if this unit is 
heat producing CHP unit, because it will always remain connected regardless of 
possible faults at other LV feeders (Figure 57). 
In normal operation of LV microgrid it can be beneficial from the point of view 
of the voltage level control to operate the LV feeders with ring configuration 
(Figure 57). This means that PD 2ring is needed and it will be closed during normal 
operation. Section PDs in the middle of LV feeders (PD 2b in Figure 57) are not 
necessarily needed. From the simulation results of Publication IX it became clear 
that with ring connected LV feeders during microgrid normal operation, selective 
operation of PD 2as was not possible without utilization of high-speed 
communication. However, in order to ensure selective operation of microgrid 
protection also during island operation, it would be beneficial to open the PD 2ring 
(Figure 57) during island operation. 
Further studies needed in the development of the LV microgrid protection system 
First of all, the proposed new LV microgrid protection system revealed the need 
for fast operating, accurate, low-cost, programmable PDs with high-speed 
communication capability in future smart LV networks. Fuses cannot be 
parametrized and contactor or load switch alone is not able to disconnect high 
fault currents. Therefore, this kind of new PD or LV network Smart Grid Switch 
(SGS) could be based on breaker or semiconductor technology to achieve rapid 
response. Most sensible option would be that the same LV network SGS with 
standard (IEC 61850) based communication capabilities could be utilized as PD 
1, PD 2 or PD 4 in the proposed new LV microgrid protection system just by 
programming the operation curves of the PD as needed. PD 1 and PD 2 should 
also be able to break high fault currents during normal operation. Basic 
measurements of LV network SGSs could include measurement of phase currents 
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(directional), phase voltages (at least in PD 1 from both sides) as well as active 
and reactive powers. Also some add-on features could be included into the LV 
network SGSs, like for example frequency, voltage and/or current THD and 
unbalance measurements in PD 1 and PD 4. Especially power quality 
measurements from distribution networks will increase in the future and this 
information for different possible future applications of MMS and DMS could 
also be provided by these SGSs. For example knowledge from measurements of 
microgrid interconnection switch (PD 1) about voltage level and transformer 
loading at MV/LV distribution substation could be useful for distribution network 
planning and operation purposes for DSOs. On the other hand, power quality 
measurements could also be made more extensively in future smart grids with 
separate devices as presented by McEachern & Eberhard (2010) or with AMM 
devices. Also the communication compatibility of the LV network SGS devices, 
especially PD 1, with MV feeder IEDs in future smart grids may be useful if for 
example zero voltage or zero current measurements at MV/LV distribution 
substations from MV side of the transformer are communicated between PD 1 
devices and MV feeder IEDs for earth fault locating purposes in certain type of 
MV networks. 
In Publication VI in which the proposed LV microgrid protection system was 
developed, the fault level and R/X-ratio of the utility grid at the 20 kV level were 
200 MVA and 0.1 respectively, which means that there was quite strong 
connection to HV level during normal operation. Due to this it could be useful to 
study further the possible influence of fault level at LV microgrid connection 
point, e.g. to the pick-up limits and low-/high-set stage settings of PD 2 and PD3a 
(see Figure 55) to ensure selectivity between different PDs in all possible cases. 
In the future, also the effect of DER unit operation state to the fault current 
feeding capability of it could be further studied from the new LV microgrid 
protection system's point of view. For example, what possibly is the difference in 
the fault current fed during different type of faults, if production of the DER unit 
is 25 or 100 % from nominal power. In further studies, the dynamics of the DER 
unit primary energy source could be modeled with more details to find out 
possible effects on the fault current feeding capability of the DER units in 
different operating states. In the future the flexibility and applicability of the 
proposed LV microgrid system to different kinds of microgrids could also be 
further studied. Real example cases are also important in the future to verify, test 
and develop the proposed LV microgrid protection system. 
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6.3 DER unit fault behavior and protection of LV 
 microgrid 
One of the most important issues is to ensure that the behavior required from 
DER units during faults is compatible with the developed LV microgrid 
protection system. This means that when protection of island operated microgrid 
is designed, one of the most important questions is how converter based DER 
units will contribute to the fault current. Loix, Wijnhoven & Deconinck (2009) 
have stated that low thermal overload capability of converters limits their 
maximum output current to about 2–3 times the rated current. To avoid converter 
disconnection due to high fault current during a fault converter output current 
limitation algorithm is used for the period needed by the protection system to 
locate and isolate the fault (Loix, Wijnhoven & Deconinck 2009). On the other 
hand in references (Van Overbeeke 2009) and (Van Overbeeke & Cobben 2010) 
more fault current to island operated microgrid is provided by fault current source 
to ensure that the over-current based protection operates correctly. As mentioned 
before in Braun & Notholt-Vergara (2008) investigation it was found that under 
specific circumstances the converter was able to provide up to four times its 
nominal current during a fault. 
In general, the behavior of converter based DER units during faults including 
allowable voltage and frequency fluctuations is determined by national 
interconnection requirements or grid codes which differ from country to country. 
Therefore, standardization is needed to determine the operation of converter based 
DER units during faults to ensure efficient operation of smart grids with high 
penetration levels of DER units (Strauss et al. 2009). Strauss et al. (2009) also 
suggested few general requirements about converters fault behavior. For example, 
converter should not disconnect in case of faults and converter should support the 
grid voltage in case of faults by injection of reactive power during the fault 
(Strauss et al. 2009). However, it has been pointed out by Strauss et al. (2009) 
that at different network levels (MV/LV) grid-support during faults by DER unit 
converters may require different solutions. 
The fault-ride-through (FRT) capability of converter based DER unit will not 
always be just a control issue. This means that also the hardware layout of the 
DER unit converter may need to be adjusted to provide FRT capability. For 
example Abbey & Joos (2007) have used supercapacitor based energy storage in 
doubly fed induction generator (DFIG) wind turbine to smooth the output power 
and to provide FRT ability. Supercapacitors have also been proposed by Tao, 
Duarte & Hendrix (2008), to be used with fuel cell based UPS systems to improve 
their control response which is otherwise quite moderate due to the slow 
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dynamics of the fuel processor. Also other types of modifications to provide FRT 
capability for converter connected DER units have been suggested. In the work 
by Wanik & Erlich (2009), DC chopper was added to the DC-link of microturbine 
converter instead of larger capacitance to limit voltage rise in DC-link during 
faults. This DC chopper dissipates the excessive power during faults through its 
resistor. Also in some simulations done in Publication VII it has been examined 
the effect of supercapacitor in the DC-link of DG unit converter to provide FRT 
ability, i.e. to limit voltage rise in DC-link during faults. The simulation results in 
Publication VII showed how the control of voltage rise in the DC-link of the 
converter reduced the fault current fed by the corresponding DER unit. 
In Publication VII the effect of DG unit fault behavior to LV microgrid protection 
during island operation was studied in some specific cases with PSCAD 
simulations. In the simulations of Publication VII different control strategies of 
converter connected DG units during faults were investigated with various DG 
unit configurations. In addition, the role of energy storages was examined to find 
out their effect to the microgrid voltages and currents measured by the protection 
devices. 
Based on the simulations done in Publication VII the increased reactive power 
feeding with converter based DG units was found to be beneficial for the possible 
over-current protection based protection in LV microgrid. On the other hand, it 
did not significantly reduce the usability of under-voltage based protection due to 
resistive character of LV lines. However, the reactive power feeding during fault 
did not significantly reduce the magnitude of the voltage dip, i.e. support 
microgrid voltage during fault. It was also found in Publication VII that 
significant reactive power feeding during fault may be challenging for the DC-
link voltage control of DG unit during fault. In addition, the reactive power 
feeding by many DG units seemed to increase the possibility of angle stability 
problems after fault clearance. 
The capability to feed or absorb large reactive powers with converter connected 
DG unit will require more capacity from the grid side DC/AC- converter of the 
DG unit. Demirok et al. (2009) stated that 17.64-% overrating extends the 
operation range of converter between 0.85 lagging and 0.85 leading power factor. 
In the end, the excessive reactive power feeding by converter connected DG units 
during fault in island operated LV microgrid was not justified based on the 
simulations done in Publication VII. However, it is essential from the point of 
view of the island operated LV microgrid stability and protection to take into 
account how the reactive power of each DG unit behaves and is controlled. 
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Simulations of Publication VII also showed that the nominal power of directly 
connected SG, which is not located at the MV/LV distribution substation like the 
energy storage based master unit, should be, e.g. 25–50 % smaller than the 
nominal power of master unit to ensure stability after fault in island operated LV 
microgrid. Excitation control of directly connected SGs should also be tuned so 
that their stable operation would be ensured during and after sudden changes in 
island operation. It is also important from stability perspective that the control 
systems of different DER units are compatible with each other. 
6.3.1 Fault behavior standardization of converter based DER units in LV 
 microgrids 
Standardization plays a key role in the future development and realization of the 
smart grids with converter based DER units (Strauss 2009). FRT capabilities are a 
state-of-the-art for the connection of wind parks to the transmission network. But 
FRT has not yet been required from smaller generators until the beginning of 
2009 when the new German code for the connection of generators in MV 
networks came into effect in Germany. However, this regulation does not apply to 
DER units which are connected to the LV networks. The capability of some 
commercial photovoltaic converters to ride-through voltage dips has been earlier 
studied, e.g. by Bletterie, Bründlinger & Fechner (2005). Anyhow, the FRT 
ability is nowadays not required from DER units in LV networks in many 
countries. Therefore, any drop in the voltage below certain limits will lead to 
disconnection of the LV network connected DER units. 
Figure 58 shows the requirements for the fault behavior of converter based DER 
units connected to MV network in Germany as presented by Laukamp (2008) and 
Notholt (2009). From Figure 58 it can be seen that the DER unit must remain 
connected to the grid and inject reactive power during the first 150 ms of any 
fault and for longer faults, the DER unit must remain connected for fault over the 
limit line 2 and must inject reactive power for faults over the limit line 1 (Notholt 
2009). 
However, it has been pointed out by Strauss (2009) that at different network 
levels (MV/LV) grid support by DER inverters requires adapted solutions. 
Requirements and capabilities which are appropriate for generators connected to 
MV network might on the other hand not be practical for LV connections. 
Grid codes and standards for smart grids with island operation capability, 
microgrid grid codes (MGCs), are absolutely necessary for the development of 
future smart grids. MGCs will reduce complexity and avoid the need for too many 
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alternative, case specific, protection solutions. Nowadays there are many different 
national grid codes, interconnection guidelines and national standards. Some 
overview of the existing regulations in mostly used European standards has been 
given, for instance in (Norrga 2009). 
 
 
Figure 58. FRT requirements for DER units which are not based on directly 
connected SGs. The DER unit must remain connected to the grid and 
inject reactive power during the first 150 ms of any fault and for 
longer faults, the DER unit must remain connected for fault over the 
limit line 2 and must inject reactive power for faults over the limit 
line 1 (Laukamp 2008), (Notholt 2009). 
MGC should determine the fundamental structural choices of corresponding LV 
microgrid concept, including harmonic emission limits, protection and power 
balance management issues, and the required DER unit behavior and control 
principles during normal operation and faults in that concept. Strauss (2009) 
proposed DER unit fault behavior in DER inverter white book as shown in Figure 
59 a). Also ENTSO-E (2011) has recently proposed in Draft Requirements for 
Grid Connection Applicable to all Generators FRT requirements for type B 
generators connected at voltage levels below 110 kV as shown Figure 59 b). 
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b) 
Figure 59. a) Proposal for the specification of FRT and protection requirements 
for DER converters in DER inverter white book (Strauss 2009) and 
b) Proposal for type B generators FRT requirements connected at 
voltage levels below 110 kV (ENTSO-E 2011). 
In Figures 54–56 the exact voltage and time values for the protection curves of 
different PDs were also presented and from these curves the needed FRT 
capability for LV microgrid compatible DER units could be derived. But for 
example supply of active or reactive current was not defined in detail. However, 
based on the simulations done in Publication VII the reactive current feeding with 
converter based DER units during faults in island operated LV microgrid was not 
recommended. 
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As a conclusion it can be suggested that during faults in island operation the fault 
current fed by converter based DER units is recommended to be active instead of 
reactive if possible. And the control of the converters during possible faults is not 
recommended to be changed due to increased possibility to instabilities after fault 
clearance. This means that if DER unit is PQ-controlled and produces for 
example 100 kW active and 20 kVAr reactive power, there is no need to change 
this control principle during fault to produce only active current. Also from the 
proposed LV microgrid protection system's point of view (Section 6.2) it is not 
advisable during possible faults in island operated LV microgrid to feed four 
times the nominal current In from the converter based DER units which was stated 
to be possible under specific circumstances by Braun & Notholt-Vergara (2008), 
because it could in some cases lead to instability regardless of the nature of the 
fault current, whether active or reactive. This means that even if the increased 
fault current (4·In) of converter based DER unit is mainly active, it will 
compensate the voltage dip, for example due to fault in one LV feeder, and slow 
down the operation of PD2s based on multi-criteria algorithms (see Figure 56). 
Therefore the possibility for instabilities after fault clearance may be increased. 
On the other hand, it was stated in Publication IX that connection of large DG 
units, especially SGs, with high fault current feeding capability directly to LV 
feeders may in some cases make it challenging to achieve selective protection 
during island operation of LV microgrid even though adaptive PDs were used. It 
is enough from the proposed LV microgrid protection system's point of view that 
converter based DER units will feed 2·In current during faults in LV microgrid for 
the required FRT time defined by the operation curves of different PDs (Figures 
54–56). 
6.4 Blackstart strategy as part of LV microgrid 
 protection and fault management system 
In Publication V blackstart operation strategy as part of protection and fault 
management strategies was presented. It is needed to handle problematic 
situations like instability after transition of LV microgrid to island operation or 
after fault during the island operation. In case of instability all DG units must be 
first disconnected before the blackstart strategy will be executed by MMS. The 
central energy storage unit will play the main role in maintaining the power 
balance and acceptable voltage level in microgrid during the blackstart as well. 
The load connection could be done in groups with communication between MMS 
and advanced AMM systems. Co-ordination between DG units and loads during 
blackstart operation is also managed with MMS. In Publication V, sequence of 
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actions for the microgrid blackstart operation (Figure 60) and control principles 
for some DG units during blackstart were defined and simulated. 
The main difference between blackstart operation principles presented in 
Publication V when compared to references (Moreira, Resende & Pecas Lopes 
2007) and (Pecas Lopes, Moreira & Resende 2005) is the lack of sectionalizing 
which means that the microgrid is divided into smaller islands around DER units 
and these islands are synchronized with each other during the blackstart. 
 
 
Figure 60. Basic principles for blackstart operation strategy from Publication V. 
Because isolated distribution systems are not as stiff as utility grids, large starting 
currents and voltage drop during starting of directly connected induction motor 
could be critical for the entire microgrid (Laaksonen & Kauhaniemi 2007a). 
Based on the simulations of Publication V, some dimensioning principles for the 
needed central energy storage and size of simultaneously controlled loads were 
given which are presented in the following: 
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1. Rated capacity of the master unit with energy storage should be at least equal 
to the largest converter based DG units or motor drives and also 1.5–2 times 
larger than any of the rotating machines connected directly to the microgrid,  
2. Load groups which are connected sequentially should not be larger than the 
capacity of the master unit and  
3. Large directly connected rotating machines must be connected separately from 
other loads. 
It was also found out in simulations of Publication V that during blackstart it is 
logical to connect the most disturbing loads, like rotating machines and thyristor 
rectifiers, at the end of the blackstart sequence. Also the connection interval 
between rotating machines should be long enough so that the steady state can be 
reached before the next event. On the other hand, it was suggested from the point 
of view of blackstart in Publication V that all the larger rotating machines should 
be preferably connected to the microgrid through frequency converters. 
6.5 Synchronized re-connection of island operated LV 
 microgrid back to utility grid 
Synchronized re-connection of island operated LV microgrid back to utility grid 
was studied in Publication VIII. Although the island operated LV microgrid may 
be in synchronism with utility grid right after transfer to island operation, later 
due to load and production changes, i.e. changes in active and reactive power 
flows both in utility and microgrid, the voltage phase angle difference across 
microgrid interconnection switch (PD 1) will change. Synchronized re-connection 
of island operated LV microgrid back to utility grid means that the voltage angle 
difference between utility grid and LV microgrid should be minimized before re-
connection. 
In the HV transmission lines where X>>R the active power P depends mainly on 
load angle ! and reactive power Q depends mainly on voltage difference. 
Therefore, the control of active power P transmission directly controls the load 
angle ! and frequency f. Generation units connected to HV network are usually 
equipped with directly connected SGs. Phase angle difference over open CB 
between two separate large HV power systems can be controlled before closing 
CB with traditional steam turbine based power plants, by controlling the 
mechanical input torque Tm in similar manner that is done in frequency control of 
HV power system. In HV network synchronism check relays are configured e.g. 
so that frequency difference over open CB should be under 55 mHz and phase 
difference 20°–45° before connection (AREVA 2002). 
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In LV microgrids most of the DER units will be connected through power 
electronic interfaces and re-synchronization of LV microgrid could be possibly 
done through the control of these DER units. With LV distribution lines R>>X 
and therefore, in contrast to HV transmission lines, the active power P depends 
mainly on voltage difference, while the load angle ! and depends mainly on 
reactive power Q because. Therefore, one way to control the phase difference 
across microgrid interconnection switch could be through co-ordinated reactive 
power set point changes of the DER units. 
The chosen strategy is dependent on the chosen microgrid concept. Arulampalam 
et al. (2004) have proposed that during resynchronization the control of energy 
storage unit slowly shifts the microgrid system frequency reference value to the 
main network frequency value. On the other hand, for example with P/f -droop 
controlled DER units synchronized re-connection of microgrid requires that all 
DER unit converter controls must be co-ordinated. This co-ordination must be 
done by an external central controller that guides all the converters in the 
synchronization process. To vary the island frequency and to control the angle an 
action is required over the P/f -droop curve which needs communication from a 
central controller. (Nuñez, Gil de Muro & Oyarzabal 2010; Van Overbeeke & 
Cobben 2010) 
Voltage unbalance due to load asymmetry and single-phase DER units affects the 
voltage phase difference across open microgrid interconnection switch so that the 
phase difference deviation may be different in every phase A, B and C. In some 
cases this asymmetry between phases may also be required to be reduced before 
re-connection of island operated microgrid. 
Active microgrid components in the PCC of microgrid, such as microgrid 
interconnection switch, central energy storage unit and microgrid management 
system, are responsible for synchronized re-connection of LV microgrid back to 
utility grid. Oyarzabal et al. (2009) have proposed that synchronous island 
operation could be done by a reference signal containing phase and frequency 
information to the master unit of the microgrid. The phase difference should be 
within acceptable levels, e.g. less than 60°, during re-connection to utility grid 
(Oyarzabal et al. 2009). Based on (Eto et al. 2009), microgrid re-synchronizing 
function has to meet a more stringent requirement than the one defined by IEEE 
1547 which requires that the phase difference between a microgrid and the utility 
grid should be less than 20° before the interconnection switch can close. 
In Publication VIII issues related to the re-connection were studied and different 
functions to enable synchronized re-connection were developed and simulated. 
The LV network simulated in Publication VIII is presented in Figure 61. 
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In the simulations of Publication VIII either 
1. Master unit voltage phase angle or 
2. Reactive power output of DG units was modified to enable synchronized re-
connection (Figure 61) and in addition also 
3. Controllable single-phase loads were used in for asymmetry compensation 
before re-connection at MV/LV distribution substation (Figure 61). 
The simulation results in Publication VIII showed that both re-synchronization 
functions 1) voltage phase angle adjustment with master unit control and 2) 
reactive power feeding of DG unit could be utilized to enable successful 
synchronized re-connection of island operated LV microgrid back to utility grid. 
However, the voltage phase difference deviation or asymmetry between phases A, 
B and C across microgrid interconnection switch (Figure 61) still existed with 
these re-synchronization functions. If this phase difference deviation is too large, 
it must be compensated before re-connection of island operated LV microgrid. In 
simulations of Publication VIII this phase difference deviation was well corrected 
by connection of resistive or capacitive single-phase loads at MV/LV distribution 
substation (Figure 61). However, quite large frequency and voltage oscillations 
after connection of single-phase capacitive loads were detected when compared to 
the connection of purely resistive loads. 
In general, the simulation results of Publication VIII clearly showed that 
synchronized re-connection is not necessarily a significant issue with small, e.g. 
less than 10°, phase difference across microgrid interconnection switch when 
there are only converter based DER units. Reason for this was that PLL will draw 
converters into phase with the utility grid frequency after re-connection. 
However, with directly connected synchronous generators even small phase 
difference across interconnection switch during re-connection was found to be 
problematic. Therefore, re-synchronization functions for minimizing phase angle 
difference and possibly also voltage unbalance before LV microgrid re-
connection will be needed and in practice these functions should be co-ordinated 
by microgrid management system. 
120      Acta Wasaensia 
 
Figure 61. Studied LV microgrid in Publication VIII. 
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7 CONCLUSIONS AND DISCUSSION 
Low-voltage microgrid concepts without one grid-forming central storage unit 
have been extensively studied and proposed in the literature. Most common have 
been the P/f- and Q/U -droop control based concepts. However, they have some 
drawbacks related to their capability to be integrated into the present grid or 
future smart grids in a feasible way. This is due to the fact that the management of 
these concepts seems to be developed more from the point of view of DER unit 
converter control than from the point of view of utility grid integration. Major 
problems with P/f- and Q/U -droop based LV microgrid concepts are 
– The lack of sensible voltage control, because Q/U -droops require huge 
amount of reactive power to control the voltage in LV network,  
– The lack of feasible protection system which is to some extent compatible 
with the present LV network or the one that will be used in normal parallel 
operation of future smart LV networks and  
– The fact that these concepts are planned to be controlled without any 
communication, although most of the smart grid features will be based on 
extensive utilization of high-speed communication. 
In addition, one problem in many of the proposed solutions for new LV microgrid 
protection system has been that their applicability is limited to microgrids with 
only converter connected DER units. The proposed solutions may therefore 
overlook the protection operation speed requirements required to maintain 
stability in LV microgrid equipped with directly connected rotating machines. 
In this thesis, total technical LV microgrid concept was developed which takes 
more into account the needs and behavior of the grid, so that island operation of 
LV network could be natural part of future smart grids. Essential in the 
development of the total technical concept was the development of solutions and 
operation principles to the key technical challenges of low-voltage microgrids so 
that all these solutions were compatible with each other. The key technical 
challenges of low-voltage microgrids were defined in this thesis to be successful 
transition to island operation and power quality management as well as microgrid 
protection during normal and island operation. 
The main scientific contribution in this thesis was the development of technical 
solutions to the key technical challenges by taking into account the simultaneous 
interaction of several devices as well as the dependencies between the developed 
solutions. This required simulation studies with multiple component 
configurations. In Chapters 4, 5 and 6, the developed technical solutions to the 
key technical challenges were presented. 
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For example the impact of directly connected synchronous generator based DG 
unit when compared to case with only converter based DER units was taken into 
account in the development of all the proposed solutions. It was found that fault-
ride-through (FRT) capability of directly connected synchronous generator based 
DG unit was not as good as with converter based DER units. However, it was also 
found that FRT capability of converter based DER units required low total-
harmonic-distortion (THD) of voltage during island operation and 
synchronization method which was able to survive from unbalanced faults.  
During island operation the voltage THD of LV microgrid should also be as low 
as possible to provide high quality power for customers during island operation as 
well. The characteristic behavior of these different types of DER units affected to 
the proposed operation curves of the developed new LV microgrid protection 
concept. The proposed LV microgrid concept is capable of adapting to the needs 
of different kind of DER units and is suitable also for LV microgrids with directly 
connected synchronous generators. The studies performed and presented in this 
thesis were mainly done in relatively strong urban LV network based microgrid. 
However, the effect of the R/X-ratio value of LV network feeder lines was also 
considered in most of the simulations. Therefore, the proposed technical solutions 
can be generalized also to weaker LV networks with overhead lines. The main 
difference in weaker networks with higher R/X -ratio feeders was that they were 
found to be more sensitive for voltage fluctuations and the requirements for the 
DER unit control system stability and accuracy were also higher. 
Before it is feasible to optimize the components and control of converter based 
DER units, specified grid codes are needed to state what kind of behavior is 
expected from them. This behavior must also be compatible with the LV 
microgrid management and protection system. In the developed protection system 
for LV microgrids in this thesis, exact voltage and time values for the protection 
curve of DER units (PD 4) with FRT capability were defined as part of the 
protection system and it was stated that the fault current fed by converter based 
DER units during faults in island operated LV microgrids is recommended to be 
active instead of reactive, if possible. In addition, it was stated that from the new 
LV microgrid protection system's point of view it is enough if converter based 
DER units can feed two times their nominal current during faults in LV microgrid 
for the required time. It was also found in Publication VI that DER units with 
very high fault current feeding capability at household customer may require 
directional OC protection and high-speed communication to be used as part of 
customer protection (PD 3a) to always ensure the selectivity of protection during 
island operation. Otherwise the DER unit should be connected directly to the 
corresponding LV feeder. Due to above mentioned issues it is absolutely 
necessary to predefine the expected fault behavior and connection type of future 
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LV microgrid compatible DER units together with the proposed protection 
system. 
To ensure that LV microgrids could be a natural part of future smart grids choices 
for the proposed total technical LV microgrid concept were made so that they can 
also be justified by the needs of the normal utility grid connected operation. The 
role of one central, grid-forming, energy storage unit and the location of it is very 
important from the point of view of the LV microgrid management and 
protection. For example the connection of the central energy storage unit at 
MV/LV distribution substation enables the LV microgrid participation into the 
MV feeder voltage control during normal utility grid connected operation as well 
as the utilization of the power quality compensator based energy storage concept. 
In addition, during island operation it is important from the point of view of the 
protection selectivity that large share of the fault current is coming from 
determined direction i.e. from the central storage unit. To further ensure the 
correct operation of the protection during island operation, large DG units should 
be connected either directly or with own LV feeders to the MV/LV distribution 
substation. Such a DG unit connection is also beneficial for microgrid customers 
when the DG unit is heat producing CHP unit, because it will always remain 
connected regardless of possible faults on other LV feeders. 
It has been proposed in this thesis that instead of adding on-load-tap-changers to 
MV/LV distribution transformers, the central energy storage at MV/LV 
distribution substation could actively manage the voltage level of LV microgrid 
during normal operation. Also through co-ordinated management by microgrid 
management system, the central energy storage could take part in the MV feeder 
voltage control together with controllable DER units and dispatchable loads. The 
usage of central energy storage unit for active voltage control enables more DG 
capacity to be connected in LV networks as well as better capacity utilization of 
existing LV network lines. This means that energy efficiency of electricity 
distribution in LV networks could also be improved. In future smart grids, the 
local service markets are one possibility to implement these functions in reality. 
However, participation of LV microgrid to active management of MV feeder 
voltage control can be restricted by the limits which ensure that successful 
transition to island operation is possible. 
The developed technical solutions and findings for the total LV microgrid concept 
presented in this thesis can be utilized as basis when grid codes for future low-
voltage microgrids and plans for real-life pilot installations are carried out. The 
proposed technical choices as well as operation and planning principles of the 
developed LV microgrid concept can also be taken into account in the 
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development of LV microgrid compatible protection devices (PDs), DER units, 
microgrid management systems and future market structures. The protection 
principles and operation strategies developed in this thesis for LV microgrids 
were based on a hierarchical centralized architecture. In the future possible 
utilization of multi-agent based, adaptive, distributed architectures for LV 
microgrid protection and management could also be studied. 
The work done in this thesis with the developed PSCAD models provides a very 
good basis for the further LV microgrid protection and power quality studies. In 
the future some details of these models could be further developed, but it is not 
likely that this development would have any effect on the validity of the technical 
solutions proposed in this thesis. In power quality studies, very accurate DER unit 
models including all the converter switching actions were necessary. But in the 
future it could be more feasible to use more generalized models in protection 
analysis to reduce the required simulation time. Some comparative studies with 
other simulation tools could also be done in the future when the control systems 
of the DER units are further developed and verified with real-life measurements. 
In addition, for example the further development and simulation of different 
possible voltage control strategies is more sensible to carry out with other type of 
simulation tools. 
In the future it is absolutely necessary to develop regulations, standards and grid 
codes for microgrids and island operation. It is also important to further determine 
and develop market structures and business models for future smart grids parallel 
with the development of technical solutions. In this thesis it has been proposed 
that the future smart grid concept needs to be operated hierarchically with 
microgrids as building-blocks to achieve the main targets of different stakeholders 
i.e. society, DSOs and customers that can be defined as: 
1. Improved energy efficiency through full exploitation of existing network 
capacity with co-ordinated and intelligent control of active resources (mainly 
controllable DER units) by DMS and MMS and  
2. Improved power quality including reliability and voltage quality. 
To fulfill these targets smart grid concept should 
– Always fulfill technical boundaries (e.g. related to protection and voltage level 
and quality) in energy efficient and sustainable way, 
– Have local retail market participation possibility for DER units which 
however may in some cases be limited by technical boundaries, and 
– Have local technical service markets, mainly for voltage control purposes, to 
stay between technical boundaries. 
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Realization of targets to improve energy efficiency and reliability will require 
new market structures and business models for smart grids to be developed which 
can take into account the properties of DER and possible island operation as well 
as enable or support the operation of microgrids as part of active management of 
smart grids. New market structures should take into account the benefit of 
electricity production with DG units near the consumption and the use of DER in 
active management of distribution networks (i.e. energy efficiency aspect and 
matching principle). The customers should benefit from using energy produced 
by the local DG when compared to the customers supplied from the utility grid 
source. 
Simultaneous operation of LV microgrid central energy storage units, DER units 
and loads as part of smart grid voltage control (local technical service markets) as 
well as part of future energy markets seems to be a difficult task to be realized, 
because these two markets have so large impact on each other due to technical 
characteristics of LV networks. Because of the strong active power and voltage 
dependency in LV networks, the active power increase of DG units or discharging 
of energy storages units should be included only in energy markets, not on the 
local technical service markets. 
One possibility in future market structure could be that energy storages are owned 
by third party, other than DSOs, and they will participate in future energy markets 
by active power production (discharging) and in the active voltage control of 
distribution networks through local technical service markets. DSOs will pay 
compensation through technical service markets for DER units from their reactive 
and/or active power control as part of distribution network active voltage level 
management. It is also important that compensation paid in the local technical 
service markets from voltage control through active or reactive power feeding or 
absorbing of some market player needs to be based on the realized effect on local 
voltage level, not just on the amount of active or reactive power produced or 
absorbed. 
Simultaneously, as part of new market structures, new business models for DSOs 
needs to be developed. Required future regulation could allow for example 
service level differentiation based DUoS charging. Service level could be 
differentiated in terms of power and voltage quality e.g. into A, B, C classes to 
sell different power quality for different prices. In the service level differentiation 
of customers also the penalty structure considering compensations from poor 
power quality (presently usually based on supply interruption times) should be 
differentiated. At least, all the second generation smart energy meters or AMM 
devices will be capable of measuring and keeping record of the deviations in the 
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power quality of all customers and therefore the service level realization can be 
verified. 
In Figure 62 some framework for future smart grid market model is presented 
based on above mentioned issues. The presented framework model takes fairly 
into account the benefits of DER. Therefore, the need for other financial support 
structures such as feed-in-tariffs for renewable energy sources could possibly be 
reduced. 
 
Figure 62. Framework for the future new smart grid market model studies. 
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In the development of future market and business models for smart grids it is 
essential to always keep in mind the influence of the technical choices to the 
restrictions that they can make to the corresponding market model. Therefore, real 
example cases are also important in the future to verify and test the functionality 
of the developed technical solutions for LV microgrids and smart grids. 
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Abstract--Microgrids can be defined as distribution systems 
with distributed generation (DG) units, energy storages and 
controllable loads. Microgrids are expected to form an essential 
part of future Smart Grids with self-healing feature. Most of the 
time microgrids will be operated normally parallel with utility 
grid. In addition to this microgrids have a special self-healing 
capability, because they can continue operation also in island 
mode during disturbances, e.g., utility grid outages. One 
important issue which needs to be solved is the synchronized re-
connection of island operated microgrid back to utility grid. In 
this paper issues related to the re-connection of low voltage (LV) 
microgrid are studied and different functions to enable 
synchronized re-connection are presented with various DG unit 
configurations through simulation studies with PSCAD 
simulation software. 
Index Terms--Distributed Generation, Energy Storage, 
Islanding, Microgrid, Protection, Smart Grids, Synchronization  
I.  INTRODUCTION
ARGE scale integration of distributed energy resources 
(DER), including DG, electricity storages, electric 
vehicles and customers with smart energy meters and 
controllable loads, to distribution network in future requires 
creation of a totally new Smart Grid concept which will take 
advantage of the properties of DER. Advanced Smart Grid 
concept allows the use of DER in a coordinated way through 
intelligent management system and hence allows the potential 
of DER to be realized for different interest groups such as 
distribution system operators (DSOs), DG producers, service 
providers, consumers and society. Simultaneously with the 
development of choices made in the Smart Grid concept the 
future island operation (microgrid) possibility should be 
integrated and supported by minimal changes to the concept. 
Typically the term microgrid is used from the LV network 
Smart Grid with island operation capability. However, 
microgrid concept should be defined in a more general way as 
a smart distribution grid part with island operation capability. 
In that case microgrid would mean certain part of distribution 
network with DER which is managed as a whole with 
intelligent microgrid management system (MMS). Microgrid 
can be for example (see Fig. 1): 1. Separate island grid, 2. 
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Small household LV microgrid or LV customer microgrid, 3. 
LV microgrid consisting of all LV feeders connected 
downstream from MV/LV distribution transformer or 4. 
Medium voltage (MV) network feeder microgrid or MV 
substation microgrid with all MV feeders. In overall the role 
of MMS can be seen as distributed intelligence of distribution 
management system (DMS) to lower voltage levels in 
distribution networks (Fig. 1). Microgrid is normally operated 
parallel with utility grid and, e.g., during faults in upstream 
network it can be separated quickly from utility grid and 
operated independently as an island grid. MMS will be 
responsible from the overall economic and energy effective 
operation of microgrid taking into account the technical 
boundary conditions both in normal and island operation.  
Fig. 1. Different possible microgrid configurations. 
Realization of future Smart Grids with island operation 
capability requires that all technical issues, such as power and 
energy balance, power quality and protection during island 
operation, are solved. One important issue is also 
synchronized re-connection of island operated LV microgrid 
back to utility grid, which has been studied in this paper. In 
the PSCAD simulations of this paper issues related to the re-
connection of island operated LV microgrid are studied and 
different functions to enable synchronized re-connection are 
presented with various DG unit configurations. 
Synchronized Re-Connection of Island Operated 
LV Microgrid Back to Utility Grid 
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Section II of the paper discusses briefly about issues related 
to synchronized re-connection of island operated LV 
microgrid and section III about synchronized re-connection as 
part of microgrid protection and management concept. Section 
IV introduces the studied system and simulation results of the 
study and discussions are presented in section V. Conclusions 
are stated in Section VI. 
II.  ISSUES RELATED TO SYNCHRONIZED RE-CONNECTION OF 
ISLAND OPERATED LV MICROGRID
First of all, the ability to maintain synchronism after 
transition to island operation is crucial from stability point of 
view [1]. Secondly, synchronized re-connection of island 
operated LV microgrid back to utility grid means that the 
voltage angle difference between utility grid and LV 
microgrid should be minimized before re-connection. This is 
not a significant issue when converter based DG units with 
phase locked loop (PLL) component are considered, because 
PLL will draw converters into phase with the utility grid 
frequency after re-connection. However, DG units with 
traditional synchronous generator interface cannot deal with 
major phase difference during LV microgrid re-connection 
without losing rotor angle stability. Therefore, some kind of 
principles for minimizing phase angle difference before re-
connection are needed.  
A.  Synchronized Connection of Separate HV Power Systems 
with directly connected SGs 
In the high voltage (HV) transmission lines (X>>R) the 
active power P depends mainly on power angle ! and reactive 
power Q depends mainly on voltage difference. Therefore, 
control of active power P transmission directly controls the 
power angle ! and frequency f. [2]  
Generation units connected to HV network are usually 
equipped with directly connected synchronous generators 
(SGs). Phase angle difference over open circuit breaker (CB) 
between two separate large HV power systems can be 
controlled before closing CB, e.g. with traditional steam 
turbine based power plants, by controlling the mechanical 
input torque Tm in similar manner that is done in frequency 
control of HV power system. For example if steam valve of 
steam turbine is opened then mechanical input power Pm to SG 
rotor is increased and therefore also rotor angle is increased. 
After reaching steady state again the electrical output power Pe
of SG is also increased and phase difference over open CB 
between two separate power systems has been reduced small 
enough so that synchronized connection of these two power 
systems may be performed if frequency difference is also 
small enough. In HV network synchronism check relays are 
configured in some cases so that frequency difference should 
be under 55 mHz and phase difference 20° - 45° [3]. 
B.  Synchronized Re-connection of LV Microgrid back to 
Utility Network 
In LV microgrids most of the DER units will be connected 
through power electronic interfaces and re-synchronization of 
LV microgrid can be possibly done through the control of 
these DER units. However, the chosen strategy is dependent 
on the chosen microgrid concept i.e. active and reactive power 
(PQ) controlled DER units with one central master unit or 
active power/frequency (P/f) -droop controlled DER units 
without central master unit. In [4] it has been proposed that 
during resynchronization the control of energy storage unit 
slowly shifts the microgrid system frequency reference value 
to the main network frequency value.  
On the other hand, with P/f-droop controlled DER units 
synchronized re-connection of microgrid requires that all DER 
unit converter controls must be coordinated. This coordination 
must be done by an external central controller that guides all 
the converters in the synchronization process. To vary the 
island frequency and to control the angle an action is required 
over the P/f droop curve which needs communication from a 
central controller. [5] 
With LV distribution lines (R>>X) the active power P
depends mainly on voltage difference, while the power angle !
and depends mainly on reactive power Q. [2] Therefore, one 
way to control the phase difference in PCC of LV microgrid 
could be through coordinated reactive power set point changes 
of DER units by MMS.  
C.  Synchronized Re-connection and Voltage Unbalance of 
Islanded LV Microgrid 
Voltage unbalance due to load asymmetry and single-phase 
DER units affects the voltage phase difference across open 
microgrid breaker so that the phase difference deviation may 
be different in every phase A, B and C. In some cases this 
asymmetry between phases may also be needed to be reduced 
before other possible re-synchronization functions coordinated 
by MMS related to the synchronized re-connection of island 
operated microgrid. 
III.  SYNCHRONIZED RE-CONNECTION AS PART OF MICROGRID 
PROTECTION AND MANAGEMENT CONCEPT
In this paper, like in previous studies [1], [2], [6], [7], it has 
been chosen to study microgrid concept with one central, 
energy storage based, master unit located at MV/LV 
distribution substation. In [7] protection concept for LV 
microgrid was developed. In Fig. 2 type of protective devices 
(PD 1-4) chosen for this protection concept are presented. The 
needed protection devices (PD 1-4) are  
PD 1: Microgrid protection (in PCC) including relay and 
CB or fast static switch (SS) 
PD 2: LV feeder protection including fuses, relays and CB 
or SS 
PD 3: Customer protection including fuse or miniature CB 
(MCB) or in case of LV customer microgrid (DC or AC) 
with very sensitive customers SS may be needed 
PD 4: Production / DG unit protection 
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Fig. 2.  Type of protection devices (PD 1-4) needed in normal and island 
operation of LV microgrid. [7] 
MMS is used to change settings and pick up limits of 
protective devices (PD 2s) when microgrid configuration 
changes (Fig. 2). MMS will send state changed signal from 
normal to island operation to different PDs of microgrid to 
adapt to the changed microgrid configuration (Fig. 2). PD 1 is 
changed to be ready for future synchronized re-connection 
back to utility grid. Fast real-time communication is needed 
for microgrid protection purposes between protective devices  
and also with master unit and DG units during microgrid 
island operation. In addition MMS needs to be able to 
communicate in real-time with all these microgrid components 
as well as with customer loads. Therefore, communication 
between different network components and MMS based on 
common standard like IEC 61850 is the most sensible and 
economical option in overall. [7] 
Active microgrid components in the point of common 
coupling (PCC) of microgrid (PD 1, master unit and MMS) 
are also responsible for synchronized re-connection of LV 
microgrid back to utility grid (Fig. 2). In reference [8] 
synchronous islanded operation is proposed to be done by a 
reference signal containing phase and frequency information 
to the master unit of the microgrid [8]. The phase difference 
should be within acceptable levels (under 60°) during re-
connection to utility grid [8]. Based on previous simulation 
studies the phase angle difference may be even slightly larger 
with converter connected DG units depending on the 
implementation of the control system and PLL. However with 
SGs the phase difference should be preferably significantly 
smaller than 60° to avoid large oscillations and electrical and 
mechanical stresses. Based on [9] microgrid re-synchronizing 
function have to meet a more stringent requirement than the 
one defined by IEEE 1547 which requires that the phase 
difference between microgrid and utility grid should less than 
20° before the PD 1 can close. It was also observed during the 
simulations for [7] that when phase difference during re-
connection of LV microgrid was 22? large oscillations in the 
powers of SG occured after re-connection and therefore it is 
important if there are directly connected SGs in LV microgrid 
the phase difference between utility grid and LV microgrid 
voltages should be even less than 10?. [7] 
IV.  SIMULATION MODEL OF THE STUDY SYSTEM
The LV network studied in this work is presented in Fig. 3. 
The system consists of one 800 kVA MV/LV-transformer 
which normally feeds LV feeders 1 and 2. In the simulation 
studies the islanded LV microgrid is disconnected from MV 
network by the microgrid breaker PD 1. At the connection 
point of the microgrid, before the feeders 1 and 2, there is a 
converter connected energy storage unit (battery, Sn=150 
kVA). At the end of feeder 1 there is a converter connected DG 
Unit 1 (Sn = 120 kVA, in simulations usually P = 100 kW, Q = 
30 kVAr and about I = 150 A/phase). At the end of the feeder 
2 there is a converter connected DG Unit 2 (Sn = 120 kVA, in 
simulations usually P = 100 kW, Q = 0 kVAr) or a 
synchronous generator, SG, (Sn = 100 kVA, in simulations 
usually P = 100 kW, Q = 0 kVAr).
Fig.3. Studied LV microgrid. 
The load in the microgrid consists of four three-phase 
passive loads on each feeder and few single-phase passive 
loads (Fig. 3) on both feeders which means that the load 
between phases is asymmetrical. The passive loads can be 
adjusted so that the loading of the transformer (which feeds 
LV feeders 1 and 2) gets some desired value between 
0…150 % of the transformer ratings. Controllable 1-phase 
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loads that are used in the simulations for asymmetry 
compensation before re-connection of island operated LV 
microgrid at MV/LV distribution substation are also shown in 
Fig. 3. 
Simulations are made with cable parameters shown in table 
1. Service connections of customer loads and DG units are 
also included in the simulation model (Fig. 3). The fault level 
and R/X-ratio of the feeding utility network (20 kV, 50 Hz) 
are 200 MVA and 0.1 respectively. 
TABLE 1
RESISTANCE, REACTANCE AND R/X RATIO OF THE CABLES IN FIG. 3
R (!/km) X (!/km) R/X 
AHXAMK-W 240 0.13 0.116 1.12 
AXMK 4x185S 0.164 0.0817 2.01 
MCMK 3x10 +10 1.83 0.088 20.8 
The converters are modeled as three-phase, three-leg, SVM 
modulated units with LCL-filters and the DC-link of the 
master unit is modeled with battery storage + DC/DC-buck-
boost converter. In all simulations the master unit converter 
and DG unit converters were modeled with neutral connection, 
i.e. delta-wye grounded transformer (Fig. 3 and 4). The DC-
link voltage of converter is chosen to be 0.7 kV. With all 
converters modified PLL component was used instead of the 
PSCAD’s own PLL component to improve stability in deep 
voltage dips [1]. 
a) 
b) 
c) 
Fig. 4. a) PSCAD simulation model of master unit. Control of master unit 
DC/AC- converter b) in normal operation and c) in island operation. 
Active and reactive power controller parameters are similar 
between DG units 1 and 2, but different with master unit 
converter (Fig. 4). It is essential for the stability of the whole 
microgrid that during disturbances the control system of the 
master unit converter remains stable. However, it is worth 
noticing that PI-controller parameters of master unit converter 
active power-voltage (PU)-control needed some modification 
to ensure stability when microgrid dynamics is changed due to 
configuration change e.g SG or DG unit 2 connected during 
island operation. Filter and control parameters used in 
simulations on converter based DG units are presented in 
Appendix. 
During islanding, microgrid is operated in single master 
operation mode, which in this case means that the battery 
storage based DER unit (Fig. 3) will act as the master unit and 
it has the main responsibility to control the voltage and 
frequency (Uf-control) in microgrid when islanded (Fig. 4 c)). 
DG units intended for energy production (such as PV cells 
or wind turbines) lack the capability of producing controlled 
active power on demand, if no storages are used, and so they 
are normally operated under PQ control. The control of these 
units remains same regardless of the operation mode, normal 
or island operation. In the simulations of this paper all the 
other DG units except the master unit are operated in 
conventional PQ mode i.e. they do neither take part in 
frequency nor voltage control. However, in the simulation the 
reactive power control of these units is modified during 
synchronized re-connection. In Fig. 5 the PSCAD simulation 
model of SG based DG unit is presented. 
Fig. 5. PSCAD simulation model of SG based DG unit. 
V.  SIMULATION OF THE SYNCHRONIZED RE-CONNECTION OF 
ISLAND OPERATED LV MICROGRID
In following sections A, B and C simulation results from 
synchronized re-connection of island operated LV microgrid 
are presented. In section A simulations are done with SG 
based DG unit connected and DG Unit 2 disconnected (see 
Fig. 3). In section B simulations SG based DG unit is 
disconnected and converter interfaced DG Unit 2 is connected. 
Finally, in section C compensation of unsymmetrical load 
before re-connection is simulated.  
In all simulations 2-phase earth fault in the middle of LV 
feeder 1 occurs during island operation. Due to the fault PD 2 
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of LV feeder 1 operates in 125 ms [7] and disconnects the 
feeder (Fig. 3). As a result of feeder 1 disconnection the active 
and reactive power flows and therefore also voltage phase 
angle difference across PD 1 at PCC of LV microgrid will 
change. Therefore, re-synchronization functions will be 
needed and in practice these functions should be coordinated 
by MMS before LV microgrid re-connection. 
A.  Simulations with directly connected SG based DG unit 
Simulations of this section are done with directly connected 
SG (Fig. 3). However, it is worth mentioning here that the 
connection of this size of directly connected SG at the end of 
radial LV feeder is not sensible from the protection point of 
view during island operation of LV microgrid. Therefore, 
especially larger SG based DG units should be connected 
directly to the PCC of LV microgrid at MV/LV distribution 
substation either physically or with own LV connection 
feeder. In addition of securing the proctection of island 
operated LV microgrid, this also enables the availability of 
corresponding large DG unit after possible fault at some other 
LV feeder. 
Simulated cases of this section were:  
A0) No re-synchronization functions before re-connection 
A1) Re-synchronization with voltage phase angle 
adjustment (phase A) by master unit control i.e. adjustment 
of !correction (see Fig. 4c)) before re-connection 
A2) Re-synchronization with voltage phase angle 
adjustment (phase A) by reactive power feeding of SG 
before re-connection 
Sequence of actions occurring in the simulations are 
presented in table 2 and master unit control system parameters 
used in the simulations of this section (configuration B) can be 
found from Appendix. Simulation results from case A0) are 
shown in Fig. 6.  
TABLE 2
SEQUENCE OF ACTIONS IN THE SIMULATIONS OF SECTION V.A 
Time 
(s)
Case Action 
2.0 A0), A1), A2) Transition to island operation 
3.5 A0), A1), A2) 
2-phase earth fault in the middle of LV feeder 1 
=> PD 2 of LV feeder 1 operates at 3.625 s 
5.0 A2) 
Reactive power feeding of SG (from 0 to 9.5 
kVAr) for voltage phase angle adjustment so 
that phase angle difference across PD 1 in PCC 
of LV microgrid is almost zero in phase A 
7.5-9.0 A1) 
Voltage phase angle adjustment by master unit 
control in phase A for re-synchronization with a 
ramp (see Fig. 4c)) 
9.5 A0), A1), A2) 
Re-connection of island operated LV microgrid 
back to utility grid 
Simulations were also done with directly connected 
induction motor (IM) load and significant problems were not 
detected with less than 10 degrees out-of-phase re-connection 
of LV microgrid. But as from the simulation results of Fig. 6 
can be seen, the case with SG was different with the same 
circa 10 degrees phase difference. Large oscillation in active 
and reactive power of SG can be seen after re-connection (Fig. 
6b)). 
a) 
b) 
Fig. 6. a) Voltage phase difference across PD 1 and b) active and reactive 
power of SG in case A0) 
Simulation results from cases A1) and A2) are presented in 
Fig. 7 and 8 respectively. From the simulation results of Fig. 7 
and 8 it can be seen how oscillations in active and reactive 
powers of SG after re-connection are reduced with both re-
synchronization functions, voltage phase angle adjustment 
(phase A) by master unit control (case A1)) and by reactive 
power feeding of SG (case A2)), before re-connection of 
island operated LV microgrid. 
a)                                                        b) 
Fig. 7. a) Voltage phase difference across PD 1 and b) active and reactive 
power of SG in case A1) 
a)                                                        b) 
Fig. 8. a) Voltage phase difference across PD 1 and b) active and reactive 
power of SG in case A2) 
The effect of R/X-ratio was also examined in the 
simulations and it was found out that for example the needed 
amount of reactive power feeding of SG for voltage phase 
angle adjustment before re-connection was determined by the 
reactance (X/km) between PD 1 and SG, not the R/X-ratio. 
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However, larger R/X-ratio e.g. 7.28 affects to the operation 
time of PD 2 due to fault during the simulation so that it 
operates in 150 ms instead of 125 ms [7]. This is due to the 
fact that larger R/X-ratio represents also higher short circuit 
impedance which reduces the voltage dip and fault current 
magnitude during fault.  
B.  Simulations with only Converter Based DG units 
In this section simulation of three different cases was done 
with only converter based DG units (Fig. 3). Simulated cases 
of section B were:  
B0) No re-synchronization functions before re-connection 
B1) Re-synchronization with voltage phase angle 
adjustment (phase A) by master unit control i.e. adjustment 
of !correction (see Fig. 4c)) before re-connection 
B2) Re-synchronization with voltage phase angle 
adjustment (phase A) by reactive power feeding of DG unit 
2 before re-connection 
Sequence of actions occurring in the simulations are shown 
in table 3 and master unit control system parameters used in 
the simulations of this sections B and C (configuration A) are 
presented in Appendix. Simulation results from case B0) are 
shown in Fig. 9.  
TABLE 3
SEQUENCE OF ACTIONS IN THE SIMULATIONS OF SECTION V.B 
Time 
(s)
Case Action 
1.5 B0), B1), B2) Transition to island operation 
3.0 B0), B1), B2) 
2-phase earth fault in the middle of LV feeder 1 
=> PD 2 of LV feeder 1 operates at 3.125 s 
5.0 B2) 
Reactive power feeding of converter based DG 
unit 2  (from 0 to 9 kVAr) for voltage phase 
angle adjustment so that phase angle difference 
across PD 1 in PCC of LV microgrid is almost 
zero in phase A 
5.5-6.0 B1) 
Voltage phase angle adjustment by master unit 
control in phase A for re-synchronization with a 
ramp (see Fig. 4c)) 
6.5 B0), B1), B2) 
Re-connection of island operated LV microgrid 
back to utility grid 
a) 
b) 
Fig. 9. a) Voltage phase difference across PD 1 and b) active and reactive 
power of converter based DG unit 2 in case B0) 
From the simulation results of Fig. 9 one can see, that with 
converter based DG unit 2 the phase difference before re-
connection does not create large oscillations in active and 
reactive power of DG unit 2 (Fig. 9b)) when compared to case 
with SG in Fig. 6b). 
Simulation results from cases B1) and B2) are presented in 
Fig. 10 and 11 respectively. From the simulation results of 
Fig. 10 and 11 it can be seen that the same functions for re-
synchronization before re-connection of island operated LV 
microgrid, that were simulated in section A cases A1) and 
A2), are also applicable in section B simulations with only 
converter based DG units.  
a) 
b) 
Fig. 10. a) Phase voltages across PD 1 before re-connection and b) Voltage 
phase difference across PD 1 from case B1) 
Fig. 11. Voltage phase difference across PD 1 from case B2) 
When simulation results of section A and B about voltage 
phase difference across PD 1 are compared, one can see that 
phase difference deviation between phases A, B and C is much 
larger in section B. Therefore, in following section C 
compensation of unsymmetrical load i.e. phase difference 
deviation before re-connection of island operated LV 
microgrid is studied. 
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C.  Compensation of Unsymmetrical Load Before Re-
connection 
Controllable 1-phase loads that were used in the 
simulations of this section for asymmetry compensation before 
re-connection of island operated LV microgrid at MV/LV 
distribution substation are presented in Fig. 3. In practice this 
asymmetry compensation could be also done e.g. through 
reactive power control of 1-phase DG units, energy storages or 
controllable loads coordinated by MMS. 
In this section simulation of two cases was also done with 
only converter based DG units (Fig. 3). Simulated cases of this 
section were:  
B3) Re-synchronization and asymmetry compensation with 
voltage phase angle adjustment by connection of 1-phase 
capacitive reactive power feeding loads before re-
connection 
B4) Asymmetry compensation by connection of 1-phase 
resistive active power consuming load and re-
synchronization with voltage phase angle adjustment (phase 
A) by reactive power feeding of DG unit 2 before re-
connection 
Sequence of actions during the simulations are presented in 
table 4. Simulation results from cases B3) and B4) are shown 
in Fig. 12 and 13. 
TABLE 4
SEQUENCE OF ACTIONS IN THE SIMULATIONS OF SECTION V.C 
Time 
(s)
Case Action 
1.5 B3), B4) Transition to island operation 
3.0 B3), B4) 
2-phase earth fault in the middle of LV feeder 1 
=> PD 2 of LV feeder 1 operates at 3.125 s 
4.25 B4) 
Active consumption of 1-phase resistive load 
connected in phase C (12,5 kW) at MV/LV 
distribution substation to reduce voltage magnitude 
unsymmetry between phases 
4.5 B3) 
Reactive power feeding of 1-phase capacitive loads 
connected in phases B (9,5 kVAr) and C (3,4 kVAr) 
at MV/LV distribution substation 
5.0 B4) 
Reactive power feeding of converter based DG unit 
2 (from 0 to 9 kVAr) for voltage phase angle 
adjustment so that phase angle difference across PD 
1 in PCC of LV microgrid is almost zero in all 
phases A, B and C 
6.5 B3), B4) 
Re-connection of island operated LV microgrid 
back to utility grid 
In case B3) there were quite large frequency and voltage 
oscillations after connection of 1-phase capacitive reactive 
power feeding loads at 4.5 s. But in case B4) frequency and 
voltage oscillations were much smaller than in case B3) after 
connection of 1-phase resistive active power consuming load 
at 4.25 s and reactive power feeding increase of DG unit 2 at 
5.0 s. From Fig. 12 and 13 it can be seen that, like voltage 
magnitude asymmetry, also voltage phase difference 
asymmetry across PD 1 before re-connection was a bit smaller 
in case B4) than in case B3). 
a) 
b) 
Fig. 12. a) Phase voltages across PD 1 before re-connection and b) Voltage 
phase difference across PD 1 from case B3) 
Fig. 13. Voltage phase difference across PD 1 from case B4) 
VI.  CONCLUSIONS
Realization of future Smart LV Grids with island operation 
capability requires that all technical issues, such as power and 
energy balance, power quality and protection during island 
operation, are solved. One important issue that has been 
investigated in this paper is the synchronized re-connection of 
island operated LV microgrid back to utility grid.  
Although the island operated LV microgrid may be in 
synchronism with utility grid right after transfer to island 
operation, later due to load and production changes i.e. 
changes in active and reactive power flows the voltage phase 
angle difference across PD 1 at PCC of LV microgrid will 
change. Therefore, re-synchronization functions will be 
needed and in practice these functions should be coordinated 
by MMS before LV microgrid re-connection. 
In this paper issues related to the re-connection were 
studied and different functions to enable synchronized re-
connection were developed and successfully simulated with 
PSCAD simulation software. Simulation results clearly 
showed that synchronized re-connection is not necessarily a 
significant issue with small (less than 10°) phase difference 
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across PD 1 when there are only converter based DG units, 
because PLL will draw converters into phase with the utility 
grid frequency after re-connection. However, with directly 
connected SGs even small phase difference across PD 1 
during re-connection is problematic. Therefore, re-
synchronization functions for minimizing phase angle 
difference and possibly also voltage unbalance before re-
connection are needed. 
VII.  APPENDIX
System parameters of the test system with different DG 
unit converter filter and controller parameters are presented 
in table 5. The solution time step in simulations was 5 µs. 
TABLE 5
STUDY SYSTEM PARAMETERS
Parameter 
Value 
DG Unit Converters 
(DC/AC) 
Modulation method SVM 
Switching frequency 8 kHz 
Filter L1, Rd, C, L2
0.4 mH, 0.1 , 10 µF, 
0.2 mH 
Current PI-controllers
Gain Kcurrent  1.5 
Integrator time 
constant Tc_i
0.15 ms 
Active Power PI-
controller (Master 
Unit) 
Gain Kp 0.2
*), 1.5**)
Integrator time 
constant Tp_i [s] 
0.015*), 0.001**)
Sampling rate 4*), 1**) kHz 
Active Power PI-
controller *),**) (Other 
DG Units) 
Gain Kp 0.2 
Integrator time 
constant Tp_i
0.025 s 
Sampling rate 4 kHz 
Reactive Power PI-
controller *),**)(Other 
DG Units) 
Gain KQ 1 
Integrator time 
constant Tq_i
0.03 s 
Sampling rate 4 kHz 
Synchronous 
Generator 
(SG)
Inertia constant 0.1049 MW/MVA 
Ra / Xp / Air gap f. 
0.012 pu / 0.087 pu / 
0.8 
Xd / Xd’/ Xd’’
3.5 pu / 0.128 pu / 
0.077 pu 
Xq / Xq’/ Xq’’
2.1 pu / 0.128 pu / 
0.098 pu 
Tdo’ / Tdo’’ 2.71 s / 0.02 s 
Tqo’ / Tqo’’ 2.71 s / 0.02 s 
Reactive Power 
Control  of SG (Input 
to Exciter) 
Gain 1.0 
Time constant 0.675 s 
DC-DC Buck-boost 
Converter 
Reference dc voltage 
VDC
0.7 kV 
Gain Kdc/dc 0.3 
Integrator time 
constant Tdc/dc_i
0.06 s 
Sampling rate_dc/dc 1 kHz 
DC-link capacitor 5000 µF 
Configurations A*) and B**)  with own PLL component and modified 
current control during fault current feeding, with transformers on all DG unit 
converters. Master Unit controller before islanding i.e. in normal operation 
with configurations A*) and B**), active power control, Kp_P = 0.2, Ti_P = 
0.025, reactive power control, Kp_Q = 1, Ti_Q = 0.02. Reactive power 
control of master unit in all simulations after islanding is changed so that zero 
input is given as current reference iq.
VIII.  REFERENCES
[1] H. Laaksonen, and K. Kauhaniemi, “Stability of Microgrid with 
Different Configurations after Islanding Due to Fault in the Utility 
Grid,” International Review of Electrical Engineering (IREE), vol. 3 no. 
3, June 2008. 
[2] H. Laaksonen, and K. Kauhaniemi, “Voltage and Frequency Control of 
Low Voltage Microgrid with Converter Based DG Units,” International 
Journal of Integrated Energy Systems (IJIES), vol. 1 no. 1, January-June 
2009. 
[3] AREVA T&D, Network Protection & Automation Guide, First edition, 
July 2002. 
[4] A. Arulampalam, M. Barnes, A. Engler, A. Goodwin, and N. Jenkins, 
“Control of power electronic interfaces in distributed generation 
microgrids,” International Journal of Electronics, vol. 91, issue 9, 
September 2004. 
[5] J. Nuñez, A. Gil de Muro, and J. Oyarzabal, “Development and 
evaluation of innovative local controls to improve stability and islanding 
detection,” WPA: Design of !Source and Load Controllers for Efficient 
Integration, "#1: Requirements for various DGs in supporting 
MicroGrid operation, Advanced Architectures and Control Concepts for 
More MicroGrids, Version 1.1, January 2010. 
[6] H. Laaksonen, and K. Kauhaniemi, “Voltage and Current THD in 
Microgrid with Different DG Unit and Load Configurations,” in Proc. 
CIRED 2008 Seminar: SmartGrids for Distribution, June 23-24, 2008, 
Frankfurt, Germany. 
[7] H. Laaksonen, and K. Kauhaniemi, “Smart Protection Concept for LV 
Microgrid,” International Review of Electrical Engineering (IREE), vol. 
5 n. 2, March-April 2010. 
[8] J. Oyarzabal, J. Jimeno, D. Agnostos, G. Arnold, A. Berg, E. 
Mustermann, T. Agnostos, H. Mustermann, and J. M. Yarza, “Report on 
applied data structures and mapping to communication means,” WPE: 
Standardization of technical and commercial protocols and hardware, 
More MicroGrids, December 2009. 
[9] J. Eto, R. Lasseter, B. Schenkman, J. Stevens, D. Klapp, H. Volkommer, 
E. Linton, H. Hurtado, and J. Roy, “Overview of the CERTS Microgrid 
Laboratory Test Bed,” Integration of Wide-Scale Renewable Resources 
Into the Power Delivery System, 2009 CIGRE/IEEE PES Joint 
Symposium, July 29-31, 2009, Calgary, Canada. 
IX.  BIOGRAPHIES
H. Laaksonen was born in Vaasa, Finland, on 
November 22, 1977. He received his Master's degree 
(2004) in Electrical Power Engineering from 
Tampere University of Technology. 
His employment experience includes working as 
a research scientist in VTT Technical Research 
Centre of Finland in Vaasa and before that in 
Institute of Power Engineering department at 
Tampere University of Technology. Currently he 
works as a research scientist and PhD student with 
Department of Electrical Engineering and Automation at University of Vaasa. 
His field of interests are integration and active management of distributed 
energy resources in smart distribution networks and development of Smart 
Grid concepts (e.g. microgrids). 
K. Kauhaniemi was born in Kankaanpää, Finland, 
in 1963. He received his M.Sc degree (1987) and Dr. 
Tech. degree (1993) in electrical engineering from 
Tampere University of Technology, Finland. He was 
previously employed by VTT Technical Research 
Centre of Finland. Currently he is Professor in 
electrical engineering at the University of Vaasa, 
Finland. His special interest areas include the 
modeling and simulation of power systems. 
 Acta Wasaensia 243 
____________________
This material is posted here with permission of the IEEE. Such permission of the IEEE does not in 
any way imply IEEE endorsement of any of the University of Vaasa’s products or services. Internal or 
personal use of this material is permitted. However, permission to reprint/republish this material for 
advertising or promotional purposes or for creating new collective works for resale or redistribution 
must be obtained from the IEEE by writing to pubs-permissions@ieee.org. By choosing to view this 
material, you agree to all provisions of the copyright laws protecting it.
2910 IEEE TRANSACTIONS ON POWER ELECTRONICS, VOL. 25, NO. 12, DECEMBER 2010
Protection Principles for Future Microgrids
Hannu Jaakko Laaksonen
Abstract—Realization of future low-voltage (LV) microgrids re-
quires that all technical issues, such as power and energy bal-
ance, power quality and protection, are solved. One of the most
crucial one is the protection of LV microgrid during normal and
island operation. In this paper, protection issues of LV microgrids
are presented and extensions to the novel LV-microgrid-protection
concept has been developed based on simulations with PSCAD sim-
ulation software. Essential in the future-protection concept for LV
microgrids will be the utilization of high speed, standard, e.g., IEC-
61850-based communication to achieve fast, selective, and reliable
operation protection.
Index Terms—Distributed generation (DG), energy storage,
islanding, low voltage (LV), microgrid, protection, smart grids.
I. INTRODUCTION
LARGE-SCALE integration of distributed energy resources(DERs), including distributed generation (DG), electricity
storages, electric vehicles, and customers with smart energy
meters and controllable loads, to distribution network in future
requires creation of a totally new smart-grid concept which will
take advantage of the properties of DER. Advanced smart-grid
concept allows the use of DER in a coordinated way through in-
telligent management system and hence allows the potential of
DER to be realized for different interest groups, such as distribu-
tion system operators (DSOs), DG producers, service providers,
consumers, and society. Simultaneously with the development
of choices made in the smart-grid concept, the future island-
operation (microgrid) possibility should be integrated and sup-
ported by minimal changes to the concept. Microgrids are seen
as one of the cornerstones of future smart grids [1].
Typically, the term microgrid is used from the low-voltage
(LV) network smart grid with island-operation capability (see
Fig. 1). However, microgrid concept should be defined in a
more general way as a smart distribution grid part with island-
operation capability. In this case, microgrid would mean certain
part of distribution network with DER, which is managed as a
whole with intelligent microgrid management system (MMS).
In overall, the role of MMS can be seen as distributed intel-
ligence of distribution management system (DMS) to lower
voltage levels in distribution networks. Microgrid is normally
operated parallel with utility grid, and e.g., during faults in up-
stream network, it can be separated quickly from utility grid and
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Fig. 1. LV Microgrid.
operated independently as an island grid. MMS will be responsi-
ble from the overall economic and energy-effective operation of
microgrid taking into account the technical boundary conditions
both in normal and island operation (see Fig. 1).
Realization of future smart grids with island-operation ca-
pability requires that all technical issues, such as power and
energy balance, and power quality and protection during nor-
mal and island operation, are solved. Quite a lot of research has
been done to solve these technical challenges, but there are still
many things to be solved [2], [3]. One of the most challenging
and crucial one is the protection of microgrid. The protection
of the future microgrid is very strongly connected to the control
and operation issues of a microgrid. The conventional protection
in distribution networks is designed to operate for high fault-
current levels in radial networks, but during island operation of
the microgrid, high fault-currents from the utility grid are not
present. Also, most of the DG units that will be connected to
the LV microgrids in the future will be converter interfaced with
limited fault-current feeding capabilities. This means that the
traditional fuse protection of LV network is no longer applica-
ble and new protection methods must be developed. Different
kind of protection methods has been proposed in [4]–[13].
0885-8993/$26.00 © 2010 IEEE
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The developed protection scheme for microgrid must also be
supported by the technical choices made in the microgrid op-
eration and control. In the development of the new protection
scheme for LV microgrids, many things must be considered
including amount of protection zones in LV microgrid, oper-
ation speed requirements for microgrid protection in different
operation states and configurations, and protection principles
for parallel and island operation of the microgrid. However, as
also stated in [14], the protection of microgrids cannot be prop-
erly resolved without a thorough understanding of microgrid
dynamics before, during, and after islanding.
Taking into account the possibility of island operation in the
future means, e.g., from the point of view of converter connected
DG unit manufacturers, that technical design of the converter
must enable both present loss of mains (LoMs) protection re-
quirements and future fault-ride-through (FRT) requirements.
Fulfillment of the FRT requirement may require, e.g., to use
energy storages like supercapacitors [15] in the dc-links of DG
unit converters to control the dc-link voltage rise during faults.
In addition, smart-grid compatible DG unit converter must be
equipped with fast standard-based communication capabilities.
Section II of this paper discusses briefly about issues related
to the protection of LV microgrid, and Section III discusses
about proposed LV-microgrid-protection concept. Section IV in-
troduces the operation curves of protective devices (PDs) of the
proposed LV-microgrid concept. Few extensions to the proposed
LV-microgrid-protection concept are defined and developed in
Sections V and VI. Finally, conclusion is stated in Section VII.
II. ISSUES RELATED TO THE PROTECTION OF LV MICROGRID
There are some fundamental structural choices that will de-
termine the speed requirements and operation principles of LV-
microgrid protection, and conversely these speed requirements
will define certain structural choices needed to fulfill the speed
requirements. There are two main reasons for speed require-
ments of LV-microgrid protection: stability and customer sen-
sitivity. Stability needs to be maintained after sudden changes,
i.e., after islanding due to fault in medium-voltage (MV) net-
work during normal parallel operation with utility grid or after
fault in LV microgrid during island operation.
Especially if there are directly connected rotating machines
in island-operated microgrid, it is essential to ensure that the
protection of customers will operate fast enough to minimize
fault and voltage-dip duration and especially to ensure that
stability can be maintained in islanded microgrid after fault
clearance/operation of customer protection. Directly connected
rotating machines are very sensitive to lose stability in voltage
dips caused by faults in island-operated microgrid, and there-
fore, they may jeopardize the stability of the whole microgrid.
The fast operation of protection improves the ability to maintain
synchronism after transition to island operation, which is also
crucial from the stability point of view [16], [17]. On the other
hand, synchronized reconnection of island-operated LV micro-
grid back to utility grid should be ensured through coordinated
control [18], e.g., by MMS.
DG unit converter control principle during fault has a ma-
jor impact on fault detection in island-operated microgrids [6],
and standards and other regulations are needed to be set for
converters fault behavior in the very beginning of the design
process [19]. The control of converter-based DG units during
faults should support the proposed microgrid-protection con-
cept. Realization of the microgrid concept or smart grid with
island-operation capability needs development of grid codes
that allows island operation, i.e., microgrid grid code (MGC).
When MGCs are defined, it is important to recognize that protec-
tion requirements and settings will determine the needed control
principles and technical implementation of the converter-based
DG units.
Structural choices that are needed to fulfill the speed re-
quirements may be divided into: 1) switch technology needed;
2) communication technology needed; and 3) size of distributed
energy storages or central energy storage on LV microgrid.
New technology for fast operating circuit breakers (CBs) or
static switches (SSs) has also been suggested, e.g., in [16], [20],
and [21]. For example, with larger central energy storage, it
is possible to survive from larger oscillations without losing
stability and probably also to increase fault-current feeding ca-
pability in island-operated microgrid, e.g., to make customer
fuses operate faster.
During island operation of LV microgrid, it is also impor-
tant that the earthing is properly arranged. In [22], it has been
concluded that TN-C-S or TT earthing systems are the most
suitable for neutral earthing of a LV microgrid and DG units
could be operated safely without earthing their neutral points
locally, both in normal grid-connected operation and islanded
operation.
III. LV-MICROGRID-PROTECTION CONCEPT
In this paper, like in previous studies [15], [17], [23], [24], it
has been chosen to study microgrid concept with one central,
energy-storage-based, master unit located at MV/LV distribu-
tion substation. Therefore, control of DG units is also different
than, e.g., those in [25]–[32].
One essential issue from island-operated microgrid-
protection point of view is the loss of neutral connection of
MV/LV transformer during island operation when PD 1 is lo-
cated downstream from MV/LV transformer. For this reason, it
has been chosen as master unit needs to be connected to micro-
grid through delta-wye grounded transformer (i.e., microgrid
side of this transformer is directly earthed) to ensure path for
neutral current and high earth fault currents. On the other hand,
still in many countries DG units are required to be connected
to network through transformers for galvanic isolation. How-
ever, in the LV-microgrid-protection concept discussed in the
following also DG units have been chosen to be connected to
LV microgrid with delta-wye grounded connection transform-
ers. The size and number of LV-microgrid-protection zones will
define the needed amount of PDs for microgrid protection. The
size of microgrid-protection zone must be such that it fulfills
the requirements of customers and at the same time is econom-
ically feasible. Key fundamental properties required from the
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Fig. 2. Number of protection zones and type of protection devices (PD 1–4)
needed in normal and island operation of LV microgrid.
future LV-microgrid-protection concepts include: 1) adaption
capability; 2) utilization of high-speed standard-based commu-
nication IEC 61850; 3a) high-speed operation in deep voltage
dips due to faults to maintain stability in healthy part of LV mi-
crogrid; 3b) high-speed operation to fulfill needs of very sensi-
tive customers; 4) selective operation in every kind of faults; and
5) unnecessary operation of PDs and disconnection of DG units
must be avoided.
In [24], protection concept for LV microgrid was developed.
In Fig. 2, number of LV-microgrid-protection zones, type of PDs
(PD 1–PD 4) chosen for this protection concept are presented,
and in Fig. 3, functions needed from PDs in normal and island
operation are presented.
The needed protection devices (PD 1–4) are as follows.
PD 1: Microgrid protection in point of common coupling (PCC)
including relay and CB or fast SS.
PD 2: LV feeder protection including miniature CB (MCB),
CB, or SS.
PD 3: Service connection for customer with MCB and customer
protection with fuse or MCB or in case of LV customer mi-
crogrid (DC or AC) with very sensitive customers SS may be
needed.
PD 4: Production/DG unit protection.
Fast real-time communication is needed for microgrid pro-
tection purposes between PDs (PD 1 and PD 2) and also with
master unit and DG units during microgrid island operation (see
Fig. 2). In addition, MMS needs to be able to communicate in
real time with all these microgrid components as well as with
customer loads. Therefore, communication between different
network components and MMS based on common standard like
Fig. 3. Functions needed from LV-microgrid protection in normal and island
operation based on local measurements and communication (see Fig. 2). [24]
IEC 61850 is the most sensible and economical option in overall.
MMS is used to change settings and pick-up limits of PDs (PD
2s) when microgrid configuration changes (see Fig. 2). MMS
will send state-changed signal from normal to island operation
to different PDs of microgrid to adapt to the changed microgrid
configuration (see Fig. 2).
Correspondingly, the fault detection and localization with dc
power systems can be based on communication [33]. Utiliza-
tion of high-speed communication could be also beneficial in
the protection of DC microgrids to solve challenges, e.g., with
protection coordination mentioned in [34].
IV. OPERATION CURVES OF PDS IN
LV-MICROGRID-PROTECTION CONCEPT
In the following, operation curves for PDs (see Fig. 4) in LV-
microgrid-protection concept during normal and island opera-
tion are described. One important issue is that operation curves
for PD 1 in normal and PD 2 in island operation also represent
FRT requirements for DG units connected to the LV microgrid,
because they are created so that stability of LV microgrid or
healthy part of LV microgrid could be maintained after fault
clearance also in cases where directly connected synchronous
generators (SGs) was connected in LV microgrid. Voltage relay
operation curve of PD 4 ensures selectivity with settings of PD 1
in normal operation and PD 2 in island operation to avoid
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Fig. 4. (a) Operation curves for voltage relays (PD 1 in normal operation and
PD 4 in normal and island operation). (b) Operation curves frequency relays
of PD 1 and PD 4 in normal and island operation of microgrid and operation
curves for OC relays of PD 2 (directional low-set stage and nondirectional
high-set stage) in normal operation and PD 3 in normal and island operation.
unnecessary tripping of DG units. Frequency relay of PD 1
and PD 4 is only used to protect microgrid customers from pos-
sible long-term frequency deviations from nominal 50 Hz, e.g.,
caused by disturbances due to power imbalance in high-voltage
network which cannot be seen from phase-voltage measure-
ments. Operation curves for frequency relay of PD 4 will also
represent FRT required from DG and energy storage units based
on frequency. Pick-up and operation limits for PD 3s overcurrent
(OC) settings should be quite low, because their operation speed
should also be same in island operation, where fault-current level
will be much lower than in normal operation [24].
In Fig. 4, requirements for the operation of microgrid PDs
(PD 1, PD 2, PD 3, and PD 4) during normal operation of
microgrid are presented. The operation limits for low-set and
high-set stages of PD 2 and PD 3a in Fig. 4(b) are instructional,
based on simulation studies done in [24]. The protection of LV
feeders with PD 2s in normal operation is based on directional
OC relays [see Fig. 4(b)]. The direction of the current must be to
corresponding LV feeder with such time delay that all possible
F3 type of customer faults will be cleared with PD 3s before
possible operation of PD 2. The chosen time delays in Fig. 4(b)
between PD 2 and PD 3a are quite small and selectivity may be
hard to achieve between them in reality without communication-
based interlocking signals from PD 3a.
The operation curve for PD 4 must be such that it will never
unnecessarily disconnect DG unit due to any type of fault, i.e.,
PD 4 needs to be time selective with PD 1, PD 2, and PD 3, both
in normal and in island operation of microgrid. In [24], an extra
definition for PD 4 was also specified, i.e., disconnection of DG
unit with PD 4 based on undervoltage should only take place
?150 ms after pick-up limit is reached if voltage in all three
phases (A, B, and C) is ?12 V [see Fig. 4(a)] and voltages for
PD 4 are measured from microgrid side of delta-wye grounded
transformer. Fulfillment of the LV-microgrid protection requires
FRT ability from the DER units which in practice also means that
converter-based DER units need phase-locked loop (PLL) with
negative sequence filtering [16], [23] or some other stable and
reliable synchronization method with FRT capability (see [35]
and [36]).
Main difference in the protection of LV microgrid during is-
land operation is the needed change in the protection algorithm
of PD 2s. Based on the simulations, adaptive multicriteria al-
gorithm for PD 2 was created in [24]. Adaptivity means that
protection of PD 2 during island operation takes into account
the number and type of DG units at corresponding LV feeder
and also their fault-current feeding capability. In addition, mul-
ticriteria algorithm of PD 2 is based on both phase-voltage and
phase-current measurements. Fast and selective operation be-
tween different PD 2s during island operation is achieved by
intelligent utilization of high-speed communication.
Another option for protection of radially operated LV feed-
ers during island operation with only voltage relays at PD 2s
could be the comparison of voltage measurements between PD
2s which are measured some distance away from MV/LV distri-
bution substation at corresponding LV feeders with high-speed
communication to PD 2s. This way lower phase voltage/voltages
at the faulted LV feeder could be seen more clearly.
V. EXTENSIONS TO THE LV-MICROGRID-PROTECTION
CONCEPT
In this section, few additions to the LV-microgrid con-
cept presented in Sections III and IV will be defined. In
Section III-A, protection of long LV feeders with section CB
is examined. In Section III-B, connection of large DG units to
LV microgrid is discussed, and in Section III-C, protection is-
sues related to possible ring operation of LV feeders are viewed.
A. Long LV feeders With Section CBs and Open-Ring
Connection
For example with longer radially operated LV feeders, it may
in some cases be beneficial to divide feeders into two protection
zones (see Fig. 5). In addition, by adding PD 2???? (see Fig. 5),
which is normally open, between LV feeders, the self-healing
capability of LV microgrid could be increased. By closing PD
2???? (see Fig. 5) due to a fault at LV feeder section between
PD 2a and PD 2b instantaneously when PD 2a is opened, the
number of customers affected by the fault could be reduced.
When PD 2a opens, it will send closing signal to PD 2???? and
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Fig. 5. Long LV feeders with section CBs (PD 2b, PD 2???? ) and connection
of large DG units.
interlocking signal to other PD 2s in LV microgrid. On the other
hand, if fault occurs after PD 2b at corresponding LV feeder, then
time delay in operation of PD 2a must be such that interlocking
signal from PD 2b can reach PD 2a before it will operate. In
addition, selective operation of PD 2a and PD 2b with PD 3
must be always ensured.
When fault occurs after PD 2b at corresponding LV feeder,
then during both normal and island operation, PD 2a and PD
2b will detect the fault simultaneously. However, only PD 2b
will send interlocking signal immediately to PD 2a of the same
LV feeder before PD 2a operates otherwise. To ensure selective
operation between PD 2a and PD 2b, PD 2a sends interlock-
ing signal to PD 2b and closing signal to PD 2???? not until
it has opened. Although, to confirm selective operation of LV-
microgrid protection also during island operation PD 2b could
send measured phase-voltage values with timestamp as an at-
tachment of interlocking signal to PD 2a. If phase voltages
measured by PD 2a at the same time are lower than the ones
received from PD 2b, then PD 2a will be opened despite the
interlocking signal received.
B. Connection of Large DG Units
Connection of large DG units, e.g., ?50 kVA, which also
have relatively high fault-current feeding capability, i.e., directly
connected SGs, is discussed in the following. Fault-current feed-
ing capability of directly connected SGs may be circa six times
the nominal current (I? ) for a short duration and possibly fault
current of converter connected DG units can be even four times
I? for a while in future [37]. Connection of large DG units with
high fault-current feeding capability directly to LV feeders may
make it difficult to achieve selective protection during island
operation of LV microgrid. Therefore, large DG units should be
connected either: 1) directly; or 2) with own LV feeder to the
MV/LV distribution substation (see Fig. 5). Such a DG unit con-
nection is also beneficial for both normal and island operation of
LV microgrid if this unit is, e.g., heat-producing combined heat
and power (CHP) unit, because it will always remain connected
regardless of possible faults at other LV feeders (see Fig. 5).
C. Ring-Connected LV Feeders in Normal Operation
In normal operation of LV microgrid, it can be beneficial
from voltage-level-control point of view to connect LV feeders
to ring operation. This means that PD 2???? is needed (see Fig. 5)
and it will be closed during normal operation. Section CBs,
PD 2b in Fig. 5, are not necessarily needed. During normal
operation of LV microgrid, this ring connection of LV feeders
may require changes to the LV-microgrid-protection concept.
However, during island operation of LV microgrid, the PD 2????
(see Fig. 5) must be opened for radial operation of LV feeders
to ensure selective operation of microgrid protection.
In Section VI, four faults in different locations of ring-
connected LV feeders are simulated to determine needed
changes in the protection concept of LV microgrid during nor-
mal operation due to ring connection.
VI. FAULT SIMULATIONS DURING NORMAL OPERATION OF
THE RING-CONNECTED LV MICROGRID
A. Studied LV Microgrid
The studied LV microgrid in this section is presented in Fig. 6.
The system consists of one 500-kVA MV/LV-transformer which
normally feeds LV feeders 1 and 2. At the connection point of
the microgrid, before the feeders 1 and 2, there is a converter
connected energy storage unit (battery, S? ? 150 kVA). In the
LV feeder 2 there is a frequency converter connected permanent
magnet synchronous generator (PMSG) based DG unit (S? ?
300 kVA, in simulations P ? 100 kW, Q ? 0 kVAr). The PSCAD
models of the master unit and DG unit are shown in Fig. 7 and
filter and control parameters of these units are presented in the
Appendix. The load in the microgrid consists of quite large
induction motor (IM) load (in simulations P ? 51 kW, Q ?
34 kVAr before fault) at feeder 1, four three-phase passive loads
on each feeder and few single-phase passive loads (see Fig. 6)
on both feeders, which means that the load between phases is
asymmetrical. LV feeder resistance and reactance are shown
in Fig. 6. The fault level and R/X-ratio of the feeding utility
network (20 kV, 50 Hz) are 200 MVA and 0.1, respectively.
The control of energy-storage-based master unit during nor-
mal operation is presented in Fig. 8(a). During possible is-
land operation of LV microgrid, it will be operated in a single
master operation mode, which in this case means that the
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Fig. 6. Studied LV microgrid with ring-connected LV feeders.
battery-storage-based DER unit (see Fig. 6) will act as the mas-
ter unit and it has the main responsibility to control the voltage
and frequency in microgrid when islanded [see Fig. 8(b)]. The
negative sequence filtering with PLL [see Fig. 8(a)], presented
as positive sequence detector and with more details in [16],
is done to improve the stability of the converter-based master
unit especially during asymmetrical faults. Utilization of neg-
ative sequence filtering also from the current reference I??? in
converter control system (see Fig. 8) reduces the current THD
during normal operation and asymmetrical faults. During island
operation of LV microgrid, especially when microgrid load is
not symmetrical between all phases, the distortions in voltage
and current THD will also be lower, [23]. However, the negative
sequence filtering from current reference I??? does not remove
the ripple from dc-link voltage during asymmetrical fault.
B. Simulation Results
In the following, simulation results from four different two-
phase earth fault simulations are presented. Locations of these
four faults can be seen in Fig. 6. First measured phase currents,
phase voltages, and active and reactive powers before faults in
different locations are presented in Table I. Locations of these
measurements done by different PDs are shown in Fig. 6.
Fig. 7. PSCAD simulation model of (a) master unit, and (b) PMSG with
frequency converter and supercapacitor-based DG unit.
Fig. 8. Control of master unit dc/ac- converter (a) in normal operation and
(b) in island operation.
Simulation results 100 ms after beginning of two-phase earth
fault are presented in Tables II–V from faults at the end of
LV feeder 1 (fault??? ? in Fig. 6), at the end of LV feeder 2
(fault??? ? in Fig. 6), in the middle of LV feeder 1 (fault??? ? in
Fig. 6), and in the middle of LV feeder 2 (fault??? ? in Fig. 6),
respectively. In Fig. 9, measurements of PD 2???? , that are also
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TABLE I
MEASURED PHASE CURRENTS, VOLTAGES, ACTIVE, AND REACTIVE POWERS
BEFORE FAULTS IN DIFFERENT LOCATIONS (SEE FIG. 6)
TABLE II
MEASURED PHASE CURRENTS, VOLTAGES, ACTIVE, AND REACTIVE POWERS
100 ms AFTER BEGINNING OF FAULT AT THE END OF LV FEEDER 1 (SEE FIG. 6)
TABLE III
MEASURED PHASE CURRENTS, VOLTAGES, ACTIVE, AND REACTIVE POWERS
100 ms AFTER BEGINNING OF FAULT AT THE END OF LV FEEDER 2 (SEE FIG. 6)
TABLE IV
MEASURED PHASE CURRENTS, VOLTAGES, ACTIVE, AND REACTIVE POWERS
100 ms AFTER BEGINNING OF FAULT IN THE MIDDLE OF LV FEEDER 1
(SEE FIG. 6)
TABLE V
MEASURED PHASE CURRENTS, VOLTAGES, ACTIVE, AND REACTIVE POWERS
100 ms AFTER BEGINNING OF FAULT IN THE MIDDLE OF LV FEEDER 2
(SEE FIG. 6)
presented in Table II during fault at the end of LV feeder 1
(fault??? ? in Fig. 6) are shown.
When simulation results of Tables II–V are examined, it be-
comes clear that selective operation of PD 2s [see Fig. 4(c)] at
the beginning of LV feeders during normal operation of ring-
connected LV microgrid is not possible without utilization of
high-speed communication at PD 2???? . At PD 2???? , same kind
of protection settings, as presented in Fig. 4(c), for PD 2s of
LV feeders can be used, but in addition, high-speed interlocking
signal must be sent to PD 2 of the healthy LV feeder before it
will operate [see Fig. 4(c)], i.e., in less than 75 ms, which in-
Fig. 9. Measurements of PD 2???? (a) active and reactive power, (b) phase
currents, and (c) phase voltages during fault at the end of LV feeder 1
(fault ??? ? in Fig. 6).
cludes the signal transfer and processing time and the operation
time is calculated from pick-up of directional OC relay of PD
2???? . From Tables II–V, it can be seen how direction of fault
current at PD 2???? can also be seen from active and reactive
power measurements.
VII. CONCLUSION
Realization of future smart LV grids with island-operation
capability requires that all technical issues, such as power and
energy balance, power quality and protection, are solved. One
of the most crucial one is the protection of LV microgrid during
normal and island operation. Realization of LV microgrids as an
integrated part of future smart grids needs new grid codes where
the protection requirements and settings for LV microgrids are
clearly determined. These grid codes will also determine the
required DG unit behavior and control principles during normal
operation and faults. Therefore, the technical implementation
of converter-based DG units, which is capable of fulfilling the
requirements, will also be specified by the future grid codes.
In this paper, protection issues and principles for LV micro-
grids has been discussed, one possible new protection concept
for LV microgrid has been presented and new additions to this
novel protection concept has been developed. Essential in the
future protection concept for LV microgrids will be the uti-
lization of high-speed communication to achieve fast, selective,
and reliable operation. This need was also demonstrated in this
paper through fault simulations with PSCAD simulation soft-
ware during normal operation of ring-connected LV microgrid
when extensions to the proposed LV-microgrid-protection con-
cept were developed.
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TABLE VI
STUDY SYSTEM PARAMETERS
APPENDIX
Study system parameters, especially master and DG unit filter
and control parameters, used in the simulations are presented in
Table VI. The used solution time step was 5 ?s.
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